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F: 512_Smoke Shack 2
Copper 3-1/C
1.0 ft
CableSize 2 AWG

CB: SMK2_Smoke Shack 2 Main
CurrentCarryingCapability 100.0 A

PNL: SMK2_Smoke Shack 2
208.0 V
ContinuousRating 100.0 A

CB: 500_A/B Tie Breaker
CurrentCarryingCapability 4000.0 A

CB: 512_Smoke Shack 2
CurrentCarryingCapability 100.0 A

NOTE:CABLE TO PNL DP-SA CONSISTS OF NEW 4#350kcm AND EXISTING 4#500 KCM IN PARALLEL

INCREASE BREAKER SETTING TO 600A

DIGITRIP 520, MDN508, 635V

SWBD: 500_A
480.0 V
ContinuousRating 4000.0 A

CB: 500_A Main
CurrentCarryingCapability 4000.0 A

CB: 500_DP-NCB, NC1, NC2
CurrentCarryingCapability 800.0 A

CB: 500_MCC-1
CurrentCarryingCapability 800.0 A

CB: 500_Elev EDP Pnl
CurrentCarryingCapability 800.0 A

CB: 500_Bus Duct Run
CurrentCarryingCapability 800.0 A

CB: 500_DP-NE1-R
CurrentCarryingCapability 800.0 A

CB: 500_DP-SA
CurrentCarryingCapability 800.0 A

CB: 500_ATS
CurrentCarryingCapability 1600.0 A

CB: 500_MDP-1 Bldg 512
CurrentCarryingCapability 800.0 A

F: 500_SWBD A
Copper 225-5000A
40.0 ft
CableSize 4000 kcmil

F: 500_DP-NCB, NC1, NC2
Copper 4-1/C+G
460.0 ft
CableSize 500 kcmil

F: 500_MCC-1
Copper 4-1/C+G
430.0 ft
CableSize 350 kcmil

F: 500_Elev EDP Pnl
Copper 4-1/C+G
430.0 ft

CableSize 350 kcmil

F: 500_Bus Duct Run
Copper 4-1/C+G
350.0 ft
CableSize 500 kcmil

F: 500_DP-NE1-R
Copper 4-1/C+G
220.0 ft
CableSize 350 kcmil

F: 500_DP-SA
Copper 4-1/C+G
100.0 ft
CableSize 350 kcmil

F: 500_ATS
Copper 4-1/C+G
50.0 ft
CableSize 600 kcmil

F: 500_MDP-1 Bldg 512
Copper 4-1/C+G
585.0 ft
CableSize 4/0 AWG

CB: 512_MDP-1 Main
CurrentCarryingCapability 400.0 A

SWBD: 512_MDP-1
480.0 V
ContinuousRating 400.0 A

CB: 512_1LP-A
CurrentCarryingCapability 45.0 A

CB: 512_Panel 1HP-A
CurrentCarryingCapability 250.0 A

F: 512_1LP-A
Copper 3-1/C+G
15.0 ft
CableSize 6 AWG

F: 512_Panel 1HP-A
Copper 4-1/C+G
10.0 ft
CableSize 4/0 AWG PNL: 512_1HP-A

480.0 V
ContinuousRating 250.0 A

CB: 512_RTU-1
CurrentCarryingCapability 35.0 A

CB: 512_CRP-1
CurrentCarryingCapability 15.0 A

CB: 512_CWP-1
CurrentCarryingCapability 15.0 A

CB: 512_HWP-1
CurrentCarryingCapability 15.0 A

CB: 512_HWP-1A
CurrentCarryingCapability 15.0 A

CB: 512_CWP-1A
CurrentCarryingCapability 15.0 A

CB: 512_DWH-1
CurrentCarryingCapability 30.0 A

F: 512_RTU-1
Copper 3-1/C+G
25.0 ft
CableSize 6 AWG

F: 512_CRP-1
Copper 3-1/C+G
25.0 ft
CableSize 12 AWG
DISC: 512_CRP-1
480.0 V
ContinuousRating 0.0 A

F: 512_CWP-1
Copper 3-1/C+G
15.0 ft
CableSize 12 AWG
DISC: 512_CWP-1
480.0 V
ContinuousRating 0.0 A

F: 512_HWP-1
Copper 3-1/C+G
40.0 ft
CableSize 12 AWG
DISC: 512_HWP-1
480.0 V
ContinuousRating 0.0 A

F: 512_HWP-1A
Copper 3-1/C+G
35.0 ft
CableSize 12 AWG
DISC: 512_HWP-1A
480.0 V
ContinuousRating 0.0 A

F: 512_CWP-1A
Copper 3-1/C+G
15.0 ft
CableSize 12 AWG
DISC: 512_CWP-1A
480.0 V
ContinuousRating 0.0 A

F: 512_DWH-1
Copper 3-1/C+G
190.0 ft
CableSize 10 AWG
DISC: 512_DWH-1
480.0 V
ContinuousRating 0.0 A

FU: 512_CRP-1 EP
CurrentCarryingCapability 15.0 A

F: 512_CRP-1 EP
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

FU: 512_CWP-1
CurrentCarryingCapability 15.0 A

F: 512_CWP-1 MTR
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

FU: 512_HWP-1
CurrentCarryingCapability 17.5 A

F: 512_HWP-1 MTR
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

FU: 512_HWP-1A
CurrentCarryingCapability 17.5 A

F: 512_HWP-1A MTR
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

FU: 512_CWP-1A
CurrentCarryingCapability 15.0 A

F: 512_CWP-1A MTR
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

FU: 512_DWH-1
CurrentCarryingCapability 30.0 A

XF: 512_1LP-A
Size 30 kVA

PNL: 512_1LP-A
208.0 V
ContinuousRating 250.0 A

CB: 512_1LP-A Main
CurrentCarryingCapability 110.0 A

F: 512_Pnl 1LP-A
Copper 4-1/C+G
5.0 ft
CableSize 2 AWG

F: 500_Pnl DP-SWW1
Copper 4-1/C+G
475.0 ft
CableSize 250 kcmil

MTR: 512_CWP-1
3 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 512_CRP-1 EP
0.75 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 512_HWP-1
1.5 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 512_HWP-1A
1.5 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 512_CWP-1A
3 hp
Load Factor 1.00
X"d 0.17 pu

BD: 500_BD-2

480.0 V
ContinuousRating 800.0 A

F: 500_ATS-EDP Tap
Copper 225-5000A
15.0 ft
CableSize 800 kcmil
TAP: 500_ATS-EDP
480.0 V
ContinuousRating 0.0 A

F: 500_ATS-EDP
Copper 4-1/C+G
10.0 ft
CableSize 350 kcmil
ATS: 500_EDP

SWBD: 500_EDP
480.0 V
ContinuousRating 600.0 A

CB: 500_Elev S-1
CurrentCarryingCapability 175.0 A

CB: 500_Elev P-3
CurrentCarryingCapability 175.0 A

CB: 500_Elev P-2
CurrentCarryingCapability 175.0 ACB: 500_ECL T2 XFMR

CurrentCarryingCapability 30.0 A
CB: 500_Shentel/T-Mobile
CurrentCarryingCapability 30.0 A

CB: 500_Elev S-6
CurrentCarryingCapability 175.0 A

CB: 500_Elev S-7
CurrentCarryingCapability 175.0 A

CB: 500_Elev S-4
CurrentCarryingCapability 175.0 A

CB: 500_Elev S-5
CurrentCarryingCapability 175.0 A

F: 500_SWBD EDP
Copper 3-1/C+G
10.0 ft
CableSize 350 kcmil

F: 500_Elev P-3
Copper 3-1/C+G
85.0 ft
CableSize 2/0 AWG

DISC: 500_P3
480.0 V
ContinuousRating 0.0 A

F: 500_Elev P-2
Copper 3-1/C+G
80.0 ft
CableSize 2/0 AWG

DISC: 500_P2
480.0 V
ContinuousRating 0.0 A

CB: 500_XF P3
CurrentCarryingCapability 250.0 A

F: 500_XF P3
Copper 3-1/C+G
50.0 ft
CableSize 2/0 AWG

CB: 500_XF P2
CurrentCarryingCapability 250.0 A

F: 500_XF P2
Copper 3-1/C+G
55.0 ft
CableSize 2/0 AWG

DISC: 500_S1
480.0 V
ContinuousRating 0.0 A

CB: 500_XF S1
CurrentCarryingCapability 250.0 A

F: 500_Elev S-1
Copper 3-1/C+G
70.0 ft
CableSize 2/0 AWG

F: 500_XF S1
Copper 3-1/C+G
55.0 ft
CableSize 2/0 AWG
XF: 500_S1
Size 75 kVA

XF: 500_P2
Size 87 kVA

VFD: 500_P2 Drive

F: 500_Mtr P2
Copper 3-1/C+G
10.0 ft
CableSize 2 AWG

MTR: 500_P2
42.7 hp
Load Factor 1.00
X"d 0.17 pu

XF: 500_P3
Size 87 kVA

F: 500_Mtr P3
Copper 3-1/C+G
20.0 ft
CableSize 2 AWG

MTR: 500_P3
42.7 hp
Load Factor 1.00
X"d 0.17 pu

VFD: 500_P3

MTR: 500_S1
53.3 hp
Load Factor 1.00
X"d 0.17 pu

EP: 500_S1
340.0 V
ContinuousRating 0.0 A

F: 500_EP S1
Copper 3-1/C+G
5.0 ft
CableSize 2 AWG

VFD: 500_Mtr S1

F: 500_Mtr S1
Copper 3-1/C+G
10.0 ft
CableSize 2 AWG

EP: 500_P3
320.0 V
ContinuousRating 0.0 A

F: 500_EP P3
Copper 3-1/C+G
40.0 ft
CableSize 2 AWG

EP: 500_P2
320.0 V
ContinuousRating 0.0 A

F: 500_EP P2
Copper 3-1/C+G
40.0 ft
CableSize 2 AWG

EP: 500_S5
340.0 V
ContinuousRating 0.0 A

F: 500_EP S5
Copper 3-1/C+G
35.0 ft
CableSize 2 AWG

DISC: 500_S5
480.0 V
ContinuousRating 0.0 A

CB: 500_XF S5
CurrentCarryingCapability 250.0 A

F: 500_Elev S-5
Copper 3-1/C+G
30.0 ft
CableSize 1/0 AWG

F: 500_XF S5
Copper 3-1/C+G
10.0 ft
CableSize 2/0 AWG
XF: 500_S5
Size 100 kVA

VFD: 500_S5

DISC: 500_S4
480.0 V
ContinuousRating 0.0 A

CB: 500_XF S4
CurrentCarryingCapability 250.0 A

F: 500_Elev S-4
Copper 3-1/C+G
20.0 ft
CableSize 1/0 AWG

F: 500_XF S4
Copper 3-1/C+G
10.0 ft
CableSize 1/0 AWG

EP: 500_S4
340.0 V
ContinuousRating 0.0 A

F: 500_EP S4
Copper 3-1/C+G
35.0 ft
CableSize 2 AWG

XF: 500_S4
Size 100 kVA

VFD: 500_S4

F: 500_Mtr S4
Copper 3-1/C+G
15.0 ft
CableSize 2 AWG

DISC: 500_S7
480.0 V
ContinuousRating 0.0 A

CB: 500_XF S7
CurrentCarryingCapability 250.0 A

F: 500_Elev S-7
Copper 3-1/C+G
20.0 ft
CableSize 2/0 AWG

F: 500_XF S7
Copper 3-1/C+G
55.0 ft
CableSize 1/0 AWG
XF: 500_S7
Size 100 kVA

EP: 500_S7
340.0 V
ContinuousRating 0.0 A

F: 500_EP S7
Copper 3-1/C+G
35.0 ft
CableSize 2 AWG

VFD: 500_S7

F: 500_Mtr S7
Copper 3-1/C+G
20.0 ft
CableSize 2 AWG

MTR: 500_S7
53.3 hp
Load Factor 1.00
X"d 0.17 pu

EP: 500_S6
340.0 V
ContinuousRating 0.0 A

F: 500_EP S6
Copper 3-1/C+G
35.0 ft
CableSize 2 AWG

DISC: 500_S6
480.0 V
ContinuousRating 0.0 A

CB: 500_XF S6
CurrentCarryingCapability 250.0 A

F: 500_Elev S-6
Copper 3-1/C+G
15.0 ft
CableSize 2/0 AWG

F: 500_XF S6
Copper 3-1/C+G
50.0 ft
CableSize 1/0 AWG
XF: 500_S6
Size 100 kVA

VFD: 500_S6

F: 500_Mtr S6
Copper 3-1/C+G
35.0 ft
CableSize 2 AWG

MTR: 500_S4
53.3 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_S6
53.3 hp
Load Factor 1.00
X"d 0.17 pu

F: 500_Mtr S5
Copper 3-1/C+G
25.0 ft
CableSize 2 AWG

MTR: 500_S5
53.3 hp
Load Factor 1.00
X"d 0.17 pu

EP: 500_RTU-1
480.0 V
ContinuousRating 0.0 A

MTR: 500_RTU-1
15 hp
Load Factor 1.00
X"d 0.17 pu

VFD: 500_RTU-1

F: 512_Mtr RTU-1
Copper 3-1/C+G
10.0 ft
CableSize 6 AWG

CB: 500_Internet Cafe (new)
CurrentCarryingCapability 800.0 A

BUS: XF 500A 480V
480.0 V
ContinuousRating 0.0 A

XF: 500A
Size 2000 kVA

FU: XF 500A
CurrentCarryingCapability 250.0 A

UTIL: XF 500A
Isc 3P 3240.0 Amps
Isc SLG 3785.0 Amps

F: 500_Elev S4
Copper 3-1/C+G
5.0 ft
CableSize 1/0 AWG
TAP: 500_S-4
480.0 V
ContinuousRating 0.0 A

F: 500_Elev S6
Copper 3-1/C+G
5.0 ft
CableSize 1/0 AWG
TAP: 500_S-6
480.0 V
ContinuousRating 0.0 A

F: 500_Elev S7
Copper 3-1/C+G
5.0 ft
CableSize 1/0 AWG
TAP: 500_S-7
480.0 V
ContinuousRating 0.0 A

F: 500_Elev S1
Copper 3-1/C+G
5.0 ft
CableSize 1/0 AWG
TAP: 500_S-1
480.0 V
ContinuousRating 0.0 A

F: 500_A/B Tie Breaker
Copper 225-5000A
40.0 ft
CableSize 2000 kcmil
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UPSIZE PLUG AND CT's TO 600A

RESET BREAKER

RESET BREAKER
RESET BREAKER

UPGRADE PLUG AND CT'S TO 400A
F: 500_A/B Tie Breaker
Copper 225-5000A
40.0 ft
CableSize 2000 kcmil SWBD: 500_B

480.0 V
ContinuousRating 4000.0 A

CB: 500_DP-SE2
CurrentCarryingCapability 800.0 A

CB: 500_Vacuum System
CurrentCarryingCapability 800.0 A

CB: 500_DP-KA
CurrentCarryingCapability 800.0 A

CB: 500_DP-NE2
CurrentCarryingCapability 800.0 A

CB: 500_DP-NW2
CurrentCarryingCapability 800.0 A

CB: 500_DP-SW2
CurrentCarryingCapability 800.0 A

CB: 500_DP-SE1
CurrentCarryingCapability 800.0 A

CB: 500_DP-SW1, SW1-CA
CurrentCarryingCapability 800.0 A

CB: 500_DP-NE1
CurrentCarryingCapability 800.0 A

CB: 500_DP-SEB
CurrentCarryingCapability 800.0 A

CB: 500_DP-SWB
CurrentCarryingCapability 800.0 A

CB: 500_DP-NWB
CurrentCarryingCapability 800.0 A

CB: 500_DP-NEB
CurrentCarryingCapability 800.0 A

CB: 500_CT-Scan
CurrentCarryingCapability 800.0 A

CB: 500_LP-SE1A
CurrentCarryingCapability 800.0 A

CB: 500_B Main
CurrentCarryingCapability 4000.0 A

CB: 500_DP-NW1
CurrentCarryingCapability 800.0 A

F: 500_DP-SE2

Copper 4-1/C+G
135.0 ft
CableSize 4/0 AWG

F: 500_Vacuum System
Copper 4-1/C+G
85.0 ft
CableSize 2/0 AWG

F: 500_DP-KA
Copper 4-1/C+G
320.0 ft
CableSize 600 kcmil

F: 500_DP-NE2
Copper 4-1/C+G
305.0 ft
CableSize 350 kcmil

F: 500_DP-NW2
Copper 4-1/C+G
660.0 ft
CableSize 4/0 AWG

F: 500_DP-SW2
Copper 4-1/C+G
530.0 ft
CableSize 500 kcmil

F: 500_DP-SE1

Copper 4-1/C+G
35.0 ft
CableSize 2/0 AWG

F: 500_DP-SW1, SW1-CA

Copper 4-1/C+G
470.0 ft
CableSize 500 kcmil

F: 500_DP-NE1
Copper 4-1/C+G
210.0 ft
CableSize 1/0 AWG

F: 500_DP-SEB

Copper 4-1/C+G
60.0 ft
CableSize 350 kcmil

F: 500_DP-SWB
Copper 4-1/C+G
435.0 ft
CableSize 500 kcmil

F: 500_DP-NWB
Copper 4-1/C+G
640.0 ft
CableSize 500 kcmil

F: 500_DP-NEB
Copper 4-1/C+G
240.0 ft
CableSize 500 kcmil

F: 500_CT-Scan
Copper 4-1/C+G
350.0 ft
CableSize 4/0 AWG

F: 500_LP-SE1A
Copper 4-1/C+G
50.0 ft
CableSize 4/0 AWG

F: 500_DP-NW1
Copper 4-1/C+G
640.0 ft
CableSize 500 kcmil

SWBD: 500_DP-SW2
480.0 V
ContinuousRating 400.0 A

CB: 500_LP-SW2
CurrentCarryingCapability 175.0 A

CB: 500_MSP-SW2
CurrentCarryingCapability 175.0 A

CB: 500_XFMR RP-SW2B
CurrentCarryingCapability 100.0 A

F: 500_LP-SW2
Copper 4-1/C+G
20.0 ft
CableSize 2/0 AWG PNL: 500_LP-SW2

480.0 V
ContinuousRating 225.0 A

F: 500_MSP-SW2
Copper 4-1/C+G
40.0 ft
CableSize 1/0 AWG

SWBD: 500_MSP-SW2
480.0 V
ContinuousRating 225.0 A

F: 500_XFMR RP-SW2B
Copper 3-1/C+G
5.0 ft
CableSize 2 AWG
BUS-67-1
480.0 V
ContinuousRating 0.0 A

XF: 500_RP-SW2B

Size 75 kVA

BUS-67-2
208.0 V
ContinuousRating 0.0 A

F: 500_Pnl RP-SW2B
Copper 4-1/C+G
25.0 ft
CableSize 300 kcmil

CB: 500_RP-SW2B Main
CurrentCarryingCapability 225.0 A

PNL: 500_RP-SW2B
208.0 V
ContinuousRating 225.0 A

CB: 500_RP-SW2A
CurrentCarryingCapability 100.0 A

CB: 500_RP-SW2
CurrentCarryingCapability 125.0 A

F: 500_RP-SW2A
Copper 3-1/C+G
10.0 ft
CableSize 8 AWG

BUS-64-1
480.0 V
ContinuousRating 0.0 A

F: 500_RP-SW2
Copper 3-1/C+G
5.0 ft
CableSize 3 AWG
BUS-65-1
480.0 V
ContinuousRating 0.0 A

XF: 500_PP-SW2-A
Size 30 kVA

BUS-64-2
208.0 V
ContinuousRating 0.0 A

XF: 500_RP-SW2
Size 75 kVA

BUS-65-2
208.0 V
ContinuousRating 0.0 A

F: 500_Disc RP-SW2A Main
Copper 4-1/C+G
5.0 ft
CableSize 3 AWG

DISC: 500_RP-SW2A Main
208.0 V
ContinuousRating 0.0 A

F: 500_Disc RP-SW2 Main
Copper 4-1/C+G
5.0 ft
CableSize 3/0 AWG
DISC: 500_RP-SW2 Main
208.0 V
ContinuousRating 0.0 A

CB: 500_RP-SW2A Main
CurrentCarryingCapability 100.0 A

F: 500_RP-SW2A Main
Copper 4-1/C+G
2.0 ft
CableSize 3 AWG
PNL: 500_RP-SW2A
208.0 V
ContinuousRating 100.0 A

CB: 500_RP-SW2 Main
CurrentCarryingCapability 200.0 A

F: 500_RP-SW2 Main
Copper 4-1/C+G
5.0 ft
CableSize 3/0 AWG
PNL: 500_RP-SW2 Sect 1
208.0 V
ContinuousRating 225.0 A

F: 500_Pnl RP-SW2 Sect 2
Copper 4-1/C+G
5.0 ft
CableSize 3/0 AWG
PNL: 500_RP-SW2 Sect 2
208.0 V
ContinuousRating 225.0 A
F: 500_Pnl RP-SW2 Sect 3
Copper 4-1/C+G
25.0 ft
CableSize 3/0 AWG
PNL: 500_RP-SW2 Sect 3
208.0 V
ContinuousRating 225.0 A

CB: 500_SF-12
CurrentCarryingCapability 110.0 A

MCP: 500_EF-26
CurrentCarryingCapability 100.0 A

MCP: 500_RF-13
CurrentCarryingCapability 100.0 A

MCP: 500_EF-27
CurrentCarryingCapability 100.0 A

MCP: 500_EF-28
CurrentCarryingCapability 100.0 A

DISC: 500_CT Scan 1D111 Main
480.0 V
ContinuousRating 0.0 A

CB: 500_CT Scan 1D111 Main
CurrentCarryingCapability 100.0 A

F: 500_CT-Scan 1D111
Copper 3-1/C+G
10.0 ft
CableSize 1/0 AWG

TAP: 500_CT-Scan
480.0 V
ContinuousRating 0.0 A

EP: 500_Vac Sys
480.0 V
ContinuousRating 0.0 A
VFD: 500_Vac Sys

F: 500_Vac Sys
Copper 4-1/C+G
10.0 ft
CableSize 250 kcmil

BUS-1079
480.0 V
ContinuousRating 0.0 A

MTR: 500_Vac Sys
100 hp
Load Factor 1.00
X"d 0.17 pu

BUS-1080
480.0 V
ContinuousRating 0.0 A

F: 500_SWBD B
Copper 225-5000A
50.0 ft
CableSize 4000 kcmil

BUS: XF 500B 480V
480.0 V
ContinuousRating 0.0 A

XF: 500B
Size 2000 kVA

FU: XF 500B
CurrentCarryingCapability 250.0 A

UTIL: XF 500B
Isc 3P 3232.0 Amps

Isc SLG 3768.0 Amps
BUS-1078

12470.0 V
ContinuousRating 0.0 A

CB: 500_DP-OR
CurrentCarryingCapability 800.0 A

F: 500_OR MTS(N)
Copper 4-1/C+G
70.0 ft
CableSize 500 kcmil

F: 500_SF-12
Copper 3/C+G
75.0 ft
CableSize 2 AWG

MTR: 500_SF-12
50 hp
Load Factor 1.00
X"d 0.17 pu

BUS-1214

480.0 V
ContinuousRating 0.0 A

CB: 500_LP-SE1A Main
CurrentCarryingCapability 250.0 A

PNL: 500_LP-SE1A
480.0 V
ContinuousRating 225.0 A

CB: 500_XF RP-SE1A
CurrentCarryingCapability 50.0 A

CB: 500_XF RP-SE1B
CurrentCarryingCapability 45.0 A

F: 500_XF RP-SE1A
Copper 3-1/C+G
10.0 ft
CableSize 8 AWG

BUS-43-1
480.0 V
ContinuousRating 0.0 A

F: 500_XF RP-SE1B

Copper 3-1/C+G
20.0 ft
CableSize 6 AWG
BUS-42-1
480.0 V
ContinuousRating 0.0 A

XF: 500_RP-SE1A
Size 30 kVA

BUS-43-2
208.0 V
ContinuousRating 0.0 A

XF: 500_RP-SE1B
Size 30 kVA

BUS-42-2

208.0 V
ContinuousRating 0.0 A F: 500_Pnl RP-SE1A

Copper 4-1/C+G
8.0 ft
CableSize 2 AWG

CB: 500_RP-SE1A Main
CurrentCarryingCapability 100.0 A

PNL: 500_RP-SE1A

208.0 V
ContinuousRating 125.0 A

F: 500_Pnl RP-SE1B
Copper 4-1/C+G
6.0 ft
CableSize 2 AWG

CB: 500_RP-SE1B Main
CurrentCarryingCapability 100.0 A

PNL: 500_RP-SE1B
208.0 V
ContinuousRating 100.0 A

PNL: 500_DP-NE1
480.0 V
ContinuousRating 400.0 A

CB: 500_LP-NE1
CurrentCarryingCapability 100.0 A

CB: 500_MSP-NE1
CurrentCarryingCapability 100.0 A

F: 500_LP-NE1

Copper 4-1/C+G
20.0 ft
CableSize 2 AWG
PNL: 500_LP-NE1
480.0 V
ContinuousRating 100.0 A

F: 500_MSP-NE1
Copper 4-1/C+G
35.0 ft
CableSize 2 AWG SWBD: 500_MSP-NE1

480.0 V
ContinuousRating 225.0 A

CB: 500_RP-NE1
CurrentCarryingCapability 100.0 A

F: 500_RP-NE1
Copper 3-1/C+G
10.0 ft
CableSize 3 AWG
BUS-37-1
480.0 V
ContinuousRating 0.0 A

XF: 500_RP-NE1
Size 75 kVA

BUS-37-2
208.0 V
ContinuousRating 0.0 A

F: 500_Disc RP-NE1 Main
Copper 4-1/C+G
4.0 ft
CableSize 3/0 AWG

DISC: 500_RP-NE1 Main
208.0 V
ContinuousRating 0.0 A

CB: 500_RP-NE1 Main
CurrentCarryingCapability 200.0 A

F: 500_RP-NE1 Main
Copper 4-1/C+G
4.0 ft
CableSize 3/0 AWG
PNL: 500_RP-NE1 Sect 1
208.0 V
ContinuousRating 225.0 A

F: 500_Pnl RP-NE1 Sect 2
Copper 4-1/C+G
4.0 ft
CableSize 3/0 AWG
PNL: 500_RP-NE1 Sect 2
208.0 V
ContinuousRating 225.0 A

CB: 500_X-Ray 1D-139A

CurrentCarryingCapability 100.0 A

F: 500_1D139 PNL A
Copper 3-1/C
145.0 ft
CableSize 6 AWG
PNL: 500_1D139 PNL A
208.0 V
ContinuousRating 100.0 A

MCP: 500_EF-22
CurrentCarryingCapability 100.0 A

MCP: 500_EF-21
CurrentCarryingCapability 100.0 A

CB: 500_SF-9
CurrentCarryingCapability 90.0 A

MCP: 500_RF-10
CurrentCarryingCapability 100.0 A

MCP: 500_EF-20
CurrentCarryingCapability 100.0 A

F: 500_SF-9
Copper 3-1/C+G
45.0 ft
CableSize 6 AWG
BUS-1176
480.0 V
ContinuousRating 0.0 A

F: 500_RF-10
Copper 3-1/C+G
25.0 ft
CableSize 12 AWG

BUS-1177
480.0 V
ContinuousRating 0.0 A

MTR: 500_SF-9
30 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_RF-10

5 hp
Load Factor 1.00
X"d 0.17 pu
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DISC: 500_Port Gen
480.0 V
ContinuousRating 0.0 A

REMOVE LSIG TRIP, INSTALL LSI TRIP AND RESET BREAKER
RESET BREAKER

REPLACE 300A PLUG WITH 400A PLUG, AND RESET BREAKER

To "DPA-EQ.DRW" drawing.
E500 - 103

ATS-3 KITCHEN EQUIPMENT

400A, 480V

REPLACE 300A PLUG WITH 400A PLUG, AND RESET BREAKER

SWBD: 500_ATS Normal Bus-1
480.0 V
ContinuousRating 1200.0 A

CB: 500_ATS-1
CurrentCarryingCapability 600.0 A

CB: 500_ATS-2
CurrentCarryingCapability 600.0 A

CB: 500_ATS-3
CurrentCarryingCapability 600.0 A

CB: 500_ATS-4
CurrentCarryingCapability 600.0 A

CB: 500_ATS-5
CurrentCarryingCapability 600.0 A

CB: 500_ATS-6
CurrentCarryingCapability 600.0 A

CB: 500_ATS-7
CurrentCarryingCapability 600.0 A

CB: 500_ATS-8
CurrentCarryingCapability 600.0 A

CB: 500_ATS-9
CurrentCarryingCapability 600.0 A

F: 500_ATS-1
Copper 225-5000A
5.0 ft
CableSize 1200 kcmil

F: 500_ATS-2
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-3
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-4
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-5
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-6
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-7
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-8
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-9
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_DPA-EQ2
Copper 4-1/C+G
40.0 ft
CableSize 600 kcmil

CB: 500_DPA-EQ2
CurrentCarryingCapability 600.0 A

SWBD: 500_ATS-5 Load Side
480.0 V
ContinuousRating 400.0 A

F: 500_SWBD ATS-5 Load Side
Copper 225-5000A
5.0 ft
CableSize 400 kcmil

F: 500_Critical Branch
Copper 4-1/C+G
100.0 ft
CableSize 4/0 AWG

CB: 500_Critical Branch
CurrentCarryingCapability 600.0 A

SWBD: 500_ATS-8 Load Side
480.0 V
ContinuousRating 400.0 A

F: 500_SWBD ATS-8 Load Side
Copper 225-5000A
5.0 ft
CableSize 400 kcmil

SWBD: 500_ATS Emerg Bus-1
480.0 V
ContinuousRating 1200.0 A

CB: 500_ATS-1 (E)
CurrentCarryingCapability 600.0 A

CB: 500_ATS-2 (E)
CurrentCarryingCapability 600.0 A

CB: 500_ATS-3 (E)
CurrentCarryingCapability 600.0 A

CB: 500_ATS-4 (E)
CurrentCarryingCapability 600.0 A

CB: 500_ATS-5 (E)
CurrentCarryingCapability 600.0 A

CB: 500_ATS-6 (E)
CurrentCarryingCapability 600.0 A

CB: 500_ATS-7 (E)
CurrentCarryingCapability 600.0 A

CB: 500_ATS-8 (E)
CurrentCarryingCapability 600.0 A

CB: 500_ATS-9 (E)
CurrentCarryingCapability 600.0 A

F: 500_ATS-1 (E)
Copper 225-5000A
5.0 ft
CableSize 400 kcmil

F: 500_ATS-2 (E)
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-3 (E)
Copper 225-5000A
2.0 ft
CableSize 600 kcmil

F: 500_ATS-4 (E)
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-5 (E)
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-6 (E)
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-7 (E)
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-8 (E)
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-9 (E)
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ELP-NEB-B "Site C"
Copper 4-1/C+G
255.0 ft
CableSize 250 kcmil

CB: 500_ELP-NEB-B "Site C"
CurrentCarryingCapability 600.0 A

SWBD: 500_ATS-1 Load Side
480.0 V
ContinuousRating 400.0 A

F: 500_SWBD ATS-1 Load Side
Copper 225-5000A
5.0 ft
CableSize 400 kcmil

F: 500_DPA-EQ1
Copper 4-1/C+G
40.0 ft
CableSize 600 kcmil

CB: 500_DPA-EQ1
CurrentCarryingCapability 600.0 A

SWBD: 500_ATS-6 Load Side
480.0 V
ContinuousRating 400.0 A

F: 500_SWBD ATS-6 Load Side
Copper 225-5000A
5.0 ft
CableSize 400 kcmil SWBD: 500_ATS-10 Load Side

480.0 V
ContinuousRating 400.0 A

CB: 500_ATS-10 Load
CurrentCarryingCapability 600.0 A

F: 500_SWBD ATS-10 Load Side
Copper 225-5000A
5.0 ft
CableSize 400 kcmil

F: 500_ETT-1 Telephone
Copper 3-1/C+G
505.0 ft
CableSize 350 kcmil

CB: 500_ETT-1 Telephone
CurrentCarryingCapability 600.0 A

SWBD: 500_ATS-4 Load Side
480.0 V
ContinuousRating 400.0 A

F: 500_SWBD ATS-4 Load Side
Copper 225-5000A
5.0 ft
CableSize 400 kcmil

F: 500_DPA-LS
Copper 4-1/C+G
35.0 ft
CableSize 600 kcmil

CB: 500_DPA-LS
CurrentCarryingCapability 600.0 A

SWBD: 500_ATS-7 Load Side
480.0 V
ContinuousRating 400.0 A

F: 500_SWBD ATS-7 Load Side
Copper 225-5000A
5.0 ft
CableSize 400 kcmil SWBD: 500_ATS-9 Load Side

480.0 V
ContinuousRating 400.0 A

CB: 500_Equip System
CurrentCarryingCapability 600.0 A

F: 500_SWBD ATS-9 Load Side
Copper 225-5000A
5.0 ft
CableSize 400 kcmil

F: 500_Equip System
Copper 4-1/C+G
100.0 ft
CableSize 500 kcmil

SWBD: 500_ATS-2 Load Side
480.0 V
ContinuousRating 400.0 A

CB: 500_Fire Pump
CurrentCarryingCapability 600.0 A

F: 500_SWBD ATS-2 Load Side
Copper 225-5000A
5.0 ft
CableSize 400 kcmil

F: 500_Fire Pump
Copper 3-1/C+G
390.0 ft
CableSize 3/0 AWG

SWBD: 500_ATS-3 Load Side
480.0 V
ContinuousRating 400.0 A

CB: 500_Kitchen Maintenance Sw

CurrentCarryingCapability 600.0 A

F: 500_SWBD ATS-3 Load Side
Copper 225-5000A
5.0 ft
CableSize 400 kcmil

ATS: 500_8ATS: 500_6

ATS: 500_4ATS: 500_2ATS: 500_1 ATS: 500_3

ATS: 500_5 ATS: 500_7 ATS: 500_9

SWBD: 500_ATS-8 Load
480.0 V
ContinuousRating 400.0 A

SWBD: 500_ATS-6 Load
480.0 V
ContinuousRating 400.0 A

SWBD: 500_ATS-4 Load
480.0 V
ContinuousRating 400.0 A

SWBD: 500_ATS-2 Load
480.0 V
ContinuousRating 400.0 A

SWBD: 500_ATS-1 Load
480.0 V
ContinuousRating 400.0 A

SWBD: 500_ATS-3 Load
480.0 V
ContinuousRating 400.0 A

SWBD: 500_ATS-5 Load
480.0 V
ContinuousRating 400.0 A

SWBD: 500_ATS-7 Load
480.0 V
ContinuousRating 400.0 A

SWBD: 500_ATS-9 Load
480.0 V
ContinuousRating 400.0 A

SWBD: 500_ATS-10 Load
480.0 V
ContinuousRating 400.0 A

ATS: 500_10

CB: 500_Fire Pump_MP
CurrentCarryingCapability 600.0 A

CB: 500_ELP-NEB-B "Site C"_MP
CurrentCarryingCapability 600.0 A

CB: 500_Kitchen Transfer Sw_MP

CurrentCarryingCapability 600.0 A

CB: 500_ETT-1 Telephone_MP
CurrentCarryingCapability 600.0 A

CB: 500_DPA-EQ2_MP
CurrentCarryingCapability 600.0 A

CB: 500_DPA-EQ1_MP
CurrentCarryingCapability 600.0 A

CB: 500_DPA-LS_MP
CurrentCarryingCapability 600.0 A

CB: 500_Critical Branch_MP
CurrentCarryingCapability 600.0 A

CB: 500_ATS-10 Load_MP
CurrentCarryingCapability 600.0 A

SWBD: 500_ATS-10 (N)
480.0 V
ContinuousRating 1200.0 A

F: 500_SWBD ATS-10 (N)
Copper 4-1/C+G
15.0 ft
CableSize 500 kcmil

CB: 500_ATS-10 Normal Side
CurrentCarryingCapability 600.0 A

F: 500_ATS-10 Normal Side
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

CB: 500_Equip System_MP
CurrentCarryingCapability 600.0 A

TAP: 500_ATS-10 (N)
480.0 V
ContinuousRating 0.0 A

F: 500_ATS Bus
Copper 4-1/C+G
15.0 ft
CableSize 600 kcmil

F: 500_TAP_ATS-10
Copper 4-1/C+G
15.0 ft
CableSize 350 kcmil

TAP: 500_ATS-10 (E)
480.0 V
ContinuousRating 0.0 A

F: 500_TAP_ATS-10 (E)
Copper 4-1/C+G
15.0 ft
CableSize 350 kcmil

CB: 500_ATS-10 (E)
CurrentCarryingCapability 600.0 A

SWBD: 500_ATS (E)
480.0 V
ContinuousRating 1200.0 A

F: 500_ATS-10 (E)
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-10 Load Side
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-10 Load Side_a
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-9 Load Side
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-9 Load Side_a
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-7 Load Side
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-7 Load Side_a
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-5 Load Side
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-5 Load Side_a
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-3 Load Side

Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-3 Load Side_a

Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-1 Load Side
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-1 Load Side_a
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-2 Load Side
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-2 Load Side_a
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-4 Load Side
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-4 Load Side_a
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-6 Load Side
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-6 Load Side_a
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-8 Load Side
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_ATS-8 Load Side_a
Copper 225-5000A
2.0 ft
CableSize 400 kcmil

F: 500_New SWGR
Copper 3-1/C+G
165.0 ft
CableSize 500 kcmil

SWBD: 500_ATS Normal Bus-2
480.0 V
ContinuousRating 1200.0 A

SWBD: 500_ATS Emerg Bus-2
480.0 V
ContinuousRating 1200.0 A

F: 500_ATS
Copper 4-1/C+G
50.0 ft
CableSize 600 kcmil

BUS: 500_ATS Emerg Bus
Copper 225-5000A
1.0 ft
CableSize 1200 kcmil

BUS: 500_ATS Normal Bus
Copper 225-5000A
1.0 ft
CableSize 1200 kcmil

EP: 500_Fire Pump
480.0 V
ContinuousRating 0.0 A

MCP: 500_Fire Pump
CurrentCarryingCapability 100.0 A

F: 500_Fire Pump_a
Copper 3-1/C+G
5.0 ft
CableSize 4 AWG

MTR: 500_Fire Pump
50 hp
Load Factor 1.00
X"d 0.17 pu

F: 500_ATS-10 Load
Copper 4-1/C+G
600.0 ft
CableSize 500 kcmil

MTS: 500_EMERG

GEN: 500_Gen EMERG
1275 kVA
X"d 0.2 pu

GEN: 500_OL EMERG
CurrentCarryingCapability 1534.0 A

F: 500_MTS EMERG
Copper 4-1/C+G
10.0 ft
CableSize 500 kcmil

DISC: 500_Gen EMERG
480.0 V
ContinuousRating 1600.0 A

CB: 500_Gen EMERG
CurrentCarryingCapability 3000.0 A

SWGR: 500_GEN
480.0 V
ContinuousRating 1600.0 A

CB: 500_F2B
CurrentCarryingCapability 1600.0 A

F: 500_ATS Tap
Copper 4-1/C+G
100.0 ft
CableSize 350 kcmil

CBL-DPA-EQ
Copper 4/C+G
100.0 ft
CableSize 500 kcmil

REPLACE 300A PLUG WITH 400A PLUG, AND RESET BREAKER

REPLACE 300A PLUG WITH 400A PLUG, AND RESET BREAKER
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CB: 500_Pnl A4 RM 1D-142
CurrentCarryingCapability 100.0 A

CB: 500_Pnl A-1 RM 1D-126C
CurrentCarryingCapability 100.0 A

CB: 500_Pnl A3 RM 1D-110
CurrentCarryingCapability 100.0 A

F: 500_Infinia RM 1D-117
Copper 4-1/C+G
1.0 ft
CableSize 8 AWG

F: 500_PNL A1 1D-142
Copper 4-1/C+G
1.0 ft
CableSize 10 AWG
PNL: 500_A-1
208.0 V
ContinuousRating 100.0 A

Pnl: 500_A3
208.0 V
ContinuousRating 100.0 A

F: 500_PNL A4
Copper 4-1/C+G
1.0 ft
CableSize 10 AWG
PNL: 500_A4
208.0 V
ContinuousRating 100.0 A

INCREASE CONDUCTOR TO 500KCM

REPLACE WITH 45KVA

REPLACE WITH 150A

REPLACE BREAKER

REPLACE WITH 150A

REPLACE WITH 80A

NEW 400A PANEL, 300A MAIN BREAKER TAP: 500_PB-NCB
480.0 V
ContinuousRating 0.0 A

F: 500_Pnl DP-NCB
Copper 4-1/C+G
5.0 ft
CableSize 500 kcmil
CB: 500_DP-NCB Main
CurrentCarryingCapability 400.0 A

PNL: 500_DP-NCB
480.0 V
ContinuousRating 400.0 A

CB: 500_LP-NCB
CurrentCarryingCapability 80.0 A

CB: 500_XF Backflow Prev B511
CurrentCarryingCapability 50.0 A

CB: 500_Disc #5, Rm 103
CurrentCarryingCapability 25.0 A

CB: 500_CU-9
CurrentCarryingCapability 25.0 A

CB: 500_MSP-NCB Xfer Sw (N)
CurrentCarryingCapability 100.0 A

CB: 500_Disc #4, Rm 103
CurrentCarryingCapability 25.0 A

CB: 500_Disc #6, Rm 103
CurrentCarryingCapability 25.0 A

CB: 500_Disc #8, Rm 103
CurrentCarryingCapability 20.0 A

F: 500_LP-NCB
Copper 4-1/C+G
30.0 ft
CableSize 6 AWG

PNL: 500_LP-NCB
480.0 V
ContinuousRating 150.0 A

F: 500_XF Backflow Prev B511
Copper 3-1/C+G
120.0 ft
CableSize 6 AWG

CB: 500_RP-NCB
CurrentCarryingCapability 80.0 A

F: 500_XF RP-NCB
Copper 3-1/C+G
5.0 ft
CableSize 4 AWG
XF: 500_RP-NCB
Size 45 kVA

F: 500_Disc RP-NCB Main
Copper 4-1/C+G
5.0 ft
CableSize 1/0 AWG

DISC: 500_RP-NCB Main
208.0 V
ContinuousRating 0.0 A

CB: 500_RP-NCB Main
CurrentCarryingCapability 150.0 A

F: 500_RP-NCB Main

Copper 4-1/C+G
5.0 ft
CableSize 1/0 AWG

PNL: 500_RP-NCB
208.0 V
ContinuousRating 150.0 A

XF: 500_Bldg 510
Size 30 kVA

F: 510_Pnl Backflow Prev
Copper 4-1/C+G
20.0 ft
CableSize 2 AWG

CB: 510_Backflow Prev Main
CurrentCarryingCapability 100.0 A

PNL: 510_Backflow Prev
208.0 V
ContinuousRating 100.0 A

CB: 510_Heater
CurrentCarryingCapability 15.0 A

F: 500_MSP-NCB Xfer Sw (N)a
Copper 3-1/C+G
2.0 ft
CableSize 6 AWG PNL: 500_DP-NC1

480.0 V
ContinuousRating 225.0 A

CB: 500_DP-NC1 Main
CurrentCarryingCapability 225.0 A

CB: 500_LP-NC1
CurrentCarryingCapability 100.0 A

CB: 500_XF D-4
CurrentCarryingCapability 30.0 A

CB: 500_XF NC1A
CurrentCarryingCapability 100.0 A

CB: 500_MSP-NC1
CurrentCarryingCapability 100.0 A

CB: 500_LP-SC1A
CurrentCarryingCapability 100.0 A

CB: 500_Cat Scan Air Handler
CurrentCarryingCapability 125.0 A

F: 500_Pnl DP-NC1
Copper 4-1/C+G
10.0 ft
CableSize 2/0 AWG

TAP: 500_PB-NC1
480.0 V
ContinuousRating 0.0 A

F: 500_LP-NC1
Copper 4-1/C+G
15.0 ft
CableSize 4 AWG
PNL: 500_LP-NC1
480.0 V
ContinuousRating 100.0 A

F: 500_XF D-4
Copper 3-1/C+G
5.0 ft
CableSize 10 AWG

TAP: 500_DP-NC1 CKT3
480.0 V
ContinuousRating 0.0 A

F: 500_XF NC1A
Copper 3-1/C+G
20.0 ft
CableSize 6 AWG

F: 500_MSP-NC1
Copper 4-1/C+G
40.0 ft
CableSize 6 AWG

SWBD: 500_MSP-NC1
480.0 V
ContinuousRating 225.0 A

F: 500_LP-SC1A
Copper 4-1/C+G
310.0 ft
CableSize 4 AWG
PNL: 500_LP-SC1A
480.0 V
ContinuousRating 100.0 A

F: 500_Cat Scan Air Handler
Copper 4-1/C+G
55.0 ft
CableSize 8 AWG
DISC: 500_Cat Scan AHU
480.0 V
ContinuousRating 0.0 A

F: 500_PB-NC1
Copper 4-1/C+G
20.0 ft
CableSize 500 kcmil

F: 500_PB-NC2
Copper 4-1/C+G
20.0 ft
CableSize 4/0 AWG
TAP: 500_PB-NC2
480.0 V
ContinuousRating 0.0 A

CB: 500_XF RP-SC1A
CurrentCarryingCapability 100.0 A

F: 500_XF RP-SC1A
Copper 3-1/C+G
8.0 ft
CableSize 8 AWG

CB: 500_XF RP-NC1
CurrentCarryingCapability 100.0 A

F: 500_XF RP-NC1
Copper 3-1/C+G
7.0 ft
CableSize 3 AWG

F: 500_Disc Cat Scan Cond
Copper 3-1/C+G
2.0 ft
CableSize 10 AWG

DISC: 500_Cat Scan Cond
480.0 V
ContinuousRating 0.0 A

FU: 500_Cat Scan Cond
CurrentCarryingCapability 10.0 A

F: 500_Cat Scan Cond 2
Copper 3-1/C+G
95.0 ft
CableSize 12 AWG
DISC: 500_Cat Scan Cond 2
480.0 V
ContinuousRating 0.0 A

FU: 500_Cat Scan Cond (2)
CurrentCarryingCapability 10.0 A

CB: 500_SF-8
CurrentCarryingCapability 40.0 A

MCP: 500_EF-19
CurrentCarryingCapability 100.0 A

MCP: 500_RF-9
CurrentCarryingCapability 100.0 A

F: 500_SF-8
Copper 3-1/C+G
25.0 ft
CableSize 10 AWG

FU: 500_Cat Scan AHU
CurrentCarryingCapability 60.0 A

F: 500_Cat Scan AHU
Copper 3-1/C+G
25.0 ft
CableSize 8 AWG

XF: 500_RP-NC1A
Size 30 kVA

F: 500_Pnl RP-NC1A
Copper 4-1/C+G
6.0 ft
CableSize 2 AWG
CB: 500_RP-NC1A Main
CurrentCarryingCapability 100.0 A

PNL: 500_RP-NC1A
208.0 V
ContinuousRating 250.0 A

XF: 500_RP-SC1A
Size 30 kVA

DISC: 500_RP-SC1A Main
208.0 V
ContinuousRating 0.0 A

CB: 500_RP-SC1A Main
CurrentCarryingCapability 100.0 A

F: 500_Disc RP-SC1A Main
Copper 4-1/C+G
5.0 ft
CableSize 2 AWG

F: 500_RP-SC1A Main

Copper 4-1/C+G
5.0 ft
CableSize 3 AWG
PNL: 500_RP-SC1A
208.0 V
ContinuousRating 225.0 A

CB: 500_ER Air Curtain 1
CurrentCarryingCapability 100.0 A

CB: 500_ER Air Curtain 2
CurrentCarryingCapability 100.0 A

XF: 500_RP-NC1
Size 75 kVA

PNL: 500_RP-NC1 Sect 1
208.0 V
ContinuousRating 225.0 A

CB: 500_25, 27, 29
CurrentCarryingCapability 100.0 A

CB: 500_Outdoor Liebert Unit
CurrentCarryingCapability 100.0 A

F: 500_Pnl RP-NC1 Sect 2
Copper 4-1/C+G
4.0 ft
CableSize 3/0 AWG

F: 500_RP-NC1 Main
Copper 4-1/C+G
6.0 ft
CableSize 3/0 AWG

F: 500_Outdoor Liebert Unit
Copper 3-1/C+G
75.0 ft
CableSize 10 AWG

PNL: 500_RP-NC1 Sect 2
208.0 V
ContinuousRating 225.0 A

CB: 500_RP-NC1 Main
CurrentCarryingCapability 200.0 A

DISC: 500_RP-NC1 Main
208.0 V
ContinuousRating 0.0 A

F: 500_Disc RP-NC1 Main
Copper 4-1/C+G
5.0 ft
CableSize 3/0 AWG

DISC: 500_Outdoor Liebert Unit
208.0 V
ContinuousRating 0.0 A

FU: 500_Outdoor Liebert 208
CurrentCarryingCapability 30.0 A

F: 500_Outdoor Liebert 208
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

CB: 500_Infinia RM 1D-117
CurrentCarryingCapability 100.0 A

CB: 500_PNL A1 1D-142
CurrentCarryingCapability 100.0 A

F: 500_Pnl DP-NC2
Copper 4-1/C+G
5.0 ft
CableSize 2/0 AWG
CB: 500_DP-NC2 Main
CurrentCarryingCapability 225.0 A

PNL: 500_DP-NC2
480.0 V
ContinuousRating 225.0 A

CB: 500_LP-NC2
CurrentCarryingCapability 100.0 A

CB: 500_LP-SC2A
CurrentCarryingCapability 100.0 A

CB: 500_MSP-NC2
CurrentCarryingCapability 100.0 A

F: 500_LP-NC2
Copper 4-1/C+G
25.0 ft
CableSize 2 AWG
PNL: 500_LP-NC2
480.0 V
ContinuousRating 100.0 A

F: 500_LP-SC2A
Copper 4-1/C+G
305.0 ft
CableSize 4 AWG

PNL: 500_LP-SC2A
480.0 V
ContinuousRating 100.0 A

F: 500_MSP-NC2
Copper 3-1/C+G
50.0 ft
CableSize 8 AWG SWBD: 500_MSP-NC2

480.0 V
ContinuousRating 225.0 A

CB: 500_RP-NC2
CurrentCarryingCapability 100.0 A

F: 500_RP-NC2
Copper 3-1/C+G
7.0 ft
CableSize 6 AWG
XF: 500_RP-NC2
Size 45 kVA

F: 500_Disc RP-NC2 Main
Copper 4-1/C+G
8.0 ft
CableSize 1/0 AWG

DISC: 500_RP-NC2 Main
208.0 V
ContinuousRating 0.0 A

CB: 500_RP-NC2 Main
CurrentCarryingCapability 150.0 A

F: 500_RP-NC2 Main
Copper 4-1/C+G
5.0 ft
CableSize 1/0 AWG
PNL: 500_RP-NC2 Sect 2
208.0 V
ContinuousRating 225.0 A

F: 500_Pnl RP-NC2 Sect 1
Copper 4-1/C+G
3.0 ft
CableSize 1/0 AWG
PNL: 500_RP-NC2 Sect 1
208.0 V
ContinuousRating 225.0 A

CB: 500_XF RP-SC2A
CurrentCarryingCapability 100.0 A

F: 500_XF RP-SC2A
Copper 3-1/C+G
7.0 ft
CableSize 6 AWG
XF: 500_RP-SC2A
Size 30 kVA

F: 500_Pnl RP-SC2A
Copper 4-1/C+G
5.0 ft
CableSize 2 AWG
PNL: 500_RP-SC2A
208.0 V
ContinuousRating 225.0 A

MCP: 500_SF-15
CurrentCarryingCapability 100.0 A

MCP: 500_RF-15
CurrentCarryingCapability 100.0 A

MCP: 500_EF-32
CurrentCarryingCapability 100.0 A

F: 500_SF-15
Copper 3-1/C+G
25.0 ft
CableSize 10 AWG

F: 500_DP-NCB, NC1, NC2
Copper 4-1/C+G
460.0 ft
CableSize 500 kcmil

XF: 500_D-4
Size 15 kVA

F: XF D-4
Copper 3-1/C+G
2.0 ft
CableSize 10 AWG

F: 500_Pnl D-4
Copper 4-1/C+G
80.0 ft
CableSize 6 AWG

CB: 500_D-4 Main
CurrentCarryingCapability 60.0 A

PNL: 500_D-4
208.0 V
ContinuousRating 60.0 A

CB: 500_Cat Scan 1D111 AHU
CurrentCarryingCapability 30.0 A

PNL: 500_Outside Panel
208.0 V
ContinuousRating 100.0 A

F: 500_Pnl Outside Panel
Copper 4-1/C+G
20.0 ft
CableSize 6 AWG

TAP: 500_Disc in RM 1D-122
208.0 V
ContinuousRating 0.0 A

F: 500_Tap Outside Panel
Copper 4-1/C+G
65.0 ft
CableSize 8 AWG

MTR: 500_SF-15
15 hp
Load Factor 1.00
X"d 0.17 pu

EP: 500_Cat Scan AHU
480.0 V
ContinuousRating 0.0 A

MTR: 500_SF-8
10 hp
Load Factor 1.00
X"d 0.17 pu

EP: 500_Liebert
208.0 V
ContinuousRating 0.0 A
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NEW SHUNT TRIP PANEL

REPLACE TRANSFORMER

REPLACE PANEL

400A
REPLACE PANEL

PNL: 500_DP-SA

CB: 500_Pnl Coffe Shop
CurrentCarryingCapability 100.0 A

CB: 500_Shredder by Dock
CurrentCarryingCapability 100.0 A

CB: 500_Battery Charger
CurrentCarryingCapability 30.0 A

CB: 500_TR DP-SB SEC1
CurrentCarryingCapability 160.0 ACB: 500_Xfmr Rm Ex Fans

CurrentCarryingCapability 30.0 A

F: 500_Pnl in 1D-148
Ampacity 85.0 A
CableSize 4 AWG
Length 250.0 ft

F: 500_Shredder by Dock
Ampacity 115.0 A
CableSize 2 AWG
Length 60.0 ft

F: 500_DP-SB via T-7
Ampacity 150.0 A
CableSize 1/0 AWG
Length 15.0 ft

XF: 500_DP-SB

F: 500_Pnl DP-SB (Sect 1)
Ampacity 380.0 A
CableSize 500 kcmil
Length 10.0 ft

PNL: 500_DP-SB (Sect 1)

CB: 500_Bus Duct S-3
CurrentCarryingCapability 100.0 A

CB: 500_House Pnl 1
CurrentCarryingCapability 225.0 A

CB: 500_Pneumatic Tube System
CurrentCarryingCapability 100.0 A

F: 500_Pnl DP-SB (Sect 2)
Ampacity 380.0 A
CableSize 500 kcmil
Length 5.0 ft

F: 500_House Pnl 1

Ampacity 230.0 A
CableSize 4/0 AWG
Length 10.0 ft

PNL: 500_House Pnl 1PNL: 500_DP-SB (Sect 2)

DISC: 500_XF RP-C1

FU: 500_XF RP-C1

CurrentCarryingCapability 100.0 A
F: 500_XF RP-C1

Ampacity 85.0 A
CableSize 4 AWG
Length 12.0 ft

XF: 500_RP-C1

F: 500_Pnl RP-C1

Ampacity 115.0 A
CableSize 2 AWG
Length 10.0 ft

CB: 500_RP-C1 Main
CurrentCarryingCapability 100.0 A

PNL: 500_RP-C1

F: 500_DP-SA
Ampacity 620.0 A
CableSize 350 kcmil
Length 100.0 ft

DISC: 500_Shredder

FU: 500_Shredder
CurrentCarryingCapability 100.0 A

CB: 500_Pnl
CurrentCarryingCapability 225.0 A

PD-DP-SA

CurrentCarryingCapability 400.0 A

PD-DP-SBSEC2
CurrentCarryingCapability 100.0 A

CBL-0071
Ampacity 350.0 A
CableSize 350 kcmil
Length 268.0 ft
PD-SHUNT TRIP NORMAL

CurrentCarryingCapability 225.0 A
SHUNT TRIP NORMAL

#38 COMBI
CurrentCarryingCapability 63.0 A #38A COMBI

CurrentCarryingCapability 63.0 A

#39 SINGLE FRYER
CurrentCarryingCapability 16.0 A

CBL-0072
Ampacity 95.0 A
CableSize 4 AWG
Length 40.0 ft

CBL-0073
Ampacity 95.0 A
CableSize 4 AWG
Length 40.0 ft

CBL-0074
Ampacity 30.0 A
CableSize 10 AWG
Length 40.0 ft#38 COMBI OVEN

#38A COMBI OVEN

LOAD-0030
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PNL: 500_AC-P
208.0 V
ContinuousRating 250.0 A

CB: 500_AC-P Main
CurrentCarryingCapability 100.0 A

CB: 500_Tel-2 Pump
CurrentCarryingCapability 40.0 A

CB: 500_Tel-1 Pump
CurrentCarryingCapability 40.0 A

F: 500_208V Pnl in GD-102B
Copper 4-1/C+G
15.0 ft
CableSize 2 AWG

CB: 500_208V Pnl in GD-102B
CurrentCarryingCapability 125.0 A

PNL: 500_EP-GD-102C
208.0 V
ContinuousRating 225.0 A

F: 500_EP-GD-102C

Copper 4-1/C+G
5.0 ft
CableSize 4/0 AWG

FU: 500_EP-GD-102C
CurrentCarryingCapability 200.0 A

DISC: 500_EP-GD-102C
208.0 V
ContinuousRating 0.0 A

F: 500_Disc EP-GD-102C
Copper 4-1/C+G
20.0 ft
CableSize 4/0 AWG

PNL: 500_Armory
208.0 V
ContinuousRating 70.0 A

CB: 500_Armory Main
CurrentCarryingCapability 70.0 A

F: 500_Pnl Armory
Copper 4-1/C+G
5.0 ft
CableSize 4 AWG

EP: 500_RF Filter
208.0 V
ContinuousRating 0.0 A

F: 500_RF Filter
Copper 4-1/C+G
10.0 ft
CableSize 4 AWG

FU: 500_RF Filter
CurrentCarryingCapability 100.0 A

DISC: 500_RF Filter
208.0 V
ContinuousRating 0.0 A

F: 500_Disc RF Filter
Copper 4-1/C+G
5.0 ft
CableSize 4 AWG

TAP: 500_PD Tap
208.0 V
ContinuousRating 0.0 A
F: 500_Disc R-70A Sect 1 Main
Copper 4-1/C+G
5.0 ft
CableSize 4 AWG

F: 500_INT/ERP-NEB-C
Copper 4-1/C+G
100.0 ft
CableSize 1 AWG

DISC: 500_R-70A Sect 1 Main
208.0 V
ContinuousRating 0.0 A

FU: 500_INT/ERP-NEB-C
CurrentCarryingCapability 200.0 A

DISC: 500_INT/ERP-NEB-C
208.0 V
ContinuousRating 0.0 A

FU: 500_R-70A Main
CurrentCarryingCapability 100.0 A

F: 500_R-70A Main
Copper 4-1/C+G
10.0 ft
CableSize 4 AWG
PNL: 500_R-70A Sect 1
208.0 V
ContinuousRating 100.0 A

F: 500_Pnl R-70A Sect 2
Copper 4-1/C+G
5.0 ft
CableSize 2 AWG
PNL: 500_R-70A Sect 2
208.0 V
ContinuousRating 225.0 A

F: 500_Disc INT/ERP-NEB-C
Copper 4-1/C+G
5.0 ft
CableSize 1 AWG

XF: 500_C-Site
Size 45 kVA

F: 500_Xfmr C-Site
Copper 3-1/C+G
10.0 ft
CableSize 6 AWG

CB: 500_Xfmr C-Site
CurrentCarryingCapability 70.0 A

PNL: 500_ELP NEB-B
480.0 V
ContinuousRating 225.0 A

CB: 500_Comp #1
CurrentCarryingCapability 30.0 A

CB: 500_Liebert #2 C Site
CurrentCarryingCapability 40.0 A

CB: 500_Bypass Disc
CurrentCarryingCapability 100.0 A

CB: 500_ELP NEB-B2
CurrentCarryingCapability 100.0 A

CB: 500_Spare NEB (4)
CurrentCarryingCapability 20.0 A

CB: 500_Comp #2
CurrentCarryingCapability 30.0 A

CB: 500_Spare NEB (5)
CurrentCarryingCapability 20.0 A

CB: 500_Liebert #1 C Site
CurrentCarryingCapability 40.0 A

CB: 500_Liebert #2 Comp Rm
CurrentCarryingCapability 30.0 A

F: 500_Disc UPS-NCB
Copper 3-1/C+G
10.0 ft
CableSize 2/0 AWG

F: 500_Comp #1
Copper 3-1/C+G
15.0 ft
CableSize 10 AWG

F: 500_ELP NEB-B2
Copper 4-1/C+G
60.0 ft
CableSize 3 AWG

CB: 500_ELP-NEB-B2 Main
CurrentCarryingCapability 100.0 A

PNL: 500_ELP-NEB-B2
480.0 V
ContinuousRating 250.0 A

F: 500_Comp #2
Copper 3-1/C+G
20.0 ft
CableSize 10 AWG

DISC: 500_UPS-NCB
480.0 V
ContinuousRating 0.0 A

CB: 500_E-6 RF
CurrentCarryingCapability 15.0 A

CB: 500_E-7 EF
CurrentCarryingCapability 15.0 A

CB: 500_E-8 EF
CurrentCarryingCapability 15.0 A

CB: 500_E-1 EF
CurrentCarryingCapability 15.0 A

CB: 500_AC-3
CurrentCarryingCapability 60.0 A

CB: 500_Pump #1
CurrentCarryingCapability 40.0 A

CB: 500_Pump #2
CurrentCarryingCapability 40.0 A

F: 500_E-6 RF
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

F: 500_E-7 EF

Copper 3-1/C+G
5.0 ft
CableSize 12 AWG
DISC: 500_E-7 EF Starter
480.0 V
ContinuousRating 0.0 A

F: 500_E-8 EF

Copper 3-1/C+G
60.0 ft
CableSize 12 AWG
DISC: 500_EF-8 Starter
480.0 V
ContinuousRating 0.0 A

F: 500_E-1 EF

Copper 3-1/C+G
80.0 ft
CableSize 12 AWG
DISC: 500_EF-1 Starter
480.0 V
ContinuousRating 0.0 A

F: 500_AC-3
Copper 3-1/C+G
45.0 ft
CableSize 8 AWG
DISC: 500_AC-3 Starter
480.0 V
ContinuousRating 0.0 A

F: 500_Pump #1
Copper 3-1/C+G
45.0 ft
CableSize 10 AWG

F: 500_Pump #2
Copper 3-1/C+G
45.0 ft
CableSize 10 AWG

FU: 500_UPS NCB
CurrentCarryingCapability 200.0 A

F: 500_UPS NCB

Copper 3-1/C+G
10.0 ft
CableSize 2/0 AWG

DISC: 500_UPS
480.0 V
ContinuousRating 0.0 A

FU: 500_UPS
CurrentCarryingCapability 200.0 A

F: 500_UPS
Copper 3-1/C+G
10.0 ft
CableSize 4/0 AWG

FU: 500_E-7 EF
CurrentCarryingCapability 3.0 A

FU: 500_EF-8
CurrentCarryingCapability 6.0 A

F: 500_EF-8
Copper 3-1/C+G
10.0 ft
CableSize 12 AWG

FU: 500_EF#1
CurrentCarryingCapability 6.0 A

F: 500_EF#1
Copper 3-1/C+G
10.0 ft
CableSize 12 AWG

PNL: 500_CCP Sect I
208.0 V
ContinuousRating 200.0 A

CB: 500_UPS Pnl 2nd Fl
CurrentCarryingCapability 50.0 A

F: 500_Pnl CCP Sect II
Copper 4-1/C+G
5.0 ft
CableSize 2/0 AWG

F: 500_Pnl CCP Sect I
Copper 4-1/C+G
70.0 ft
CableSize 2/0 AWG

DISC: 500_CCP

208.0 V
ContinuousRating 0.0 A

F: 500_UPS Pnl 2nd Fl
Copper 4-1/C+G
225.0 ft
CableSize 8 AWG

PNL: 500_CCP Sect II

208.0 V
ContinuousRating 225.0 A

F: 500_Disc CCP

Copper 4-1/C+G
10.0 ft
CableSize 4/0 AWG

CB: 500_100A Panel (Tele Rm)
CurrentCarryingCapability 100.0 A

F: 500_100A Panel (Tele Rm)
Copper 4-1/C+G
75.0 ft
CableSize 2 AWG

PNL: 500_CCP Sect IIA
208.0 V
ContinuousRating 125.0 A

UPS: 500_NCB

TAP: 500_UPS
208.0 V
ContinuousRating 0.0 A

F: 500_UPS Bus

Copper 4-1/C+G
2.0 ft
CableSize 4/0 AWG

MTR: 500_AC-3
20 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_EF-8
0.75 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_EF#1
0.5 hp
Load Factor 1.00
X"d 0.17 pu

PNL: 500_UPS Pnl 2nd Fl
208.0 V
ContinuousRating 100.0 A

F: 500_ELP-NEB-B "Site C"
Copper 4-1/C+G
255.0 ft
CableSize 250 kcmil

VFD: 500_Mtr AC-3

MTR: 500_Comp #1
15 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_Comp #2
15 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_Pump #2
15 hp
Load Factor 1.00
X"d 0.17 pu

VFD: 500_E-6 RFVFD: Pump #1

MTR: 500_Pump #1
15 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_E-6 RF
5 hp
Load Factor 1.00
X"d 0.17 pu

FU: 500_AC-3
CurrentCarryingCapability 30.0 A

CB: 500_CCP Sect I Main
CurrentCarryingCapability 250.0 A

NEW 15HP PUMP, VFD, BREAKERS

NEW 15HP PUMP, VFD, BREAKERS
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REPLACE CONDUCTORS FANS AND STARTERS

F: 500_MCC-1
Copper 4-1/C+G
430.0 ft
CableSize 350 kcmil

BD: 500_BD-1
480.0 V
ContinuousRating 600.0 A
F: 500_BD-1
Copper 225-5000A
225.0 ft
CableSize 600 kcmil

MCC: 500_MCC-1
480.0 V
ContinuousRating 600.0 A

MCP: 500_EF-54
CurrentCarryingCapability 100.0 A

CB: 500_EF-56
CurrentCarryingCapability 30.0 A

MCP: 500_Chill Wtr Pump P9
CurrentCarryingCapability 100.0 A

MCP: 500_Griddle hood EF-53
CurrentCarryingCapability 100.0 A

MCP: 500_Hot Water P11
CurrentCarryingCapability 100.0 A

MCP: 500_Exh Hood AC-19 EF-47
CurrentCarryingCapability 100.0 A

MCP: 500_RTN Air AC-20 RF-19
CurrentCarryingCapability 100.0 A

MCP: 500_Chill Water Pump P10
CurrentCarryingCapability 100.0 A

MCP: 500_Hot Water P12
CurrentCarryingCapability 100.0 A

MCP: 500_EF-39
CurrentCarryingCapability 15.0 A

MCP: 500_Canteen Rng Hd EF-38
CurrentCarryingCapability 100.0 A

MCP: 500_Gen Use EF-42
CurrentCarryingCapability 100.0 A

MCP: 500_Vest EM Smk Exh EF-48
CurrentCarryingCapability 100.0 A

MCP: 500_Rtn Air AC-19 RF-18
CurrentCarryingCapability 100.0 A

MCP: 500_Diet. Wash Hood EF-51
CurrentCarryingCapability 15.0 A

MCP: 500_Sply Air Fan SF-19
CurrentCarryingCapability 100.0 A

MCP: 500_Diet. Cart Wash EF-50
CurrentCarryingCapability 15.0 A

F: 500_MCC MCC-1 Sect F&G
Copper 3-1/C+G
5.0 ft
CableSize 350 kcmil

F: 500_Chill Wtr Pump P9
Copper 3-1/C+G
25.0 ft
CableSize 12 AWG

F: 500_Hot Water P11
Copper 3-1/C+G
30.0 ft
CableSize 12 AWG

F: 500_Disc EF-47

Copper 3-1/C+G
315.0 ft
CableSize 12 AWG

F: 500_RTN Air AC-20 RF-19
Copper 3-1/C+G
25.0 ft
CableSize 12 AWG

F: 500_Hot Water P12

Copper 3-1/C+G
30.0 ft
CableSize 12 AWG

F: 500_Rtn Air AC-19 RF-18
Copper 3-1/C+G
135.0 ft
CableSize 12 AWG

F: 500_Disc EF-51
Copper 3-1/C+G
135.0 ft
CableSize 12 AWG

F: 500_Sply Air Fan SF-19

Copper 3-1/C+G
95.0 ft
CableSize 1/0 AWG

F: 500_Disc EF-50

Copper 3-1/C+G
145.0 ft
CableSize 12 AWG

MCC: 500_MCC-1 Sect F&G
480.0 V
ContinuousRating 600.0 A

CB: 500_AC20
CurrentCarryingCapability 200.0 A

CB: 500_AC18 Hot Deck
CurrentCarryingCapability 90.0 A

CB: 500_AC18 Cold Deck
CurrentCarryingCapability 125.0 A

MCP: 500_EF60
CurrentCarryingCapability 100.0 A

MCP: 500_RF17
CurrentCarryingCapability 100.0 A

F: 500_AC20

Copper 3-1/C+G
95.0 ft
CableSize 2/0 AWG

DISC: 500_AC20
480.0 V
ContinuousRating 0.0 A

F: 500_AC18 Cold Deck
Copper 3-1/C+G
40.0 ft
CableSize 2 AWG

DISC: 500_AC18 Cold Deck VFD
480.0 V
ContinuousRating 0.0 A

FU: 500_AC20 MTR
CurrentCarryingCapability 200.0 A

F: 500_AC20 MTR

Copper 3-1/C+G
10.0 ft
CableSize 2/0 AWG

FU: 500_AC18 Cold Deck MTR

CurrentCarryingCapability 60.0 A

F: 500_Disc AC18 CD Bot. VFD

Copper 3-1/C+G
3.0 ft
CableSize 4 AWG

F: 500_AC18 Cold Deck MTR

Copper 3-1/C+G
10.0 ft
CableSize 4 AWG

DISC: 500_AC18 CD Bot. VFD

480.0 V
ContinuousRating 0.0 A
FU: 500_AC18 CD MTR2
CurrentCarryingCapability 60.0 A

F: 500_AC18 CD MTR2

Copper 3-1/C+G
10.0 ft
CableSize 4 AWG

MTR: 500_AC18 CD MTR2
15 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_AC18 Cold Deck MTR
15 hp
Load Factor 1.00
X"d 0.17 pu

VFD: 500_AC18 CD Bot VFD: 500_AC18 Cold Deck

DISC: 500_AC18 Cold Deck
480.0 V
ContinuousRating 0.0 A

F: 500_ Disc AC18 Cold Deck
Copper 3-1/C+G
3.0 ft
CableSize 4 AWG

MTR: 500_RF-17
10 hp
Load Factor 1.00
X"d 0.17 pu

VFD: 500_RF-17

MTR: 500_AC18 Hot Deck MTR
20 hp
Load Factor 1.00
X"d 0.17 pu

VFD: 500_AC18 Hot Deck VFD: 500_AC20

MTR: 500_AC20

100 hp
Load Factor 1.00
X"d 0.17 pu

DISC: 500_SF-19
480.0 V
ContinuousRating 0.0 A
F: 500_SF-19
Copper 3-1/C+G
5.0 ft
CableSize 1/0 AWG

MTR: 500_SF-19
100 hp
Load Factor 1.00
X"d 0.17 pu

DISC: 500_RF-18
480.0 V
ContinuousRating 0.0 A
F: 500_RF-18
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

MTR: 500_RF-18
10 hp
Load Factor 1.00
X"d 0.17 pu

DISC: 500_RF-17 VFD
480.0 V
ContinuousRating 0.0 A

FU: 500_RF-17 MTR
CurrentCarryingCapability 30.0 A

F: 500_RF17

Copper 3-1/C+G
110.0 ft
CableSize 8 AWG

F: 500_RF-17 MTR

Copper 3-1/C+G
10.0 ft
CableSize 8 AWG

DISC: 500_AC18 Hot Deck VFD
480.0 V
ContinuousRating 0.0 A

FU: 500_AC18 Hot Deck MTR
CurrentCarryingCapability 90.0 A

F: 500_AC18 Hot Deck

Copper 3-1/C+G
125.0 ft
CableSize 4 AWG

F: 500_AC18 Hot Deck MTR

Copper 3-1/C+G
25.0 ft
CableSize 4 AWG

DISC: 500_EF-51
480.0 V
ContinuousRating 0.0 A

F: 500_EF-51
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

MTR: 500_EF-51
1 hp
Load Factor 1.00
X"d 0.17 pu

DISC: 500_EF-50
480.0 V
ContinuousRating 0.0 A
F: 500_EF-50
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

MTR: 500_EF-50
0.5 hp
Load Factor 1.00
X"d 0.17 pu

DISC: 500_EF-47
480.0 V
ContinuousRating 0.0 A
F: 500_EF-47
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

MTR: 500_EF-47

2 hp
Load Factor 1.00
X"d 0.17 pu

MTR: CW Pump P9
7.5 hp
Load Factor 1.00
X"d 0.17 pu

DISC: 500_CW Pump P9
480.0 V
ContinuousRating 0.0 A
F: 500_CW Pump P9
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

MTR: Hot Water P11
5 hp
Load Factor 1.00
X"d 0.17 pu

DISC: 500_Hot Water P11
480.0 V
ContinuousRating 0.0 A

F: 500_Mtr Hot Water P11

Copper 3-1/C+G
10.0 ft
CableSize 12 AWG

MTR: RF-19
10 hp
Load Factor 1.00
X"d 0.17 pu

DISC: 500_RF-19
480.0 V
ContinuousRating 0.0 A

F: 500_RF-19
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

DISC: 500_Hot Water P12
480.0 V
ContinuousRating 0.0 A

F: 500_Mtr Hot Water P12

Copper 3-1/C+G
10.0 ft
CableSize 12 AWG

MTR: 500_Hot Water P12
5 hp
Load Factor 1.00
X"d 0.17 pu

VFD: 500_Hot Water P12VFD: 500_Hot Water P11

MCC: 500_MCC-1B
480.0 V
ContinuousRating 600.0 A

F: 500_MCC-1B
Copper 225-5000A
2.0 ft
CableSize 600 kcmil
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EF-52 KITCHEN HOOD EXHAUST ON   EM POWER
F: 500_EMDP
Copper 4-1/C+G
340.0 ft
CableSize 500 kcmil
BD: 500_BD-4 EMDP
480.0 V
ContinuousRating 600.0 A

F: 500_SWBD EMDP
Copper 225-5000A
165.0 ft
CableSize 600 kcmil SWBD: 500_EMDP

480.0 V
ContinuousRating 600.0 A

CB: 500_ELP-6B
CurrentCarryingCapability 100.0 A

CB: 500_XF PA-RP
CurrentCarryingCapability 125.0 A

CB: 500_ELP-3A
CurrentCarryingCapability 100.0 A

CB: 500_ELP-5C
CurrentCarryingCapability 100.0 A

CB: 500_ELP-4A

CurrentCarryingCapability 100.0 A

CB: 500_ELP-3B
CurrentCarryingCapability 100.0 A

CB: 500_ELP-3C
CurrentCarryingCapability 100.0 A CB: 500_ELP-4C ATS E

CurrentCarryingCapability 100.0 A

CB: 500_ELP-6A
CurrentCarryingCapability 100.0 A

CB: 500_ELP-5A
CurrentCarryingCapability 100.0 A

CB: 500_ELP-5B
CurrentCarryingCapability 100.0 A

CB: 500_ELP-4B
CurrentCarryingCapability 25.0 A

F: 500_ELP-6B
Copper 4-1/C+G
170.0 ft
CableSize 8 AWG

CB: 500_ELP-6B Main
CurrentCarryingCapability 50.0 A

PNL: 500_ELP-6B
480.0 V
ContinuousRating 50.0 A

F: 500_XF PA-RP
Copper 3-1/C+G
30.0 ft
CableSize 6 AWG

F: 500_ELP-5C
Copper 4-1/C+G
70.0 ft
CableSize 8 AWG

PNL: 500_ELP-5C
480.0 V
ContinuousRating 100.0 A

F: 500_ELP-4A
Copper 4-1/C+G
205.0 ft
CableSize 8 AWG

PNL: 500_ELP-4A
480.0 V
ContinuousRating 100.0 A

F: 500_ELP-3B
Copper 4-1/C+G
230.0 ft
CableSize 6 AWG

PNL: 500_ELP-3B
480.0 V
ContinuousRating 100.0 A

F: 500_ELP-3C
Copper 4-1/C+G
115.0 ft
CableSize 6 AWG

PNL: 500_ELP-3C
480.0 V
ContinuousRating 100.0 A

F: 500_ELP-4C ATS E
Copper 4-1/C+G
90.0 ft
CableSize 3 AWG

F: 500_ELP-6A

Copper 4-1/C+G
175.0 ft
CableSize 8 AWG

PNL: 500_ELP-6A

480.0 V
ContinuousRating 100.0 A

F: 500_ELP-5A
Copper 4-1/C+G
195.0 ft
CableSize 8 AWG

PNL: 500_ELP-5A
480.0 V
ContinuousRating 100.0 A

F: 500_ELP-5B
Copper 4-1/C+G
190.0 ft
CableSize 8 AWG

PNL: 500_ELP-5B
480.0 V
ContinuousRating 125.0 A

F: 500_ELP-4B
Copper 4-1/C+G
210.0 ft
CableSize 8 AWG
PNL: 500_ELP-4B
480.0 V
ContinuousRating 100.0 A

CB: 500_EP-5B
CurrentCarryingCapability 25.0 A

F: 500_EP-5B
Copper 3-1/C+G
25.0 ft
CableSize 10 AWG
XF: 500_EP-5B
Size 15 kVA

F: 500_Pnl EP-5B
Copper 4-1/C+G
20.0 ft
CableSize 6 AWG

CB: 500_EP-5B Main
CurrentCarryingCapability 50.0 A

PNL: 500_EP-5B
208.0 V
ContinuousRating 100.0 A

CB: 500_EP-3C
CurrentCarryingCapability 100.0 A

F: 500_EP-3C
Copper 3-1/C+G
25.0 ft
CableSize 6 AWG

CB: 500_XF EP-6A
CurrentCarryingCapability 25.0 A

F: 500_XF EP-6A
Copper 3-1/C+G
5.0 ft
CableSize 10 AWG

XF: 500_EP-3C
Size 30 kVA

XF: 500_EP-6A
Size 15 kVA

F: 500_Disc EP-3C Main
Copper 4-1/C+G
25.0 ft
CableSize 6 AWG
DISC: 500_EP-3C Main
208.0 V
ContinuousRating 0.0 A

F: 500_Disc EP-6A Main
Copper 4-1/C+G
5.0 ft
CableSize 4 AWG
DISC: 500_EP-6A Main
208.0 V
ContinuousRating 0.0 A

CB: 500_EP-3C Main
CurrentCarryingCapability 100.0 A

F: 500_EP-3C Main
Copper 4-1/C+G
3.0 ft
CableSize 6 AWG
PNL: 500_EP-3C
208.0 V
ContinuousRating 225.0 A

CB: 500_EP-6A Main
CurrentCarryingCapability 100.0 A

F: 500_EP-6A Main

Copper 4-1/C+G
3.0 ft
CableSize 4 AWG
PNL: 500_EP-6A
208.0 V
ContinuousRating 100.0 A

CB: 500_EP-4A
CurrentCarryingCapability 100.0 A

CB: 500_Clean RM VFD 4A-154
CurrentCarryingCapability 25.0 A

CB: 500_Clean RM AHU 4A-154
CurrentCarryingCapability 100.0 A

CB: 500_Clean RM SF 4A-154
CurrentCarryingCapability 30.0 A

F: 500_EP-4A
Copper 3-1/C+G
25.0 ft
CableSize 6 AWG
XF: 500_EP-4A
Size 30 kVA

F: 500_Disc EP-4A
Copper 4-1/C+G
25.0 ft
CableSize 3 AWG
DISC: 500_EP-4A Main
208.0 V
ContinuousRating 0.0 A

CB: 500_EP-4A Main
CurrentCarryingCapability 100.0 A

F: 500_EP-4A Main

Copper 4-1/C+G
2.0 ft
CableSize 3 AWG

PNL: 500_EP-4A
208.0 V
ContinuousRating 225.0 A

F: 500_Pnl EP-4A-B
Copper 4-1/C+G
10.0 ft
CableSize 3 AWG

CB: 500_EP-4A-B Main
CurrentCarryingCapability 70.0 A

PNL: 500_EP-4A-B
208.0 V
ContinuousRating 250.0 A

CB: 500_XF EP-6B
CurrentCarryingCapability 25.0 A

F: 500_XF EP-6B
Copper 3-1/C+G
5.0 ft
CableSize 10 AWG
XF: 500_EP-6B
Size 15 kVA

F: 500_Disc EP-6B
Copper 4-1/C+G
5.0 ft
CableSize 6 AWG
DISC: 500_EP-6B
208.0 V
ContinuousRating 0.0 A

CB: 500_EP-6B
CurrentCarryingCapability 100.0 A

F: 500_EP-6B
Copper 4-1/C+G
3.0 ft
CableSize 6 AWG

CB: 500_EP-6B Main
CurrentCarryingCapability 60.0 A

PNL: 500_EP-6B
208.0 V
ContinuousRating 60.0 A

XF: 500_PA-RP
Size 30 kVA

CB: 500_EP-5C
CurrentCarryingCapability 25.0 A

F: 500_EP-5C
Copper 3-1/C+G
20.0 ft
CableSize 10 AWG

F: 500_Pnl PA-RP

Copper 4-1/C+G
15.0 ft
CableSize 2 AWG
PNL: 500_PA-RP
208.0 V
ContinuousRating 125.0 A

XF: 500_EP-5C
Size 15 kVA

F: 500_Disc EP-5C Main
Copper 4-1/C+G
25.0 ft
CableSize 6 AWG
DISC: 500_EP-5C Main
208.0 V
ContinuousRating 0.0 A

CB: 500_EP-5C Main
CurrentCarryingCapability 100.0 A

F: 500_EP-5C Main
Copper 4-1/C+G
5.0 ft
CableSize 6 AWG
PNL: 500_EP-5C
208.0 V
ContinuousRating 225.0 A

CB: 500_EP-3B
CurrentCarryingCapability 25.0 A

F: 500_EP-3B
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG

CB: 500_EP-5A
CurrentCarryingCapability 25.0 A

F: 500_EP-5A
Copper 3-1/C+G
5.0 ft
CableSize 10 AWG

XF: 500_EP-3B
Size 15 kVA

XF: 500_EP-5A
Size 15 kVA

F: 500_Disc EP-3B Main
Copper 4-1/C+G
5.0 ft
CableSize 4 AWG
DISC: 500_EP-3B Main
208.0 V
ContinuousRating 0.0 A

F: 500_Pnl EP-5A
Copper 4-1/C+G
5.0 ft
CableSize 4 AWG

CB: 500_EP-5A Main
CurrentCarryingCapability 50.0 A

PNL: 500_EP-5A
208.0 V
ContinuousRating 50.0 A

CB: 500_EP-3B Main
CurrentCarryingCapability 100.0 A

F: 500_EP-3B Main
Copper 4-1/C+G
3.0 ft
CableSize 4 AWG
PNL: 500_EP-3B
208.0 V
ContinuousRating 225.0 A

CB: 500_EP-4B
CurrentCarryingCapability 25.0 A

F: 500_EP-4B
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG
XF: 500_EP-4B
Size 9 kVA

F: 500_Disc EP-4B Main
Copper 4-1/C+G
5.0 ft
CableSize 8 AWG
DISC: 500_EP-4B Main
208.0 V
ContinuousRating 0.0 A

CB: 500_EP-4B Main
CurrentCarryingCapability 100.0 A

F: 500_EP-4B Main
Copper 4-1/C+G
3.0 ft
CableSize 8 AWG
PNL: 500_EP-4B
208.0 V
ContinuousRating 100.0 A

PNL: 500_ELP-3A
480.0 V
ContinuousRating 100.0 A

CB: 500_EP-3A
CurrentCarryingCapability 100.0 A

F: 500_ELP-3A

Copper 4-1/C+G
240.0 ft
CableSize 6 AWG

F: 500_EP-3A
Copper 3-1/C+G
20.0 ft
CableSize 6 AWG

XF: 500_EP-3A
Size 30 kVA

F: 500_Disc EP-3A Main
Copper 4-1/C+G
25.0 ft
CableSize 3 AWG
DISC: 500_EP-3A Main
208.0 V
ContinuousRating 0.0 A

CB: 500_EP-3A Main
CurrentCarryingCapability 100.0 A

F: 500_EP-3A Main

Copper 4-1/C+G
3.0 ft
CableSize 6 AWG
PNL: 500_EP-3A
208.0 V
ContinuousRating 225.0 A

PD-EF-52
CurrentCarryingCapability 40.0 A

CBL-EF52

Copper (4/C+G)
120.0 ft
CableSize 8 AWG

VFD-0012

CBL-EF52.1

Copper (4/C+G)
60.0 ft
CableSize 8 AWG

MTR EF-52
15 hp
Load Factor 1.00
X"d 0.15 pu
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REPLACE BREAKER

F: 500_Bus Duct Run

BD: 500_BD-3 Fl 3

CB: 500_Buss Switch-LP-3A CB: 500_Buss Switch-LP-3B CB: 500_Buss Switch-LP-3C

F: 500_BD-3 Fl 4

F: 500_LP-3A

PNL: 500_LP-3A

F: 500_LP-3B

PNL: 500_LP-3B

F: 500_LP-3C

PNL: 500_LP-3C

BD: 500_BD-3 Fl 4

XF: 500_RP-3A Sect 1&2

F: 500_RP-3A Sect 1&2

CB: 500_RP-3A Sect 1&2

F: 500_Disc RP-3A Main

DISC: 500_RP-3A Main

CB: 500_RP-3B Sect 1&2

F: 500_RP-3B Sect 1&2

XF: 500_RP-3B Sect 1&2

F: 500_Disc RP-3B Main

DISC: 500_RP-3B Main

CB: 500_RP-3C Sect 1&2

F: 500_RP-3C Sect 1&2

XF: 500_R-3C Sect 1&2

F: 500_Disc RP-3C Main

DISC: 500_RP-3C Main

CB: 500_RP-3A Main

F: 500_RP-3A Main

PNL: 500_RP-3A Sect 1

CB: 500_RP-3B Main

F: 500_RP-3B Main

PNL: 500_RP-3B Sect 1

CB: 500_RP-3C Main

F: 500_RP-3C Main

PNL: 500_RP-3C Sect 1

F: 500_Pnl RP-3A Sect 2

PNL: 500_RP-3A Sect 2

F: 500_Pnl RP-3B Sect 2

PNL: 500_RP-3B Sect 2

F: 500_Pnl RP-3C Sect 2

PNL: 500_RP-3C Sect 2

CB: 500_Buss Switch LP-4A CB: 500_Buss Switch LP-4B CB: 500_Buss Switch LP-4C

F: 500_BD-3 Fl 5

F: 500_LP-4A

PNL: 500_LP-4A

F: 500_LP-4B

PNL: 500_LP-4B

F: 500_LP-4C

PNL: 500_LP-4C

BD: 500_BD-3 Fl 5

CB: 500_Bus Switch LP-5A CB: 500_Bus Switch LP-5B CB: 500_Bus Switch LP-5C

F: 500_BD-3 Fl 6

F: 500_LP-5A

PNL: 500_LP-5A

F: 500_LP-5B

PNL: 500_LP-5B

F: 500_LP-5C

PNL: 500_LP-5C

BD: 500_BD-3 Fl 6

CB: 500_RP-4B Sect 1&2

F: 500_RP-4B Sect 1&2

XF: 500_RP-4B Sect 1&2

F: 500_Disc RP-4B Main

DISC: 500_RP-4B Main

CB: 500_RP-4B Main

F: 500_RP-4B Main

PNL: 500_RP-4B Sect 1

F: 500_Pnl RP-4B Sect 2

PNL: 500_RP-4B Sect 2

CB: 500_RP-4A Sect 1&2

F: 500_RP-4A Sect 1&2

XF: 500_RP-4A Sect 1&2

F: 500_Disc RP-4A Main

DISC: 500_RP-4A Main

CB: 500_RP-4A Main

F: 500_RP-4A Main

PNL: 500_RP-4A Sect 1

F: 500_Pnl RP-4A Sect 2

PNL: 500_RP-4A Sect 2

CB: 500_RP-4C Sect 1&2

F: 500_RP-4C Sect 1&2

XF: 500_RP-4C Sect 1&2

F: 500_Disc RP-4C Main

DISC: 500_RP-4C Main

CB: 500_RP-4C Main

F: 500_RP-4C Main

PNL: 500_RP-4C Sect 1

F: 500_Pnl RP-4C Sect 2

PNL: 500_RP-4C Sect 2

CB: 500_4C-104

CB: 500_RP-5C Sect 1&2

F: 500_RP-5C Sect 1&2

XF: 500_RP-5C Sect 1&2

F: 500_Disc RP-5C Main

DISC: 500_RP-5C Main

CB: 500_RP-5C Main

F: 500_RP-5C Main

PNL: 500_RP-5C Sect 1

F: 500_Pnl RP-5C Sect 2

PNL: 500_RP-5C Sect 2

CB: 500_RP-5A Sect 1&2

F: 500_RP-5A Sect 1&2

XF: 500_RP-5A Sect 1&2

F: 500_Pnl RP-5A (sec 1)

CB: 500_RP-5A (sec 1) Main

PNL: 500_RP-5A (sec 1)

F: 500_Pnl RP-5A (sec 2)

PNL: 500_RP-5A (sec 2)

CB: 500_RP-5B Sect 1&2

F: 500_RP-5B Sect 1&2

XF: 500_RP-5B Sect 1&2

F: 500_Pnl RP-5B Sect 1

CB: 500_RP-5B Sect 1 Main

PNL: 500_RP-5B Sect 1

F: 500_Pnl RP-5B Sect 2

PNL: 500_RP-5B Sect 2

CB: 500_Buss Switch LP-6A CB: 500_Buss Switch LP-6B
F: 500_BD-3 PH

F: 500_LP-6A

PNL: 500_LP-6A

F: 500_LP-6B

PNL: 500_LP6B

BD: 500_BD-3 PH

CB: 500_RP-6A Sect 1&2

F: 500_RP-6A Sect 1&2

CB: 500_RP-6B Sect 1&2

F: 500_RP-6B Sect 1&2

CB: 500_Buss Switch LP-P

F: 500_Buss Switch LP-P

PNL: 500_LP-P

XF: 500_RP-6A Sect 1&2 XF: 500_RP-6B Sect 1&2

F: 500_Disc RP-6B Main

DISC: 500_RP-6B Main

CB: 500_RP-6B Main

F: 500_RP-6B Main

PNL: 500_RP-6B Sect 1

F: 500_Pnl RP-6B Sect 2

PNL: 500_RP-6B Sect 2

F: 500_Disc RP-6A Main

DISC: 500_RP-6A Main

CB: 500_RP-6A Main

F: 500_RP-6A Main

PNL: 500_RP-6A Sect 1

F: 500_Pnl RP-6A Sect 2

PNL: 500_RP-6A Sect 2
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REPLACE ELP-SWB

NEW TRANSFORMER

NEW PANEL

F: 500_XF EP-SW1
Ampacity 65.0 A
CableSize 6 AWG
Length 5.0 ft
XF: 500_EP-SW1

CB: 500_XF EP-SW1
CurrentCarryingCapability 100.0 A

PNL: 500_ELP-SW1

TAP: 500_XF EP-SW1 Sec

CB: 500_CU-11
CurrentCarryingCapability 30.0 A

F: 500_Pnl ELP-SW1
Ampacity 115.0 A
CableSize 2 AWG
Length 5.0 ft

F: 500_CU-11
Ampacity 20.0 A
CableSize 12 AWG

Length 95.0 ft

TAP: 500_PB-EM7-SW1

F: 500_Pnl EP-SW1
Ampacity 100.0 A
CableSize 3 AWG
Length 10.0 ft
PNL: 500_EP-SW1

F: 500_PB-EM7-SW1
Ampacity 150.0 A
CableSize 1/0 AWG
Length 65.0 ft

TAP: 500_ELP-SWB

CB: 500_Canteen Fr Evap

CurrentCarryingCapability 100.0 A

F: 500_ELP-SWB-1-2

Ampacity 620.0 A
CableSize 350 kcmil
Length 470.0 ft

F: 500_Pnl ELP-SWB
Ampacity 230.0 A
CableSize 4/0 AWG
Length 15.0 ft

CB: 500_ELP-SWB-1-2
CurrentCarryingCapability 250.0 A

SWBD: 500_Critical

CB: 500_ELP-SWB Main

CurrentCarryingCapability 100.0 A
PNL: 500_ELP-SWB

CB: 500_Critical Main

CurrentCarryingCapability 800.0 A

CB: 500_ELP-NWB-1-2
CurrentCarryingCapability 175.0 A

CB: 500_EMDP
CurrentCarryingCapability 300.0 A

CB: 500_ELP-NEB-1-2
CurrentCarryingCapability 175.0 A

CB: 500_ELP-SEB-1-2
CurrentCarryingCapability 175.0 A

CB: 500_ELP-SE1A
CurrentCarryingCapability 125.0 A

F: 500_Disc Critical SPD
Ampacity 30.0 A
CableSize 10 AWG
Length 5.0 ft

F: 500_ELP-NWB-1-2

Ampacity 150.0 A
CableSize 1/0 AWG
Length 635.0 ft

TAP: 500_PB-EM8-NWB

F: 500_EMDP

Ampacity 380.0 A
CableSize 500 kcmil
Length 340.0 ft

F: 500_ELP-NEB-1-2

Ampacity 175.0 A
CableSize 2/0 AWG
Length 290.0 ft

F: 500_ELP-SEB-1-2

Ampacity 175.0 A
CableSize 2/0 AWG
Length 115.0 ft

F: 500_ELP-SE1A

Ampacity 150.0 A
CableSize 1/0 AWG
Length 135.0 ft

DISC: 500_Critical SPD

F: 500_Pnl DP-EKB SEC2

Ampacity 230.0 A
CableSize 4/0 AWG
Length 15.0 ft

PNL: 500_DP-EKB SEC2

FU: 500_Critical SPD
CurrentCarryingCapability 30.0 A

F: 500_PB-EM9-NW1

Ampacity 150.0 A
CableSize 1/0 AWG
Length 10.0 ft

F: 500_Pnl ELP-NWB

Ampacity 115.0 A
CableSize 2 AWG
Length 10.0 ft TAP: 500_PB-EM9-NW1

CB: 500_ELP-NWB Main
CurrentCarryingCapability 100.0 A

PNL: 500_ELP-NWB F: 500_Pnl ELP-NW1
Ampacity 115.0 A
CableSize 2 AWG
Length 10.0 ft

F: 500_Pnl ELP-NW2
Ampacity 150.0 A
CableSize 1/0 AWG
Length 10.0 ft

CB: 500_ELP-NW1 Main

CurrentCarryingCapability 100.0 A

PNL: 500_ELP-NW1

CB: 500_ELP-NW2 Main
CurrentCarryingCapability 100.0 A

PNL: 500_ELP-NW2

CB: 500_Spare NWB
CurrentCarryingCapability 25.0 A

CB: 500_Spare NWB (2)
CurrentCarryingCapability 100.0 A

CB: 500_Ethylene Oxide Starter
CurrentCarryingCapability 25.0 A

CB: 500_ERP-NW2

CurrentCarryingCapability 100.0 A

F: 500_XF ERP-NW2
Ampacity 65.0 A
CableSize 6 AWG
Length 15.0 ft

CB: 500_XF EP-NW1

CurrentCarryingCapability 25.0 A

CB: 500_Water Heater

CurrentCarryingCapability 100.0 A

F: 500_XF EP-NW1
Ampacity 30.0 A
CableSize 10 AWG
Length 10.0 ft
XF: 500_EP-NW1

F: 500_Disc EP-NW1 Main

Ampacity 65.0 A
CableSize 6 AWG
Length 10.0 ft

DISC: 500_EP-NW1 Main

CB: 500_EP-NW1 Main
CurrentCarryingCapability 100.0 A

F: 500_EP-NW1 Main
Ampacity 65.0 A
CableSize 6 AWG

Length 5.0 ft
PNL: 500_EP-NW1

F: 500_Pnl ELP-NCB
Ampacity 115.0 A
CableSize 2 AWG
Length 10.0 ft

CB: 500_ELP-NCB Main
CurrentCarryingCapability 100.0 A

PNL: 500_ELP-NCB

CB: 500_Jockey Pump

CurrentCarryingCapability 25.0 A

F: 500_Jockey Pump
Ampacity 20.0 A
CableSize 12 AWG
Length 55.0 ft
DISC: 500_Jockey Pump Starter

FU: 500_Jockey Pump

CurrentCarryingCapability 8.0 A

DISC: 500_DP-EQ

FU: 500_DP-EQ

CurrentCarryingCapability 100.0 A

F: 500_Disc DP-EQ
Ampacity 100.0 A
CableSize 3 AWG
Length 5.0 ft

F: 500_DP-EQ
Ampacity 100.0 A
CableSize 3 AWG
Length 30.0 ft

CB: 500_DP-EQ Main
CurrentCarryingCapability 100.0 A

PNL: 500_DP-EQ

PNL: 500_ELP-SE1A

CB: 500_ELP-SE1A Main
CurrentCarryingCapability 250.0 A

CB: 500_RF1
CurrentCarryingCapability 15.0 A

XF: 500_ERP-NW2

F: 500_ERP-NW2
Ampacity 115.0 A
CableSize 2 AWG
Length 10.0 ft

CB: 500_ERP-NW2 Main
CurrentCarryingCapability 100.0 A

PNL: 500_ERP-NW2

F: 500_Pnl ELP-NC2
Ampacity 150.0 A
CableSize 1/0 AWG
Length 40.0 ft
CB: 500_ELP-NC2 Main

CurrentCarryingCapability 100.0 A

PNL: 500_ELP-NC2 CB: 500_EP-NC1
CurrentCarryingCapability 30.0 A

F: 500_EP-NC1
Ampacity 20.0 A
CableSize 12 AWG
Length 5.0 ft PNL: 500_ELP-SC1A

CB: 500_XF EP-SC1A
CurrentCarryingCapability 100.0 A

F: 500_EP-SC1A
Ampacity 65.0 A
CableSize 6 AWG
Length 8.0 ft

XF: 500_EP-NC1

DISC: 500_EP-NC1 Main

CB: 500_EP-NC1 Main
CurrentCarryingCapability 100.0 A

F: 500_Disc EP-NC1 Main

Ampacity 65.0 A
CableSize 6 AWG
Length 5.0 ft

F: 500_EP-NC1 Main
Ampacity 65.0 A
CableSize 6 AWG
Length 5.0 ft
PNL: 500_EP-NC1

XF: 500_EP-SC1A

F: 500_Disc EP-SC1A Main

Ampacity 100.0 A
CableSize 3 AWG
Length 5.0 ft
DISC: 500_EP-SC1A Main

CB: 500_EP-SC1A Main
CurrentCarryingCapability 100.0 A

F: 500_EP-SC1A Main
Ampacity 100.0 A
CableSize 3 AWG

Length 2.0 ft
PNL: 500_EP-SC1A

F: 500_Disc Revolving Door
Ampacity 50.0 A
CableSize 8 AWG
Length 5.0 ft
DISC: 500_Revolving Door

DISC: 500_CU-11

CB: 500_Disc CU-11
CurrentCarryingCapability 60.0 A

FU: 500_AHU-AH1
CurrentCarryingCapability 30.0 A

FU: 500_PRV-1
CurrentCarryingCapability 10.0 A

PNL: 500_EP-SE1B

F: 500_EP-SE1B
Ampacity 65.0 A
CableSize 6 AWG
Length 70.0 ft

CB: 500_EP-SE1B Main

CurrentCarryingCapability 50.0 A

DISC: 500_EP-SE1B Main

F: 500_Disc EP-SE1B Main

Ampacity 65.0 A
CableSize 6 AWG
Length 3.0 ft

XF: 500_EP-SE1B

PNL: 500_EP-SE1A

CB: 500_EP-SE1A Main
CurrentCarryingCapability 100.0 A

F: 500_Pnl EP-SE1A
Ampacity 115.0 A
CableSize 2 AWG
Length 8.0 ft

XF: 500_EP-SE1A

F: 500_XF EP-SE1B
Ampacity 30.0 A
CableSize 10 AWG
Length 45.0 ft DISC: 500_PRV-1

F: 500_PRV1
Ampacity 20.0 A
CableSize 12 AWG
Length 45.0 ft

DISC: 500_AHU-AH1

F: 500_AHU-AH1
Ampacity 30.0 A
CableSize 10 AWG
Length 35.0 ft

F: 500_XF EP-SE1A
Ampacity 50.0 A
CableSize 8 AWG
Length 10.0 ft

CB: 500_XF EP-SE1B
CurrentCarryingCapability 25.0 A

CB: 500_PRV1
CurrentCarryingCapability 15.0 A

CB: 500_SF1
CurrentCarryingCapability 25.0 A

CB: 500_AHU-AH1
CurrentCarryingCapability 30.0 A

CB: 500_XF EP-SE1A
CurrentCarryingCapability 50.0 A

F: 500_Critical Branch
Ampacity 460.0 A
CableSize 4/0 AWG
Length 100.0 ft

F: 500_Pnl ELP-SW2

Ampacity 150.0 A
CableSize 1/0 AWG
Length 30.0 ft

CB: 500_ELP-SW2 Main
CurrentCarryingCapability 100.0 A

PNL: 500_ELP-SW2

CB: 500_XFMR ERP-SW2
CurrentCarryingCapability 125.0 A

F: 500_XFMR ERP-SW2
Ampacity 65.0 A
CableSize 6 AWG
Length 15.0 ft
XF: 500_ERP-SW2

F: 500_Pnl ERP-SW2
Ampacity 115.0 A
CableSize 2 AWG
Length 25.0 ft

CB: 500_ERP-SW2 Main
CurrentCarryingCapability 100.0 A

PNL: 500_ERP-SW2

F: 500_Emerg Tie
Ampacity 1200.0 A
CableSize 1200 kcmil
Length 5.0 ft

TAP: 500_PB-EM4-NCB

F: 500_ELP-NCB-1-2
Ampacity 115.0 A
CableSize 2 AWG
Length 520.0 ft

CB: 500_ELP-NCB-1-2
CurrentCarryingCapability 175.0 A

F: 500_PB-EM5-NC1

Ampacity 150.0 A
CableSize 1/0 AWG
Length 30.0 ft TAP: 500_PB-EM5-NC1

PNL: 500_ELP-NC1

F: 500_Pnl ELP-NC1
Ampacity 115.0 A
CableSize 2 AWG
Length 3.0 ft

PNL: 500_EP-SC1A-LT

F: 500_Pnl EP-SC1A-LT
Ampacity 115.0 A
CableSize 2 AWG
Length 5.0 ft

XF: 500_EP-SC1A-LT

F: 500_ELP-SC1A
Ampacity 50.0 A
CableSize 8 AWG
Length 315.0 ft

F: 500_EP-SC1A-LT
Ampacity 65.0 A
CableSize 6 AWG
Length 7.0 ft

CB: 500_XF EP-SC1A-LT
CurrentCarryingCapability 125.0 A

CB: 500_ELP-SC1A

CurrentCarryingCapability 30.0 A

CB EKB SEC2 MAIN
CurrentCarryingCapability 200.0 A

TR-DR-EKB SEC2

CBL-TR-EKB SEC2
Ampacity 260.0 A
CableSize 4/0 AWG
Length 280.0 ft

PD-TR-EKB SEC2
CurrentCarryingCapability 200.0 A

SCH-ELP-SWB

PD-EF-1

CurrentCarryingCapability 3.0 A

CBL-EF-1
Ampacity 20.0 A
CableSize 12 AWG
Length 70.0 ft

MTRI-EF-1
DISC-TR-DR-EKB SEC2

Asym Rating 10 kA
CurrentCarryingCapability 100.0 A
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NEW TRANSFORMER

NEW PANEL

REPLACE PANEL

RESET BREAKER

F: 500_XF EQP-SWB

Copper 3-1/C+G
15.0 ft
CableSize 1/0 AWG

XF: 500_EQP-SWB
Size 112.5 kVA

CB: 500_XF EQP-SWB
CurrentCarryingCapability 150.0 A

PNL: 500_EQLP-SWB
480.0 V
ContinuousRating 250.0 A

CB: 500_EQLP-SWB Main
CurrentCarryingCapability 200.0 A

CB: 500_SW IT Chiller
CurrentCarryingCapability 125.0 A

CB: 500_SW IT Chiller Pumps
CurrentCarryingCapability 25.0 A

F: 500_EQLP-SWB

Copper 4-1/C+G
370.0 ft
CableSize 3/0 AWG

CB: 500_EQLP-SWB

CurrentCarryingCapability 200.0 A

PNL: 500_DPA-EQ2
480.0 V
ContinuousRating 400.0 A

F: 500_SW IT Chiller

Copper 3-1/C+G
100.0 ft
CableSize 6 AWG

F: 500_SW IT Chiller Pumps
Copper 3-1/C+G
100.0 ft
CableSize 12 AWG

DISC: 500_SW IT Chiller Pumps
480.0 V
ContinuousRating 0.0 A

F: 500_Pnl EQP-SWB
Copper 4-1/C+G
20.0 ft
CableSize 350 kcmil

CB: 500_EQP-SWB Main
CurrentCarryingCapability 300.0 A

PNL: 500_EQP-SWB
208.0 V
ContinuousRating 400.0 A

CB: 500_DPA-EQ2 Main
CurrentCarryingCapability 400.0 A

CB: 500_EQLP-NWB
CurrentCarryingCapability 125.0 A

CB: 500_EQLP-C2
CurrentCarryingCapability 200.0 A

F: 500_EQLP-NWB

Copper 4-1/C+G
550.0 ft
CableSize 1 AWG

CB: 500_EQLP-NWB Main
CurrentCarryingCapability 125.0 A

PNL: 500_EQLP-NWB
480.0 V
ContinuousRating 125.0 A

F: 500_EQLP-C2

Copper 4-1/C+G
280.0 ft
CableSize 300 kcmil

FU: 500_SW IT Chiller Pump Cab
CurrentCarryingCapability 25.0 A

F: 500_SW IT Chiller Pump Cab

Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

EP: 500_SW IT Chiller Pump Cab
480.0 V
ContinuousRating 0.0 A

CB: 500_EQP-SW1
CurrentCarryingCapability 125.0 A

F: 500_EQP-SW1
Copper 4-1/C+G
20.0 ft
CableSize 1 AWG

CB: 500_EQP-SW1 Main
CurrentCarryingCapability 125.0 A

PNL: 500_EQP-SW1
208.0 V
ContinuousRating 250.0 A
CB: 500_Unknown SW1
CurrentCarryingCapability 40.0 A

CB: 500_XF T-6 EQP-NWB
CurrentCarryingCapability 125.0 A

F: 500_XF T-6 EQP-NWB
Copper 3-1/C+G
5.0 ft
CableSize 3 AWG

XF: 500_EQP-NWB
Size 45 kVA

F: 500_Pnl EQP-NWB
Copper 4-1/C+G
15.0 ft
CableSize 3 AWG

CB: 500_EQP-NWB Main
CurrentCarryingCapability 100.0 A

PNL: 500_EQP-NWB
208.0 V
ContinuousRating 250.0 A

CB: 500_Construction Area
CurrentCarryingCapability 40.0 A

CB: 500_Sterad #9
CurrentCarryingCapability 30.0 A

CB: 500_EQP-NW1
CurrentCarryingCapability 70.0 A

F: 500_EQP-NW1

Copper 4-1/C+G
30.0 ft
CableSize 3 AWG

CB: 500_EQP-NW1 Main

CurrentCarryingCapability 70.0 A

PNL: 500_EQP-NW1
208.0 V
ContinuousRating 250.0 A

MTR: 500_Chiller Pump-1
5 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_Chiller Pump-2
5 hp
Load Factor 1.00
X"d 0.17 pu

CB: 500_EQLP-C2 Main
CurrentCarryingCapability 200.0 A

PNL: 500_EQLP-C2
480.0 V
ContinuousRating 250.0 A

CB: 500_XF EQP-C2

CurrentCarryingCapability 125.0 A
CB: 500_XF EQP-C2B
CurrentCarryingCapability 125.0 A

CB: 500_EQLP-PH

CurrentCarryingCapability 125.0 A

F: 500_XF EQP-C2

Copper 3-1/C+G
8.0 ft
CableSize 4 AWG

F: 500_XF EQP-C2B

Copper 3-1/C+G
30.0 ft
CableSize 2 AWG

F: 500_EQLP-PH

Copper 4-1/C+G
185.0 ft
CableSize 2 AWG XF: 500_EQP-C2B

Size 75 kVA

F: 500_Pnl EQP-C2B
Copper 4-1/C+G
12.0 ft
CableSize 300 kcmil

CB: 500_EQP-C2B Main
CurrentCarryingCapability 250.0 A

PNL: 500_EQP-C2B
208.0 V
ContinuousRating 250.0 A

XF: 500_EQP-C2
Size 45 kVA

F: 500_Pnl EQP-C2

Copper 4-1/C+G
8.0 ft
CableSize 2/0 AWG

CB: 500_EQP-C2 Main

CurrentCarryingCapability 150.0 A

PNL: 500_EQP-C2
208.0 V
ContinuousRating 250.0 A

F: 500_DPA-EQ2
Copper 4-1/C+G
40.0 ft
CableSize 600 kcmil

CB: 500_EQLP-PH Main
CurrentCarryingCapability 125.0 A

PNL: 500_EQLP-PH
480.0 V
ContinuousRating 125.0 A

EP: 500_SW IT Chiller
480.0 V
ContinuousRating 0.0 A

MTR: 500_SW IT Chiller-1
7.5 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_SW IT Chiller
1 hp
Load Factor 1.00
X"d 0.17 pu

PD-EQP-SW2
CurrentCarryingCapability 100.0 A

CBL-EQP-SWB2
Copper 4/C+G
260.0 ft
CableSize 4/0 AWG

PD-EQP-SWB2.1
CurrentCarryingCapability 150.0 A

PNL EQP-SW2 208.0 V
ContinuousRating 225.0 A

1 2 3 4 5 6 7 8 9 10

1 2 3 4 5 6 7 8 9 10

A

B

C

D

E

F

A

B

C

D

E

F

CONSULTANT ARCHITECT/ENGINEER OF RECORD STAMP Office of
Construction 
and Facilities
Management

Drawing Title

Approved: Project Director

Phase Project Title Project Number

Building Number

Drawing NumberLocation

Issue Date Checked Drawn

VA FORM 08-6231

FULLY SPRINKLERED

VA CONTRACT NO:  36C24519C0171
ELECTRICAL - SINGLE LINE BLDG
500-SWBD-DPA-EQ2 RENOVATE/UPGRADE NFS KITCHEN

- BUILDING 500 BASEMENT

510 BUTLER AVENUE, MARTINSBURG, WV 25405

07/23/21 WG BX

613-19-103

E500-111

500

100% CONSTRUCTION
DOCUMENTS

Revisions: Date:
60% DESIGN DEVELOPMENT SUBMISSION 09/11/2020
95% CONSTRUCTION DOCUMENTS SUBMISSION 02/12/2021
100% CONSTRUCTION DOCUMENTS SUBMISSION 07/23/2021
100% CONSTRUCTION DOCUMENTS - FOR BID 11/24/2021



REPLACE BREAKER

REPLACE BREAKER

REPLACE BREAKER

REPLACE PANEL

REPLACE BREAKER

PNL: 500_DPA-LS
480.0 V
ContinuousRating 400.0 A

CB: 500_DPA-LS Main
CurrentCarryingCapability 400.0 A

CB: 500_ELS-SEB,1,2
CurrentCarryingCapability 100.0 A

CB: 500_ELS-NEB,1,2
CurrentCarryingCapability 100.0 A

CB: 500_ELS-NCB,1,2
CurrentCarryingCapability 100.0 A

CB: 500_ELS-SWB,1,2
CurrentCarryingCapability 100.0 A

CB: 500_ELS-NWB,1,2
CurrentCarryingCapability 100.0 A

CB: 500_DP-LS
CurrentCarryingCapability 300.0 A

F: 500_ELS-SEB,1,2
Copper 4-1/C+G
30.0 ft
CableSize 2 AWG

TAP: 500_ELS-SEB
480.0 V
ContinuousRating 0.0 A

F: 500_ELS-NEB,1,2
Copper 4-1/C+G
210.0 ft
CableSize 2 AWG TAP: 500_ELS-NEB

480.0 V
ContinuousRating 0.0 A

F: 500_ELS-NCB,1,2

Copper 4-1/C+G
425.0 ft
CableSize 2 AWG

TAP: 500_ELS-NCB
480.0 V
ContinuousRating 0.0 A

F: 500_ELS-SWB,1,2
Copper 4-1/C+G
390.0 ft
CableSize 2 AWG

TAP: 500_ELS-SWB
480.0 V
ContinuousRating 0.0 A

F: 500_ELS-NWB,1,2
Copper 4-1/C+G
570.0 ft
CableSize 2 AWG

TAP: 500_ELS-NWB
480.0 V
ContinuousRating 0.0 A

F: 500_DP-LS
Copper 4-1/C+G
400.0 ft
CableSize 600 kcmil

F: 500_Pnl ELS-NWB
Copper 4-1/C+G
15.0 ft
CableSize 2 AWG

CB: 500_ELS-NWB Main
CurrentCarryingCapability 60.0 A

PNL: 500_ELS-NWB

480.0 V
ContinuousRating 100.0 A

F: 500_Pnl ELS-NCB
Copper 4-1/C+G
5.0 ft
CableSize 2 AWG

CB: 500_ELS-NCB Main
CurrentCarryingCapability 60.0 A

PNL: 500_ELS-NCB
480.0 V
ContinuousRating 60.0 A

F: 500_Pnl ELS-SEB
Copper 4-1/C+G
5.0 ft
CableSize 2 AWG

CB: 500_ELS-SEB Main
CurrentCarryingCapability 60.0 A

PNL: 500_ELS-SEB
480.0 V
ContinuousRating 100.0 A

F: 500_Pnl ELS-NEB
Copper 4-1/C+G
15.0 ft
CableSize 2 AWG
CB: 500_ELS-NEB Main
CurrentCarryingCapability 100.0 A

PNL: 500_ELS-NEB

480.0 V
ContinuousRating 60.0 A

F: 500_ELS-SW1
Copper 4-1/C+G
30.0 ft
CableSize 2 AWG

F: 500_Pnl ELS-SWB
Copper 4-1/C+G
15.0 ft
CableSize 2 AWG TAP: 500_ELS-SW1

480.0 V
ContinuousRating 0.0 ACB: 500_ELS-SWB Main

CurrentCarryingCapability 60.0 A

PNL: 500_ELS-SWB

480.0 V
ContinuousRating 60.0 A

F: 500_Pnl ELS-SW1
Copper 4-1/C+G
5.0 ft
CableSize 2 AWG

CB: 500_ELS-SW1 Main
CurrentCarryingCapability 60.0 A

PNL: 500_ELS-SW1
480.0 V
ContinuousRating 60.0 A

CB: 500_ELS-SC1A
CurrentCarryingCapability 40.0 A

F: 500_ELS-SC1A
Copper 4-1/C+G
290.0 ft
CableSize 6 AWG

TAP: 500_ELS-NW1
480.0 V
ContinuousRating 0.0 A

F: 500_Pnl ELS-NW1
Copper 4-1/C+G
10.0 ft
CableSize 2 AWG

F: 500_Tap ELS-NW1
Copper 4-1/C+G
205.0 ft
CableSize 2 AWG

CB: 500_ELS-NW1 Main

CurrentCarryingCapability 60.0 A

PNL: 500_ELS-NW1480.0 V
ContinuousRating 60.0 A

TAP: 500_ELS-NC1
480.0 V
ContinuousRating 0.0 A

F: 500_Pnl ELS-NC1
Copper 4-1/C+G
5.0 ft
CableSize 2 AWG

F: 500_Pnl ELS-NC2

Copper 4-1/C+G
25.0 ft
CableSize 2 AWG

F: 500_TAP ELS-NC1
Copper 4-1/C+G
20.0 ft
CableSize 2 AWG

CB: 500_ELS-NC1 Main
CurrentCarryingCapability 60.0 A

PNL: 500_ELS-NC1
480.0 V
ContinuousRating 60.0 A

CB: 500_ELS-NC2 Main
CurrentCarryingCapability 60.0 A

PNL: 500_ELS-NC2
480.0 V
ContinuousRating 60.0 A

CB: 500_XF ELLS-NC1
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-NC1
Copper 3-1/C+G
8.0 ft
CableSize 10 AWG
XF: 500_ELLS-NC1
Size 9 kVA

F: 500_Pnl ELLS-NC1
Copper 4-1/C+G
9.0 ft
CableSize 8 AWG

CB: 500_ELLS-NC1 Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-NC1
208.0 V
ContinuousRating 40.0 A

CB: 500_ELP-SC2A
CurrentCarryingCapability 40.0 A

F: 500_ELP-SC2A
Copper 4-1/C+G
295.0 ft
CableSize 8 AWG
PNL: 500_ELP-SC2A
480.0 V
ContinuousRating 100.0 A

TAP: 500_ELS-NE1
480.0 V
ContinuousRating 0.0 A

F: 500_ELS-NE1
Copper 4-1/C+G
20.0 ft
CableSize 2 AWG

F: 500_Pnl ELS-NE1
Copper 4-1/C+G
3.0 ft
CableSize 2 AWG

F: 500_Pnl ELS-NE2
Copper 4-1/C+G
20.0 ft
CableSize 2 AWG

CB: 500_ELS-NE1 Main
CurrentCarryingCapability 60.0 A

PNL: 500_ELS-NE1
480.0 V
ContinuousRating 60.0 A

PNL: 500_ELS-NE2
480.0 V
ContinuousRating 100.0 A

CB: 500_XF ELLS-NE1
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-NE1
Copper 3-1/C+G
7.0 ft
CableSize 10 AWG

XF: 500_ELLS-NE1
Size 9 kVA

F: 500_ELLS-NE1
Copper 4-1/C+G
8.0 ft
CableSize 8 AWG

CB: 500_ELLS-NE1 Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-NE1
208.0 V
ContinuousRating 40.0 A

TAP: 500_ELS-SE1
480.0 V
ContinuousRating 0.0 A

F: 500_ELS-SE1
Copper 4-1/C+G
20.0 ft
CableSize 2 AWG

F: 500_Pnl ELS-SE1
Copper 4-1/C+G
5.0 ft
CableSize 2 AWG

F: 500_Pnl ELS-SE2
Copper 4-1/C+G
20.0 ft
CableSize 2 AWG

CB: 500_ELS-SE1 Main
CurrentCarryingCapability 60.0 A

PNL: 500_ELS-SE1
480.0 V
ContinuousRating 60.0 A

CB: 500_ELS-SE2 Main
CurrentCarryingCapability 60.0 A

PNL: 500_ELS-SE2
480.0 V
ContinuousRating 60.0 A

CB: 500_XF ELLS-SE1
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-SE1
Copper 3-1/C+G
7.0 ft
CableSize 10 AWG
XF: 500_ELLS-SE1
Size 9 kVA

F: 500_ELLS-SE1
Copper 4-1/C+G
7.0 ft
CableSize 8 AWG

CB: 500_ELLS-SE1 Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-SE1
208.0 V
ContinuousRating 40.0 A

PNL: 500_ELS-SC1A
480.0 V
ContinuousRating 100.0 A

PNL: 500_ELS-NW2
480.0 V
ContinuousRating 60.0 A

CB: 500_ELS-NW2 Main
CurrentCarryingCapability 60.0 A

F: 500_Pnl ELS-NW2
Copper 4-1/C+G
20.0 ft
CableSize 2 AWG

F: 500_DPA-LS
Copper 4-1/C+G
35.0 ft
CableSize 600 kcmil

F: 500_Pnl ELS-SW2
Copper 4-1/C+G
55.0 ft
CableSize 2 AWG
CB: 500_ELS-SW2 Main
CurrentCarryingCapability 60.0 A

PNL: 500_ELS-SW2
480.0 V
ContinuousRating 60.0 A

PNL: 500_DP-LS
480.0 V
ContinuousRating 400.0 A

CB: 500_ELS-3A
CurrentCarryingCapability 60.0 A

CB: 500_ELS-3B
CurrentCarryingCapability 60.0 A

CB: 500_ELS-4A
CurrentCarryingCapability 60.0 A

CB: 500_ELS-4B
CurrentCarryingCapability 60.0 A

CB: 500_ELS-5A
CurrentCarryingCapability 60.0 A

CB: 500_ELS-5B
CurrentCarryingCapability 60.0 A

CB: 500_ELS-6A
CurrentCarryingCapability 60.0 A

CB: 500_ELS-6B
CurrentCarryingCapability 60.0 A

CB: 500_ELS-3C
CurrentCarryingCapability 60.0 A

CB: 500_ELS-4C
CurrentCarryingCapability 60.0 A

CB: 500_ELS-5C
CurrentCarryingCapability 60.0 A

CB: 500_XF T2 ECL
CurrentCarryingCapability 20.0 A

CB: 500_XF T2 EP-P
CurrentCarryingCapability 20.0 A

F: 500_ELS-3A
Copper 4-1/C+G
195.0 ft
CableSize 2 AWG
PNL: 500_ELS-3A
480.0 V
ContinuousRating 100.0 A

F: 500_ELS-3B
Copper 4-1/C+G
195.0 ft
CableSize 2 AWG
PNL: 500_ELS-3B
480.0 V
ContinuousRating 100.0 A

F: 500_ELS-4A
Copper 4-1/C+G
200.0 ft
CableSize 2 AWG
PNL: 500_ELS-4A
480.0 V
ContinuousRating 100.0 A

F: 500_ELS-4B

Copper 4-1/C+G
200.0 ft
CableSize 2 AWG
PNL: 500_ELS-4B
480.0 V
ContinuousRating 100.0 A

F: 500_ELS-5A
Copper 4-1/C+G
175.0 ft
CableSize 2 AWG

PNL: 500_ELS-5A
480.0 V
ContinuousRating 100.0 A

F: 500_ELS-5B
Copper 4-1/C+G
175.0 ft
CableSize 2 AWG

PNL: 500_ELS-5B
480.0 V
ContinuousRating 100.0 A

F: 500_ELS-6A
Copper 4-1/C+G
165.0 ft
CableSize 2 AWG

PNL: 500_ELS-6A
480.0 V
ContinuousRating 100.0 A

F: 500_ELS-6B
Copper 4-1/C+G
155.0 ft
CableSize 2 AWG
PNL: 500_ELS-6B
480.0 V
ContinuousRating 100.0 A

F: 500_ELS-3C
Copper 4-1/C+G
95.0 ft
CableSize 2 AWG
PNL: 500_ELS-3C
480.0 V
ContinuousRating 100.0 A

F: 500_ELS-4C
Copper 4-1/C+G
80.0 ft
CableSize 2 AWG
PNL: 500_ELS-4C
480.0 V
ContinuousRating 100.0 A

F: 500_ELS-5C
Copper 4-1/C+G
60.0 ft
CableSize 2 AWG

PNL: 500_ELS-5C
480.0 V
ContinuousRating 100.0 A

F: 500_XF T2 ECL
Copper 4-1/C+G
20.0 ft
CableSize 10 AWG

F: 500_XF T2 EP-P
Copper 4-1/C+G
35.0 ft
CableSize 10 AWG

CB: 500_XF ELLS-4C
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-4C
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG

XF: 500_ECL
Size 15 kVA

XF: 500_ELLS-4C
Size 9 kVA

F: 500_Pnl ECL
Copper 4-1/C+G
5.0 ft
CableSize 6 AWG

PNL: 500_ECL
208.0 V
ContinuousRating 100.0 A

F: 500_Pnl ELLS-4C
Copper 4-1/C+G
5.0 ft
CableSize 8 AWG

CB: 500_ELLS-4C Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-4C
208.0 V
ContinuousRating 40.0 A

CB: 500_XF ELLS-5B
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-5B
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG

CB: 500_XF ELLS-6B
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-6B
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG

XF: 500_ELLS-5B
Size 9 kVA

XF: 500_ELLS-6B
Size 9 kVA

F: 500_Pnl ELLS-5B
Copper 4-1/C+G
10.0 ft
CableSize 8 AWG

CB: 500_ELLS-5B Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-5B
208.0 V
ContinuousRating 100.0 A

F: 500_Pnl ELLS-6B
Copper 4-1/C+G
10.0 ft
CableSize 8 AWG

CB: 500_ELLS-6B Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-6B
208.0 V
ContinuousRating 40.0 A

CB: 500_XF ELLS-3B
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-3B
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG
XF: 500_ELLS-3B
Size 9 kVA

F: 500_Pnl ELLS-3B
Copper 4-1/C+G
10.0 ft
CableSize 8 AWG

CB: 500_ELLS-3B Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-3B
208.0 V
ContinuousRating 40.0 A

CB: 500_XF ELLS-3A
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-3A
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG

CB: 500_XF ELLS-4A
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-4A
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG

XF: 500_ELLS-3A
Size 9 kVA

XF: 500_ELLS-4A
Size 9 kVA

F: 500_Pnl ELLS-3A
Copper 4-1/C+G
10.0 ft
CableSize 8 AWG

CB: 500_ELLS-3A Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-3A
208.0 V
ContinuousRating 40.0 A

F: 500_Pnl ELLS-4A
Copper 4-1/C+G
5.0 ft
CableSize 8 AWG

CB: 500_ELLS-4A Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-4A
208.0 V
ContinuousRating 40.0 A

CB: 500_XF ELLS-5A
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-5A
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG

CB: 500_XF ELLS-6A
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-6A
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG

CB: 500_XF ELLS-3C
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-3C
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG

CB: 500_XF ELLS-5C
CurrentCarryingCapability 20.0 A

F: 500_XF ELLS-5C
Copper 3-1/C+G
10.0 ft
CableSize 10 AWG

XF: 500_ELLS-5A
Size 9 kVA

XF: 500_ELLS-6A
Size 9 kVA

XF: 500_ELLS-3C
Size 9 kVA

XF: 500_ELLS-5C
Size 9 kVA

F: 500_Pnl ELLS-5A
Copper 4-1/C+G
10.0 ft
CableSize 8 AWG

CB: 500_ELLS-5A Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-5A
208.0 V
ContinuousRating 40.0 A

F: 500_Pnl ELLS-6A
Copper 4-1/C+G
5.0 ft
CableSize 8 AWG

CB: 500_ELLS-6A Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-6A
208.0 V
ContinuousRating 60.0 A

F: 500_Pnl ELLS-3C
Copper 4-1/C+G
5.0 ft
CableSize 8 AWG

CB: 500_ELLS-3C Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-3C
208.0 V
ContinuousRating 40.0 A

F: 500_Pnl ELLS-5C
Copper 4-1/C+G
10.0 ft
CableSize 8 AWG

CB: 500_ELLS-5C Main
CurrentCarryingCapability 40.0 A

PNL: 500_ELLS-5C
208.0 V
ContinuousRating 40.0 A

XF: 500_EP-P
Size 9 kVA

F: 500_Pnl EP-P
Copper 4-1/C+G
3.0 ft
CableSize 6 AWG

PNL: 500_EP-P
208.0 V
ContinuousRating 100.0 A

CB: 500_EF46B
CurrentCarryingCapability 25.0 A

CB: 500_EF46A
CurrentCarryingCapability 25.0 A

F: 500_Pnl EP-P Sub
Copper 4-1/C+G
5.0 ft
CableSize 10 AWG
PNL: 500_EP-P Sub
208.0 V
ContinuousRating 50.0 A

PD-MAU1

CurrentCarryingCapability 35.0 A
CBL-MAU-1
Copper 4-1/C+G
50.0 ft
CableSize 8 AWG
BUS-MAU-1

480.0 V
ContinuousRating 0.0 A

VFD-MAU-1

MTRI-MAU-1
15 hp
Load Factor 1.00
X"d 0.15 pu

PD-00EF1
CurrentCarryingCapability 15.0 A

CBL-00EF1
Copper 4-1/C+G
70.0 ft
CableSize 10 AWG

BUS-00EF1
480.0 V
ContinuousRating 0.0 A

MC-00EF1

MTRI-00EF1
0.75 hp
Load Factor 1.00
X"d 0.15 pu

PD-EKB-SEC2
CurrentCarryingCapability 100.0 A

CBL-EKB-SEC-2
Copper 4-1/C
276.0 ft
CableSize 4/0 AWG

BUS-0038

480.0 V
ContinuousRating 0.0 A
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F: 500_XF T-7 Smoke Shelter
Copper 3-1/C+G
10.0 ft
CableSize 1/0 AWG
XF: 500_Smoke Shelter
Size 50 kVA

F: 500_Disc Smoke Shelter
Copper 3-1/C+G
20.0 ft
CableSize 3/0 AWG
DISC: 500_Smoke Shelter
240.0 V
ContinuousRating 0.0 A

FU: 500_Smoke Shelter
CurrentCarryingCapability 200.0 A

F: 500_Smoke Shelter
Copper 3-1/C+G
145.0 ft
CableSize 3/0 AWG
PNL: Smoke Shelter
240.0 V
ContinuousRating 0.0 A

CB: 500_XF T-7 Smoke Shelter
CurrentCarryingCapability 125.0 A

BLDG 500 - DP-NWB - ONE LINE

NEW LARGER PUMPS

PNL: 500_DP-NWB
480.0 V
ContinuousRating 225.0 A

CB: 500_LP-NWB
CurrentCarryingCapability 100.0 A

CB: 500_Sterilizer 120F
CurrentCarryingCapability 25.0 A

CB: 500_UH-2E
CurrentCarryingCapability 25.0 A

CB: 500_MSP-NWB
CurrentCarryingCapability 100.0 A

CB: 500_AHU-2C SF
CurrentCarryingCapability 25.0 A

CB: 500_Dumbwaiter T-17
CurrentCarryingCapability 100.0 A

CB: 500_AHU-2C RF
CurrentCarryingCapability 25.0 A

F: 500_LP-NWB
Copper 4-1/C+G
25.0 ft
CableSize 4 AWG
PNL: 500_LP-NWB
480.0 V
ContinuousRating 100.0 A

F: 500_MSP-NWB
Copper 4-1/C+G
40.0 ft
CableSize 2 AWG

SWBD: 500_MSP-NWB
480.0 V
ContinuousRating 225.0 A

F: 500_AHU-2C SF
Copper 3-1/C+G
20.0 ft
CableSize 12 AWG

F: 500_Dumbwaiter T-17
Copper 3-1/C+G
160.0 ft
CableSize 12 AWG
DISC: 500_T-17 Lift
480.0 V
ContinuousRating 0.0 A

F: 500_AHU-2C RF
Copper 3-1/C+G
45.0 ft
CableSize 12 AWG

CB: 500_XF T-5 RP-NWB
CurrentCarryingCapability 100.0 A

F: 500_XF T-5 RP-NWB
Copper 3-1/C+G
10.0 ft
CableSize 6 AWG
XF: 500_RP-NWB
Size 45 kVA

F: 500_Disc RP-NWB Sect 1 Main
Copper 4-1/C+G
5.0 ft
CableSize 1/0 AWG
DISC: 500_RP-NWB Sect 1 Main
208.0 V
ContinuousRating 0.0 A

CB: 500_RP-NWB Sect 1 Main
CurrentCarryingCapability 150.0 A

F: 500_RP-NWB Sect 1 Main
Copper 4-1/C+G
5.0 ft
CableSize 1/0 AWG
PNL: 500_RP-NWB Sect 1
208.0 V
ContinuousRating 225.0 A

F: 500_Pnl RP-NWB Sect 2
Copper 4-1/C+G
5.0 ft
CableSize 1/0 AWG PNL: 500_RP-NWB Sect 2

208.0 V
ContinuousRating 225.0 A

CB: 500_SPD Sterad
CurrentCarryingCapability 100.0 A

CB: 500_Washer Disinfector
CurrentCarryingCapability 125.0 A

CB: 500_Sterad #10
CurrentCarryingCapability 125.0 A

CB: 500_Washer Disinfector (2)
CurrentCarryingCapability 125.0 A

MCP: 500_EF-3
CurrentCarryingCapability 100.0 A

MCP: 500_P-15
CurrentCarryingCapability 90.0 A

MCP: 500_EF-2
CurrentCarryingCapability 100.0 A

MCP: 500_EF-4
CurrentCarryingCapability 100.0 A

MCP: 500_P-16

CurrentCarryingCapability 90.0 A

F: 500_P-15
Copper 3-1/C+G
60.0 ft
CableSize 6 AWG

F: 500_P-16
Copper 3-1/C+G
55.0 ft
CableSize 6 AWG

FU: 500_T-17 Lift
CurrentCarryingCapability 30.0 A

F: 500_T-17 Lift
Copper 3-1/C+G
5.0 ft

CableSize 12 AWG

MTR: 500_T-17 Lift
15 hp

Load Factor 1.00
X"d 0.17 pu

MTR: 500_P-15
40 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_P-16
40 hp
Load Factor 1.00
X"d 0.17 pu

F: 500_DP-NWB
Copper 4-1/C+G
640.0 ft
CableSize 500 kcmil

VFD: 500_AHU-2C SF

MTR: 500_AHU-2C SF
7.5 hp
Load Factor 1.00
X"d 0.17 pu

VFD: 500_AHU-2C RF

MTR: 500_AHU-2C RF
5 hp

Load Factor 1.00
X"d 0.17 pu

F: 500_Mtr AHU-2C SF
Copper 3-1/C+G
5.0 ft
CableSize 12 AWG

F: 500_AHU-2C RF0
Copper 3-1/C+G
5.0 ft

CableSize 12 AWG

VFD-P16

PD-0030

CurrentCarryingCapability 100.0 A

CBL-0029
Copper 3 Wire
CableSize  AWG

BUS-0041
480.0 V
ContinuousRating 0.0 A

MTRI-SF2
0 hp
Load Factor 1.00
X"d 0.15 pu

BUS-P15
480.0 V
ContinuousRating 0.0 A

BUS-P16
480.0 V
ContinuousRating 0.0 A

VFD-P15
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NO SCALE

NO SCALE

REPLACE BREAKER

480V, 225A
24.0575k SCA
100k SCAR

ITE  (JL)
125 A

ITE  (HE)
100 A

(1) #1/0 THWN; 15 ft

480V, 225A
21.0604k SCA
100k SCAR

(1) #2 THWN; 45 ft

480V, 225A
14.5452k SCA
100k SCAR

ITE  (Unknown) ITE  (Unknown)ITE  (Unknown) ITE  (Unknown)

(1) #6 THWN; 65 ft (1) #10 THWN; 25 ft(1) #12 THWN; 10 ft

ITE  (HE)
70 A

(1) #6 THWN; 7 ft

75kVA; 6.56%Z
Pri: 480V
Sec: 208V

(1) #3/0 THWN; 6 ft

208V, 2.9292k SCA

SIEMENS  (CFD6)
225 A

(1) #3/0 THWN; 4 ft

208V, 225A
2.9075k SCA
100k SCAR

(1) #3/0 THWN; 5 ft

208V, 225A
2.8808k SCA
100k SCAR

SIEMENS  (E4)
30 A

SIEMENS  (E4)
30 A

(1) #3/0 THWN; 4 ft

208V, 225A
2.8597k SCA
150k SCAR

1 @ 2 hp 1 @ 10 hp1 @ 25 hp

(1) #2/0 THWN; 35 ft

PNL: 500_DP-SE1

CB: 500_LP-SE1 CB: 500_MSP-SE1

F: 500_LP-SE1

PNL: 500_LP-SE1

F: 500_MSP-SE1

SWBD: 500_MSP-SE1

MCP: 500_SF-10 MCP: 500_SF-11MCP: 500_RF-11 MCP: 500_RF-12

F: 500_SF-10 F: 500_SF-11F: 500_RF-12

CB: 500_RP-SE1

F: 500_RP-SE1

XF: 500_RP-SE1

F: 500_Disc RP-SE1

DISC: 500_RP-SE1

CB: 500_RP-SE1 Sec1

F: 500_RP-SE1 Sec1

PNL: 500_RP-SE1 Sec1

F: 500_Pnl RP-SE1 Sec2

PNL: 500_RP-SE1 Sec2

CB: 500_NF (Air Curtain-2)CB: 500_NF (Air Curtain-1) F: 500_Pnl RP-SE1 Sec3

PNL: 500_RP-SE1 Sec3

MTR: 500_RF-12 MTR: 500_SF-11MTR: 500_SF-10

F: 500_DP-SE1

PRI ALT

ALT PRI

ALT PRI

PRI ALT

ALT PRI

480V, 400A
9.3933k SCA
100k SCAR

SIEMENS  (E4)
90 A

ITE  (JL)
225 A

ITE  (JL)
225 A

SIEMENS  (ED4)
100 A

SIEMENS  (E4)
60 A

ITE  (JL)
175 A

ITE  (JL)
200 A

SIEMENS  (E4)
30 A

(1) #500 THWN; 5 ft

(1) #3 THWN; 340 ft(2) #1/0 THWN; 25 ft

480V, 225A
8.9982k SCA
100k SCAR

(1) #4/0 THWN; 40 ft (1) #3 THWN; 50 ft (1) #6 THWN; 70 ft(1) #4/0 THWN; 30 ft(1) #6 THWN; 35 ft

ITE  (EH)
110 A

ITE  (JL)
125 A

(1) #2 THWN; 35 ft (1) #2 THWN; 40 ft

400 A

(1) #500 THWN; 35 ft

480V, 9.4898k SCA

(1) #500 THWN; 2 ft

75kVA; 4.12%Z
Pri: 480V
Sec: 208V

(1) #4/0 THWN; 35 ft

208V, 400A
3.6485k SCA
100k SCAR

208V, 225A
3.6627k SCA
100k SCAR

(1) #4/0 THWN; 35 ft

(1) #4/0 THWN; 4 ft

208V, 225A
3.6311k SCA
100k SCAR

SIEMENS  (E4)
20 A

SIEMENS  (FXD6-A)
200 A

480V, 250A
8.7501k SCA
200k SCAR

SIEMENS  (BQD)
40 A

SIEMENS  (BQD)
30 A

(1) #8 THWN; 75 ft

480V, 3.3696k SCA

BUSSMANN  (LPJ-30SP)
30 A

480V, 60A
5.7360k SCA
65k SCAR

SQUARE D  (ED)
60 A

SQUARE D  (ED)
25 A

SQUARE D  (ED)
15 A

SQUARE D  (ED)
15 A

(1) #6 THWN; 15 ft

(1) #10 THWN; 40 ft (1) #12 THWN; 50 ft

480V, 2.0433k SCA

(1) #12 THWN; 40 ft

60 A

480V, 7.1297k SCA

BUSSMANN  (LPJ-90SP)
90 A

(1) #6 THWN; 3 ft

(1) #12 THWN; 40 ft

1 @ 2 hp

(1) #10 THWN; 20 ft

1 @ 10 hp

75kVA; 4.12%Z
Pri: 480V
Sec: 208V

1 @ 40 hp

(1) #6 THWN; 3 ft

FERRAZ SHAWMUT  (TRS)
15 A

100 A

480V, 100A
2.4473k SCA
100k SCAR

SIEMENS  (ED4)
70 A

(1) #3 THWN; 15 ft

(1) #4 THWN; 15 ft

45kVA; 4.70%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 20 ft

SIEMENS  (QJH2)
150 A

208V, 250A
1.8503k SCA
200k SCAR

480V, 225A
4.8306k SCA
200k SCAR

ITE  (Unknown)ITE  (Unknown) ITE  (Unknown)ITE  (Unknown)

(1) #10 THWN; 80 ft(1) #10 THWN; 85 ft

1 @ 10 hp

(1) #10 THWN; 15 ft

1 @ 10 hp

(1) #10 THWN; 20 ft

200 A

400 A

325 kVA
X"d 0.2 pu

(1) #500 THWN; 35 ft

Generic  (260kW)
0 A

CUTLER-HAMMER  (CHKD)
400 A, 400 A Plug

(1) #500 THWN; 60 ft

480V, 20.1793k SCA

(2) #500 THWN; 675 ft

(1) #4/0 THWN; 85 ft

480V, 7.5420k SCA

2 @ 75 hp

(1) #12 THWN; 10 ft

1 @ 0.3 hp

10 @ 1 hp

(1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft

208V, 208V, 208V, 208V, 208V, 208V, 208V, 208V, 208V,

(1) #500 THWN; 70 ft

(1) #6 THWN; 10 ft

(1) #4/0 THWN; 5 ft

480V, 400A
2.5607k SCA
65k SCAR

(1) #500 THWN; 55 ft

(1) #3 THWN; 90 ft

SWBD: 500_DP-OR

CB: 500_ELP-4C ATSCB: 500_ELP-OR CB: 500_OR Chiller CB: 500_AC-13 CB: 500_MSP-OR-NWBCB: 500_Cysto OR CB: 500_MCC NW2CB: 500_EQP-NW2 MTS (2)

F: 500_DP-OR_2

F: 500_ELP-4C ATSF: 500_ELP-OR

PNL: 500_ELP-OR

F: 500_OR Chiller F: 500_AC-13 F: 500_MSP-EOR-NWBF: 500_MCC NW2F: 500_EQP-NW2 MTS (2)

CB: 500_EP-OR CB: 500_EP-OR-B

F: 500_EP-OR F: 500_EP-OR-B

MTS: 500_OR

F: 500_ATS-OR (N)

Splice: 500_ATS_OR

F: 500_ATS OR (N)

XF: 500_EP-OR-B

F: 500_Pnl EP-OR-B

PNL: 500_EP-OR-B

PNL: 500_EP-OR Sect 1

F: 500_Pnl EP-OR Sect 1

F: 500_Pnl EP-OR Sect 2

PNL: 500_EP-OR Sect 2

CB: 500_X-Ray Phillips 2C-117

CB: 500_MCC-NW2 Main

PNL: 500_MCC-NW2

CB: 500_RF-21 CB: 500_WAGD Pumps

F: 500_RF-21

DISC: 500_RF-21

FU: 500_RF-21 MTR

PNL: 500_EQP-NW2

CB: 500_EQP-NW2 Main

CB: 500_SF-14 CB: 500_EF-29CB: 500_RF-14

F: 500_EQP-NW2

F: 500_SF-14 F: 500_EF-29

DISC: 500_EF-29

F: 500_RF-14

MTS: 500_EQP-NW2TS

DISC: 500_AC-13

FU: 500_AC-13 SF

F: 500_AC-13 SF

VFD: 500_RF-14

F: 500_Mtr RF-14

MTR: 500_RF-14

VFD: 500_SF-14

F: 500_Mtr SF-14

MTR: 500_SF-14

XF: 500_EP-OR

MTR: 500_AC-13 SF

VFD: 500_AC-13 SF

F: 500_Mtr AC-13 SF

FU: 500_EF-29 MTR

ATS: 500_ELP-4C

PNL: 500_ELP-4C

CB: 500_EP-4C

F: 500_Pnl ELP-4C

F: 500_EP-4C

XF: 500_EP-4C

F: 500_Pnl EP-4C

CB: 500_EP-4C Main

PNL: 500_EP-4C

SWBD: 500_MSP-EOR-NWB

MCP: 500_Pump 1/P19MCP: 500_Pump 2/P20 MCP: 500_P18MCP: 500_P17

F: 500_Pump 1/P19F: 500_Pump 2/P20

MTR: 500_Pump 1

VFD: 500_Pump 1

F: 500_Mtr Pump 1

MTR: 500_Pump 2

VFD: 500_Pump 2

F: 500_Mtr Pump 2

MTS: 500_OR Chiller

ATS: 500_OR

GEN: 500_OR Gen

F: 500_OR CB

GEN: 500_OL OR Gen

CB: 500_OR Gen

F: 500_ATS OR(E)

Splice: 500_SWDB B

F: 500_Tap ATS-OR (N)

F: 500_Disc OR Chiller

EP: 500_OR Chiller

MTR: 500_OR Chiller

F: 500_EF-29 MTR

MTR: 500_EF-29

MTR: 500_Chiller Fans

F: 500_IPU-2 (2C-113D) F: 500_IPU-3 (2C-133) F: 500_IPU-4 (2C-133) F: 500_IPU-5 (2C-131) F: 500_IPU-6 (2C-131) F: 500_IPU-7 (2C-117A) F: 500_IPU-8 (2C-117A) F: 500_IPU-9 (2C-125) F: 500_IPU-10 (2C-125)

PNL: 500_IPU-2 PNL: 500_IPU-3 PNL: 500_IPU-4 PNL: 500_IPU-5 PNL: 500_IPU-6 PNL: 500_IPU-7 PNL: 500_IPU-8 PNL: 500_IPU-9 PNL: 500_IPU-10

F: 500_OR MTS(N)

F: 500_EQP-NW2 MTS

F: 500_OR Chiller MTS

DISC: 500_OR Gen

F: 500_OR MTS (EM)

F: 500_ELP-4C ATS E

BLDG 500 - DP-OR - ONE LINE DIAGRAM

BLDG 500 - DP-SE1 - ONE LINE DIAGRAM

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-NW1 - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - SWBD EMDP - ONE
LINE DIAGRAM" FOR CONTINUATION

Start of single phase

SEE "B500 - DP-NW2 - ONE LINE
DIAGRAM" FOR CONTINUATION

Start of single phase Start of single phase Start of single phaseStart of single phaseStart of single phase Start of single phaseStart of single phase Start of single phase

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION
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NO SCALE

NO SCALE NO SCALE

RESET BREAKER

RESET BREAKER

480V, 400A
8.3812k SCA
100k SCAR

SIEMENS  (ED4)
30 A

SIEMENS  (E4)
100 A

SIEMENS  (ED4)
20 A

SIEMENS  (E4)
20 A

ITE  (JL)
125 A

(1) #500 THWN; 25 ft

(1) #10 THWN; 95 ft(1) #2 THWN; 35 ft

480V, 100A
7.2165k SCA
100k SCAR

(1) #10 THWN; 100 ft(1) #12 THWN; 100 ft(1) #1/0 THWN; 50 ft

480V, 400A
8.0478k SCA
100k SCAR

SIEMENS  (E4)
40 A

SIEMENS  (E4)
50 A

SIEMENS  (E4)
30 A

SIEMENS  (ED4)
40 A

ITE  (JL)
175 A

SIEMENS  (E4)
60 A

(1) #6 THWN; 10 ft (1) #8 THWN; 50 ft(1) #2/0 THWN; 20 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

113kVA; 5.20%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.4465k SCA

(1) #500 THWN; 20 ft

208V, 4.3227k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 30 ft

208V, 225A
2.3053k SCA
65k SCAR

SIEMENS  (CJD6)
350 A

(1) #500 THWN; 25 ft

208V, 400A
4.1227k SCA
100k SCAR

ITE  (JL)
175 A

SIEMENS  (ED4)
60 A

ITE  (JL)
250 A

SIEMENS  (E4)
100 A

(1) #4/0 THWN; 95 ft (1) #500 THWN; 95 ft

SIEMENS  (E4)
70 A

(1) #4 THWN; 10 ft

45kVA; 4.70%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.2659k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 5 ft

208V, 225A
2.2449k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 225A
2.2242k SCA
100k SCAR

480V, 225A
7.2349k SCA
200k SCAR

SIEMENS  (F6)
90 A

ITE  (Unknown)ITE  (Unknown) ITE  (Unknown)

(1) #6 THWN; 20 ft

1 @ 40 hp

480V, 1.3503k SCA

CUTLER-HAMMER  (Unknown)
15 A

(1) #500 THWN; 470 ft

208V, 400A
3.5041k SCA
100k SCAR

208V, 200A
3.3440k SCA
100k SCAR

480V, 4.2184k SCA

208V, 100A
1.9712k SCA
65k SCAR

SQUARE D  (QO)
40 A

(1) #3 THWN; 50 ft

(1) #10 THWN; 15 ft

1 @ 10 hp

(1) #10 THWN; 15 ft

1 @ 3 hp

208V, 2.4238k SCA

(1) #1 THWN; 150 ft

WESTINGHOUSE  (EH)
20 A

SWBD: 500_DP-SW1

CB: 500_AC-6 SFCB: 500_LP-SW1 CB: 500_AC-6 RFCB: 500_CU-10CB: 500_MSP-SW1F: 500_Pnl DP-SW1-CA

F: 500_VFD AHU-6 SFF: 500_LP-SW1

PNL: 500_LP-SW1

F: 500_VFD AHU-6 RFF: 500_CU-10F: 500_MSP-SW1

SWBD: 500_DP-SW1-CA

CB: 500_Dish MachineCB: 500_PP-SW1-B-T-4 CB: 500_DisposalCB: 500_Pulper (Spare)CB: 500_PP-SW1-A-T-7 CB: 500_Canteen Oven (CKT 8)

F: 500_PP-SW1-B-T-4 F: 500_Pulper (Spare)F: 500_PP-SW1-A-T-7

XF: 500_PP-SW1-B XF: 500_PP-SW1-A

F: 500_Disc PP-SW1-B Main

DISC: 500_PP-SW1-B Main

F: 500_Disc PP-SW1A Main

DISC: 500_PP-SW1A Main

CB: 500_PP-SW1-B-Main

F: 500_PP-SW1-B-Main

PNL: 500_PP-SW1-B

CB: 500_PP-SW1A Main

F: 500_PP-SW1A Main

SWBD: 500_PP-SW1A

CB: 500_Utility Dist System 1CB: 500_FC1 Bistro CB: 500_Utility Dist System 2CB: 500_Canteen Vending Pnl

F: 500_Utility Dist System 1 F: 500_Utility Dist System 2

CB: 500_XF T-4 RP-SW1

F: 500_XF T-4 RP-SW1

XF: 500_RP-SW1

F: 500_Disc RP-SW1 Sect 1 Main

DISC: 500_RP-SW1 Sect 1 Main

CB: 500_RP-SW1 Sect 1 Main

F: 500_RP-SW1 Sect 1 Main

PNL: 500_RP-SW1 Sect 1

F: 500_Pnl RP-SW1 Sect 2

PNL: 500_RP-SW1 Sect 2

SWBD: 500_MSP-SW1

CB: 500_SF-5MCP: 500_RF-6MCP: 500_EF-13 MCP: 500_SF-25

F: 500_SF-5

MTR: 500_SF-5

DISC: 500_CU-10

CB: 500_CU-10 (2)

F: 500_DP-SW1, SW1-CA

EP: 500_Utility Dist SYS 2EP: 500_Utility Dist SYS 1

DISC: 500_Pulper

PNL: 500_Vending

CB: 500_Front Ent. Air Curtain

F: 500_Canteen Vending Pnl

VFD: 500_AHU-6 SF VFD: 500_AHU-6 RF

F: 500_AHU-6 SF

MTR: 500_AHU-6 SF

F: 500_AHU-6 RF

MTR: 500_AHU-6 RF

TAP: Canteen Vending Pnl

F: 500_Tap Canteen Vending

CB: 500_Pulper

480V, 400A
23.1503k SCA
100k SCAR

SIEMENS  (E4)
100 A

ITE  (HE)
100 A

ITE  (HE)
20 A

ITE  (HE)
20 A

ITE  (HE)
20 A

ITE  (HE)
20 A

ITE  (HE)
20 A

ITE  (HE)
20 A

ITE  (HE)
50 A

SIEMENS  (ED4)
30 A

(1) #2 THWN; 50 ft

480V, 225A
14.0887k SCA
200k SCAR

(1) #2 THWN; 20 ft

480V, 100A
18.7831k SCA
100k SCAR

(1) #12 THWN; 160 ft

480V, 0.9323k SCA

(1) #8 THWN; 5 ft

ITE  (HE)
50 A

SIEMENS  (E4)
20 A

(1) #6 THWN; 10 ft (1) #12 THWN; 110 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.6469k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 5 ft

208V, 225A
2.6187k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 225A
2.5908k SCA
100k SCAR

SIEMENS  (F6)
90 A

ITE  (Unknown)ITE  (Unknown) ITE  (Unknown) (1) #2 THWN; 5 ft

(1) #6 THWN; 70 ft(1) #12 THWN; 30 ft (1) #12 THWN; 25 ft

480V, 225A
13.4692k SCA
200k SCAR

ITE  (Unknown) ITE  (Unknown)ITE  (Unknown) ITE  (Unknown) ITE  (Unknown)ITE  (Unknown)

(1) #10 THWN; 35 ft (1) #12 THWN; 30 ft(1) #10 THWN; 35 ft (1) #12 THWN; 20 ft

BUSSMANN  (FRS-R)
30 A

(1) #10 THWN; 15 ft

480V, 0.8818k SCA

30kVA; 4.20%Z
Pri: 480V
Sec: 208V

(1) #3 THWN; 5 ft

208V, 1.8797k SCA

SIEMENS  (ED6)
100 A

(1) #3 THWN; 30 ft

208V, 225A
1.7486k SCA
150k SCAR

1 @ 30 hp

1 @ 12.5 hp

480V, 1.2911k SCA

BUSSMANN  (FRS-R)
20 A

(1) #350 THWN; 60 ft

1 @ 5 hp

1 @ 5 hp 1 @ 3 hp1 @ 3 hp 1 @ 2 hp

1 @ 0.8 hp

PNL: 500_DP-SEB

CB: 500_MSB-SEB CB: 500_LP-SEBCB: 500_Overhead Door CB: 500_Overhead Door (2) CB: 500_Lift in PharmacyCB: 500_Lift in Med Records CB: 500_ATS SEB-B CB: 500_Paper Shredder CB: 500_XF RP-SEB Sect 3CB: 500_Trash Compactor Comp

F: 500_MSB-SEB

SWBD: 500_MSP-SEB Sect 1

F: 500_LP-SEB

PNL: 500_LP-SEB

F: 500_Lift in Pharmacy

DISC: 500_DW13 Lift

F: 500_XF RP-SEB Sect 3

CB: 500_XF T-4 RP-SEB CB: 500_Compactor - Dock

F: 500_XF T-4 RP-SEB F: 500_Disc Compactor

XF: 500_RP-SEB

F: 500_Disc RP-SEB Sect 1 Main

DISC: 500_RP-SEB Sect 1 Main

CB: 500_RP-SEB Main

F: 500_RP-SEB Main

PNL: 500_RP-SEB Sect 2

F: 500_Pnl RP-SEB Sect 1

PNL: 500_RP-SEB Sect 1

CB: 500_SF-4MCP: 500_RF-5MCP: 500_EF-12 MCP: 500_P1 F: 500_SWBD MSP-SEB Sect 2

F: 500_SF-4F: 500_EF-12 F: 500_P1

SWBD: 500_MSP-SEB Sect 2

MCP: 500_P3 MCP: 500_SF-27MCP: 500_EF-10 MCP: 500_EF-P4 MCP: 500_RF-20MCP: 500_ P2

F: 500_P3 F: 500_SF-27F: 500_EF-P4 F: 500_ P2

FU: 500_DW13 Lift

F: 500_DW13 Lift

EP: 500_DW13 Lift

XF: 500_RP-SEB Sect 3

F: 500_Disc RP-SEB Sect 3 Main

DISC: 500_RP-SEB Sect 3 Main

CB: 500_RP-SEB Sect 3 Main

F: 500_RP-SEB Sect 3 Main

PNL: 500_RP-SEB Sect 3

MTR: 500_SF-4

MTR: 500_DW13 Lift

DISC: 500_Compactor Dock

FU: 500_Compactor Dock

F: 500_DP-SEB

MTR: 500_P1

MTR: 500_ P2 MTR: 500_ P3MTR: 500_EF-P4 MTR: 500_SF-27

MTR: 500_EF-12

480V, 225A
15.3253k SCA
100k SCAR

ITE  (JL)
175 A

ITE  (JL)
125 A

ITE  (HE)
70 A

ITE  (HE)
50 A

(1) #2/0 THWN; 15 ft

480V, 225A
14.1336k SCA
100k SCAR

(1) #2 THWN; 40 ft

480V, 225A
11.1297k SCA
200k SCAR

(1) #6 THWN; 10 ft (1) #6 THWN; 20 ft

ITE  (HE)
70 A

(1) #6 THWN; 6 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.6092k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 5 ft

208V, 225A
2.5817k SCA
100k SCAR

(1) #1/0 THWN; 4 ft

208V, 225A
2.5600k SCA
100k SCAR

SIEMENS  (E2)
20 A

45kVA; 5.80%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 11 ft

208V, 1.9825k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 4 ft

208V, 225A
1.9698k SCA
100k SCAR

(1) #1/0 THWN; 4 ft

208V, 225A
1.9571k SCA
150k SCAR

SIEMENS  (F6)
90 A

ITE  (Unknown)ITE  (Unknown)

(1) #2 THWN; 40 ft

1 @ 40 hp

(1) #4/0 THWN; 135 ft

SWBD: 500_DP-SE2

CB: 500_LP-SE2 CB: 500_MSP-SE2CB: 500_RP-SE2B CB: 500_MTS XF EP-SE2 N

F: 500_LP-SE2

PNL: 500_LP-SE2

F: 500_MSP-SE2

SWBD: 500_MSP-SE2

F: 500_RP-SE2B F: 500_MTS XF EP-SE2(N)

CB: 500_RP-SE2

F: 500_RP-SE2

XF: 500_RP-SE2

F: 500_Disc RP-SE2 Main

DISC: 500_RP-SE2 Main

CB: 500_RP-SE2 Main

F: 500_RP-SE2 Main

PNL: 500_RP-SE2 Sect 1

F: 500_Pnl RP-SE2 Sect 2

PNL: 500_RP-SE2 Sect 2

CB: 500_Auto Clave SYS 2A-147

XF: 500_RP-SE2B

F: 500_Disc RP-SE2B Main

DISC: 500_RP-SE2B Main

CB: 500_RP-SE2B Main

F: 500_RP-SE2B Main

PNL: 500_RP-SE2 Sect 3

F: 500_Pnl RP-SE2 Sect 4

PNL: 500_RP-SE2 Sect 4

CB: 500_SF-17MCP: 500_RF-16MCP: 500_EF-36

F: 500_SF-17

MTR: 500_SF-17

F: 500_DP-SE2

BLDG 500 - DP-SW1 - ONE LINE DIAGRAMBLDG 500 - DP-SE2 - ONE LINE DIAGRAM

BLDG 500 - DP-SEB - ONE LINE DIAGRAM

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION
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NEW 200A PNL

NEW 150KVA TR

NEW 400A PNL

NEW 600A PNL

TEMPORARY COOK SERVE CONNECTION

SWBD: 500_DP-KA Sect 1
480.0 V
ContinuousRating 600.0 A

XF: 500_DP-KB SEC 3,4Size 150 kVA

PNL: 500_DP-KB Sect 4
208.0 V
ContinuousRating 225.0 A

F: 500_DP-KA Copper 4-1/C+G
320.0 ft
CableSize 600 kcmil

CBL-DP-KB SEC3,4
Copper 4-1/C+G
10.0 ft
CableSize 500 kcmil

PD-DP-KB-SEC 3,4
CurrentCarryingCapability 200.0 A

CB: #33 COMBI OVEN
CurrentCarryingCapability 125.0 A CB: TR-DP-KC

CurrentCarryingCapability 150.0 A
CB: #38 COMBINATION OVENS
CurrentCarryingCapability 70.0 A

CBL-TR -DP-KB-SEC3,4
Copper 4/C+G
10.0 ft
CableSize 3/0 AWG

CB #5 FLIGHT TYPE DISHWASHER
CurrentCarryingCapability 35.0 A

CBL-#5 FLT DISHWASH
Copper 4-1/C+G

60.0 ft
CableSize 10 AWG

#5 FLIGHT TYPE DISHWASHER
19 kVA

PD-40A

CurrentCarryingCapability 100.0 A

CBL-90 DEG C #5 FLT DISHWASH
Copper 4-1/C+G
10.0 ft
CableSize 10 AWG

CBL-TR-DP-KB

Copper 4/C+G
10.0 ft
CableSize 1/0 AWG

TR-DP-KC 75KVA
Size 75 kVA

CBL-TR-DP-KC1
Copper 4-1/C
10.0 ft
CableSize 3/0 AWG

PNL DP-KC
ContinuousRating 225.0 A

PD-DP-KC9
CurrentCarryingCapability 50.0 A

PD-DP-KC6

CurrentCarryingCapability 100.0 A

PD-DP-KC8
CurrentCarryingCapability 50.0 A

CBL-#124
Copper 4/C+G
60.0 ft
CableSize 6 AWG

CBL-0037
Copper 4/C+G
70.0 ft
CableSize 6 AWG

CBL-0038
Copper 4/C+G
68.0 ft
CableSize 6 AWG

#124 MOBILE HOT WELL
4 kVA

#124A MOBILE HOT WELL
4 kVA

#124F MOBILE HOT WELL
4 kVA

PD-0036

CurrentCarryingCapability 100.0 A

PD-0037
CurrentCarryingCapability 100.0 A

PD-0038

CurrentCarryingCapability 100.0 A

PD-DP-KC

CurrentCarryingCapability 200.0 A

PD-0040

CurrentCarryingCapability 100.0 A

PD-0041

CurrentCarryingCapability 100.0 A

PD-0042

CurrentCarryingCapability 100.0 A

PD-0043

CurrentCarryingCapability 100.0 A

PD-0044

CurrentCarryingCapability 100.0 A

PD-0045

CurrentCarryingCapability 100.0 A

PD-0046

CurrentCarryingCapability 100.0 A

PD-0047

CurrentCarryingCapability 100.0 A

PD-0048

CurrentCarryingCapability 100.0 A

PD-0049

CurrentCarryingCapability 100.0 A

PD-0050

CurrentCarryingCapability 100.0 A

CBL-0041
Copper 4-1/C+G
10.0 ft
CableSize 250 kcmil

PNL 500_DP-KB SEC3
208.0 V
ContinuousRating 400.0 A

PD-DP-KA-SEC1
CurrentCarryingCapability 600.0 A

PD-DP-KB SEC3
CurrentCarryingCapability 400.0 A
PD-DP-KD-SEC4

CurrentCarryingCapability 200.0 A

PD-#3 ROLL THRU CART WASH
CurrentCarryingCapability 70.0 A

CBL-#3 ROLL THRU CART WASH
Copper 4/C+G
80.0 ft
CableSize 4 AWG

#3 ROLL THRU CART WASH
20 kVA

PD-#116 RAPID COOK OVEN
CurrentCarryingCapability 40.0 A

CBL-#116 RAPID COOK OVEN
Copper 4-1/C
80.0 ft
CableSize 6 AWG

#116 RAPID COOK OVEN
10 kVA

PD-#116A RAPID COOK OVEN
CurrentCarryingCapability 40.0 A

CBL-#116A RAPID COOK OVEN
Copper 4-1/C
80.0 ft
CableSize 6 AWG

#116A RAPID COOK OVEN
10 kVA

PD-TEMP COOK SERV 100A

CurrentCarryingCapability 100.0 A

PD-0058

CurrentCarryingCapability 100.0 A

CBL-0045
Copper 3 Wire
CableSize  AWG

CC-1 PNL
0 kVA

PD-0059
CurrentCarryingCapability 100.0 A

CBL-0046
Copper 3 Wire
CableSize  AWG

KB-100 SUMP PUMP
0 kVA

PD-0060

CurrentCarryingCapability 20.0 A

CBL-0047
Copper 3 Wire
CableSize  AWG

TRANS LOGIC TUBE
0 kVA

PD-0061
CurrentCarryingCapability 100.0 A

PD-0062

CurrentCarryingCapability 100.0 A
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INCREASE CABLE TO 400A, 8#500KCM&2#3G (2) 4 IN C

REPLACE PANEL

RESET BREAKER

REPLACE TRANSFORMER

RESET BREAKER

PNL: 500_DP-SWB 480.0 V
ContinuousRating 400.0 A

CB: 500_Lift T-16
CurrentCarryingCapability 100.0 A

CB: 500_Lift T-14
CurrentCarryingCapability 25.0 A

CB: 500_VS-211 Sterilizer
CurrentCarryingCapability 100.0 A

CB: 500_Lift-DW15
CurrentCarryingCapability 100.0 A

CB: 500_VS-211 Sterilizer (2)
CurrentCarryingCapability 100.0 A

CB: 500_LP-SWB
CurrentCarryingCapability 125.0 A

CB: 500_XF DP-SWB-5
CurrentCarryingCapability 100.0 A

F: 500_Lift T-16

Copper 3-1/C+G
190.0 ft
CableSize 10 AWG

DISC: 500_T-16 Lift
480.0 V
ContinuousRating 0.0 A

F: 500_Lift T-14

Copper 3-1/C+G
160.0 ft
CableSize 10 AWG

DISC: 500_T-14 Lift
480.0 V
ContinuousRating 0.0 A

F: 500_Lift-DW15

Copper 3-1/C+G
180.0 ft
CableSize 10 AWG

DISC: 500_DW15 Lift
480.0 V
ContinuousRating 0.0 A

F: 500_LP-SWB

Copper 4-1/C+G
15.0 ft
CableSize 2/0 AWG

PNL: 500_LP-SWB
480.0 V
ContinuousRating 225.0 A

F: 500_XF DP-SWB-5

Copper 3-1/C+G
10.0 ft
CableSize 3 AWG

FU: 500_Lift T-14
CurrentCarryingCapability 30.0 A

F: 500_Lift T-14_a

Copper 3-1/C+G
5.0 ft
CableSize 10 AWG

EP: 500_T-14 Lift

480.0 V
ContinuousRating 0.0 A

XF: 500_DP-SWB-5
Size 112.5 kVA

F: 500_Pnl DP-SWB-5
Copper 4-1/C+G
10.0 ft
CableSize 3/0 AWG

PNL: 500_DP-SWB-5
208.0 V
ContinuousRating 225.0 A

SPARE 3
CurrentCarryingCapability 30.0 A

SPARE 4
CurrentCarryingCapability 30.0 A SPARE 5

CurrentCarryingCapability 30.0 A

FU: 500_T-16 Lift
CurrentCarryingCapability 60.0 A

F: 500_T-16 Lift

Copper 3-1/C+G
10.0 ft
CableSize 10 AWG

EP: 500_T-16 Lift

480.0 V
ContinuousRating 0.0 A

FU: 500_DW15 Lift
CurrentCarryingCapability 60.0 A

F: 500_DW15 Lift

Copper 3-1/C+G
5.0 ft
CableSize 10 AWG

EP: 500_DW15 Lift
480.0 V
ContinuousRating 0.0 A

CB: 500_Cart Wash
CurrentCarryingCapability 25.0 A

CB: 500_XF T-5 RP-SWB

CurrentCarryingCapability 100.0 A

F: 500_XF T-5 RP-SWB
Copper 4-1/C+G
10.0 ft
CableSize 3 AWG

XF: 500_RP-SWB
Size 75 kVA

F: 500_Disc RP-SWB Sect 1 Main
Copper 4-1/C+G
10.0 ft
CableSize 3/0 AWG

DISC: 500_RP-SWB Sect 1 Main
208.0 V
ContinuousRating 0.0 A

CB: 500_RP-SWB Sect 1 Main
CurrentCarryingCapability 250.0 A

F: 500_RP-SWB Sect 1 Main
Copper 4-1/C+G
5.0 ft
CableSize 3/0 AWG

PNL: 500_RP-SWB Sect 1
208.0 V
ContinuousRating 225.0 A

F: 500_Pnl RP-SWB Sect 2
Copper 4-1/C+G
5.0 ft
CableSize 3/0 AWG

PNL: 500_RP-SWB Sect 2
208.0 V
ContinuousRating 225.0 A
CB: 500_Unknown SWB
CurrentCarryingCapability 125.0 A

CB: 500_Unknown SWB (2)
CurrentCarryingCapability 100.0 A

MTR: 500_Lift DW-15
12.5 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_Lift-14
15 hp
Load Factor 1.00
X"d 0.17 pu

MTR: 500_Lift-16
15 hp
Load Factor 1.00
X"d 0.17 pu

VFD: 500_T-14 Lift

CB: 500_Unknown SWB (3)
CurrentCarryingCapability 100.0 A

F: 500_DP-SWB Copper 4-1/C+G
435.0 ft
CableSize 500 kcmil

PD-AHU-1
CurrentCarryingCapability 45.0 A

PD-RF-1
CurrentCarryingCapability 35.0 A

CBL-AHU1
Copper 4/C+G
45.0 ft
CableSize 8 AWG

BUS-0015 480.0 V
ContinuousRating 0.0 A

VFD-AHU1

MTRI-AHU1

30 hp
Load Factor 1.00
X"d 0.15 pu

CBL-RF1

Copper 4-1/C+G
50.0 ft
CableSize 8 AWG

BUS-0017 480.0 V
ContinuousRating 0.0 A

VFD-RF1

MTRI-RF1

25 hp
Load Factor 1.00
X"d 0.15 pu

PD-MAU1 LGHT RCPT

CurrentCarryingCapability 25.0 A

CBL-0052

Copper 3 Wire
CableSize  AWG

MAU1 LGHT RCPT

0 kVA

PD-AHU1 LGHT RCPT0

CurrentCarryingCapability 25.0 A

CBL-0053

Copper 3 Wire
CableSize  AWG

AHU1 LGHT RCPT

0 kVA
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NOTE THAT THE MAIN BREAKER ON THE "SHUNT TRIP PANL"  IS SHUNT TRIPPED FROM THE SHUNT TRIP CONTROL PANEL THAT IS TRIPPED BY THE ANSUL PANEL.

PNL DPA-EQ
480.0 V
ContinuousRating 600.0 A

PD-DPA-EQ SEC1
CurrentCarryingCapability 200.0 A

CBL-TR DPA-EQ3 SEC1
Copper 4-1/C+G
10.0 ft
CableSize 3/0 AWG

XF2-DPA-EQ3 SEC1
Size 150 kVA

CBL-DPA EQ3 SEC1
Copper 4-1/C+G
10.0 ft
CableSize 4/0 AWG

PNL DPA EQ3 SEC1
208.0 V
ContinuousRating 400.0 A

PD-DPA EQ3 SEC1
CurrentCarryingCapability 400.0 A

PD-DPA EQ3 SEC2
CurrentCarryingCapability 250.0 A

CBL-DPA EQ3 SEC2
Copper 4-1/C+G
10.0 ft
CableSize 250 kcmil

PNL-DPA EQ3 SEC2
208.0 V
ContinuousRating 250.0 A

PD-DPA-EQ
CurrentCarryingCapability 400.0 A PD-#12 SCRAPPER

CurrentCarryingCapability 15.0 A

CBL-#12 SCRAPPER

Copper 4-1/C+G
168.0 ft
CableSize 12 AWG
MTRI-#12 SCRAPPER
0.75 hp
Load Factor 1.00
X"d 0.15 pu

PD-SHUNT TRIP
CurrentCarryingCapability 250.0 A

CBL-SHUNT TRIP
Copper 4-1/C+G
160.0 ft
CableSize 250 kcmil

PNL SHUNT TRIP
480.0 V
ContinuousRating 250.0 A

PD-#89 COND 75, 80, 83

CurrentCarryingCapability 35.0 A

CBL-#89 COND
Copper 4-1/C+G
96.0 ft
CableSize 8 AWG

#89 COND 75,80,93
22 kVA

PD-#94 COND 75,80,84,88,93,107
CurrentCarryingCapability 70.0 A

CBL-#94 COND
Copper 3 Wire
CableSize  AWG

#94 COND 75,80,84,88,88,9,98,1
51 kVA

PD-#34 COMB OVEN
CurrentCarryingCapability 50.0 A

CBL-#34 COMB OVEN

Copper 4-1/C+G
68.0 ft
CableSize 6 AWG
#34 COMB OVEN

32 kVA

PD-#35 HOT TOP RNG
CurrentCarryingCapability 20.0 A

CBL-#65 HT TOP RNG
Copper 4-1/C+G
60.0 ft
CableSize 12 AWG

#35 HOT TOP RANGE LEFT
17 kVA

PD-#34A COMB OVEN
CurrentCarryingCapability 50.0 A

CBL-#34A COMB OVEN
Copper 4-1/C+G
68.0 ft
CableSize 6 AWG
#34A COMB OVEN

32 kVA

PD-#35AHOT TOP RNG
CurrentCarryingCapability 25.0 A

CBL-#65A HT TOP RNG
Copper 4-1/C+G
60.0 ft
CableSize 12 AWG

#35AHOT TOP RANGE RIGHT
17 kVA

SCH-DPA-EQ3 SEC1

SCH-DPA-EQ3 SEC2

PD-MAIN SHUNT TRIP
CurrentCarryingCapability 200.0 A
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NO SCALE

RESET BREAKER

RESET BREAKER

(1) #2000 Class B; 40 ft

480V, 4000A
32.0233k SCA
65k SCAR

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDN-508)
400 A, 400 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDN-508)
400 A, 400 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDN-508)
400 A, 400 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

CUTLER-HAMMER  (MDS-C40)
4000 A, 4000 A Plug

CUTLER-HAMMER  (MDN-508)
300 A, 300 A Plug

(1) #4/0 THWN; 135 ft (1) #2/0 THWN; 85 ft(2) #350 THWN; 190 ft (1) #350 THWN; 305 ft (2) #4/0 THWN; 660 ft (2) #500 THWN; 530 ft(1) #2/0 THWN; 35 ft (1) #500 THWN; 470 ft(1) #1/0 THWN; 210 ft (1) #350 THWN; 60 ft (1) #500 THWN; 435 ft(1) #500 THWN; 640 ft(1) #500 THWN; 240 ft(1) #4/0 THWN; 350 ft (1) #4/0 THWN; 50 ft (2) #500 THWN; 640 ft

480V, 400A
12.4236k SCA
100k SCAR

ITE  (JL)
175 A

ITE  (JL)
125 A

SIEMENS  (ED6)
100 A

(1) #2/0 THWN; 20 ft

480V, 225A
11.4791k SCA
100k SCAR

(1) #1/0 THWN; 40 ft

480V, 225A
10.4924k SCA
200k SCAR

(1) #2 THWN; 5 ft

75kVA; 4.80%Z
Pri: 480V
Sec: 208V

(1) #300 THWN; 25 ft

SIEMENS  (QJ2H)
225 A

208V, 225A
3.5830k SCA
200k SCAR

SIEMENS  (E4)
50 A

SIEMENS  (ED4)
100 A

(1) #8 THWN; 10 ft(1) #3 THWN; 5 ft

30kVA; 4.20%Z
Pri: 480V
Sec: 208V

75kVA; 4.10%Z
Pri: 480V
Sec: 208V

(1) #3 THWN; 5 ft

208V, 1.8054k SCA

(1) #3/0 THWN; 5 ft

208V, 4.1922k SCA

SIEMENS  (ED6)
100 A

(1) #3 THWN; 2 ft

208V, 100A
1.7971k SCA
100k SCAR

SIEMENS  (CFD6)
200 A

(1) #3/0 THWN; 5 ft

208V, 225A
4.1368k SCA
100k SCAR

(1) #3/0 THWN; 5 ft

208V, 225A
4.0825k SCA
100k SCAR

(1) #3/0 THWN; 25 ft

208V, 225A
3.8263k SCA
200k SCAR

SIEMENS  (F6)
110 A

ITE  (Unknown) ITE  (Unknown)ITE  (Unknown) ITE  (Unknown)

480V, 7.5832k SCA

SQUARE D  (FA)
100 A

(1) #1/0 THWN; 10 ft

480V, 7.8562k SCA
480V, 16.7302k SCA

(1) #250 THWN; 10 ft

1 @ 100 hp

(1) #4000 Class B; 50 ft

480V, 32.3537k SCA

2000kVA; 5.80%Z
Pri: 12470V
Sec: 480V

CUTLER-HAMMER  (CLE, 250E)
250 A

Isc 3P 3232 Amps
Isc SLG 3768 Amps

CUTLER-HAMMER  (MDN-508)
400 A, 400 A Plug

(1) #500 THWN; 70 ft

(1) #2 THWN; 75 ft

1 @ 50 hp

GE  (SFLA)
225 A

480V, 225A
23.1372k SCA
100k SCAR

GE  (TEY)
50 A

GE  (TEY)
45 A

(1) #8 THWN; 10 ft(1) #6 THWN; 20 ft

30kVA; 5.80%Z
Pri: 480V
Sec: 208V

30kVA; 4.80%Z
Pri: 480V
Sec: 208V

(1) #2 THWN; 8 ft

GE  (THHQB)
100 A

208V, 125A
1.3711k SCA
22k SCAR

(1) #2 THWN; 6 ft

SQUARE D  (QD)
100 A

208V, 100A
1.6412k SCA
65k SCAR

480V, 400A
8.1501k SCA
100k SCAR

ITE  (HE)
100 A

ITE  (HE)
60 A

(1) #2 THWN; 20 ft

480V, 100A
7.2968k SCA
100k SCAR

(1) #2 THWN; 35 ft

480V, 225A
6.7944k SCA
200k SCAR

SIEMENS  (E4)
90 A

(1) #3 THWN; 10 ft

75kVA; 4.10%Z
Pri: 480V
Sec: 208V

(1) #3/0 THWN; 4 ft

208V, 3.9731k SCA

SIEMENS  (CFD6)
175 A

(1) #3/0 THWN; 4 ft

208V, 225A
3.9298k SCA
100k SCAR

(1) #3/0 THWN; 4 ft

208V, 225A
3.8874k SCA
100k SCAR

SIEMENS  (E2)
60 A

(1) #6 THWN; 145 ft

208V, 100A
1.2515k SCA
100k SCAR

ITE  (Unknown)ITE  (Unknown) SIEMENS  (F6)
70 A

ITE  (Unknown)ITE  (Unknown)

(1) #6 THWN; 45 ft(1) #12 THWN; 25 ft

1 @ 30 hp1 @ 5 hp

F: 500_A/B Tie Breaker

SWBD: 500_B

CB: 500_DP-SE2 CB: 500_Vacuum SystemCB: 500_DP-KA CB: 500_DP-NE2 CB: 500_DP-NW2 CB: 500_DP-SW2CB: 500_DP-SE1 CB: 500_DP-SW1, SW1-CACB: 500_DP-NE1 CB: 500_DP-SEB CB: 500_DP-SWBCB: 500_DP-NWBCB: 500_DP-NEBCB: 500_CT-Scan CB: 500_LP-SE1A

CB: 500_B Main

CB: 500_DP-NW1

F: 500_DP-SE2 F: 500_Vacuum SystemF: 500_DP-KA F: 500_DP-NE2 F: 500_DP-NW2 F: 500_DP-SW2F: 500_DP-SE1 F: 500_DP-SW1, SW1-CAF: 500_DP-NE1 F: 500_DP-SEB F: 500_DP-SWBF: 500_DP-NWBF: 500_DP-NEBF: 500_CT-Scan F: 500_LP-SE1A F: 500_DP-NW1

SWBD: 500_DP-SW2

CB: 500_LP-SW2CB: 500_MSP-SW2 CB: 500_XFMR RP-SW2B

F: 500_LP-SW2

PNL: 500_LP-SW2

F: 500_MSP-SW2

SWBD: 500_MSP-SW2

F: 500_XFMR RP-SW2B

XF: 500_RP-SW2B

F: 500_Pnl RP-SW2B

CB: 500_RP-SW2B Main

PNL: 500_RP-SW2B

CB: 500_RP-SW2ACB: 500_RP-SW2

F: 500_RP-SW2AF: 500_RP-SW2

XF: 500_PP-SW2-AXF: 500_RP-SW2

F: 500_Disc RP-SW2A Main

DISC: 500_RP-SW2A Main

F: 500_Disc RP-SW2 Main

DISC: 500_RP-SW2 Main

CB: 500_RP-SW2A Main

F: 500_RP-SW2A Main

PNL: 500_RP-SW2A

CB: 500_RP-SW2 Main

F: 500_RP-SW2 Main

PNL: 500_RP-SW2 Sect 1

F: 500_Pnl RP-SW2 Sect 2

PNL: 500_RP-SW2 Sect 2

F: 500_Pnl RP-SW2 Sect 3

PNL: 500_RP-SW2 Sect 3

CB: 500_SF-12MCP: 500_EF-26 MCP: 500_RF-13MCP: 500_EF-27 MCP: 500_EF-28

DISC: 500_CT Scan 1D111 Main

CB: 500_CT Scan 1D111 Main

F: 500_CT-Scan 1D111

TAP: 500_CT-Scan
EP: 500_Vac Sys

VFD: 500_Vac Sys

F: 500_Vac Sys

MTR: 500_Vac Sys

F: 500_SWBD B

BUS: XF 500B 480V

XF: 500B

FU: XF 500B

UTIL: XF 500B

CB: 500_DP-OR

F: 500_OR MTS(N)

F: 500_SF-12

MTR: 500_SF-12

CB: 500_LP-SE1A Main

PNL: 500_LP-SE1A

CB: 500_XF RP-SE1ACB: 500_XF RP-SE1B

F: 500_XF RP-SE1AF: 500_XF RP-SE1B

XF: 500_RP-SE1AXF: 500_RP-SE1B

F: 500_Pnl RP-SE1A

CB: 500_RP-SE1A Main

PNL: 500_RP-SE1A

F: 500_Pnl RP-SE1B

CB: 500_RP-SE1B Main

PNL: 500_RP-SE1B

PNL: 500_DP-NE1

CB: 500_LP-NE1 CB: 500_MSP-NE1

F: 500_LP-NE1

PNL: 500_LP-NE1

F: 500_MSP-NE1

SWBD: 500_MSP-NE1

CB: 500_RP-NE1

F: 500_RP-NE1

XF: 500_RP-NE1

F: 500_Disc RP-NE1 Main

DISC: 500_RP-NE1 Main

CB: 500_RP-NE1 Main

F: 500_RP-NE1 Main

PNL: 500_RP-NE1 Sect 1

F: 500_Pnl RP-NE1 Sect 2

PNL: 500_RP-NE1 Sect 2

CB: 500_X-Ray 1D-139A

F: 500_1D139 PNL A

PNL: 500_1D139 PNL A

MCP: 500_EF-22MCP: 500_EF-21 CB: 500_SF-9MCP: 500_RF-10MCP: 500_EF-20

F: 500_SF-9F: 500_RF-10

MTR: 500_SF-9MTR: 500_RF-10

BLDG 500 - SWBD-B - ONE LINE DIAGRAM

SEE "B500 - SWBD-EQUIP - ONE
LINE DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-SW1 - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-KA - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-NE2 - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-NW2 - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-SE1 - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-SEB - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-NEB - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-SWB - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-NWB - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-SE2 - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-NW1 - ONE LINE
DIAGRAM" FOR CONTINUATION
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NO SCALE

NO SCALE
REPLACE BREAKER

480V, 600A
18.0762k SCA
100k SCAR

ITE  (JL)
150 A

ITE  (JL)
150 A

ITE  (JL)
150 A

ITE  (JL)
150 A

ITE  (JL)
125 A

SIEMENS  (ED6)
25 A

SIEMENS  (ED4)
40 A

ITE  (JL)
150 A

ITE  (JL)
150 A

(1) #1/0 THWN; 160 ft(1) #1/0 THWN; 155 ft (1) #350 THWN; 135 ft(1) #1/0 THWN; 165 ft (1) #3/0 THWN; 255 ft(1) #350 THWN; 140 ft

SQUARE D  (LA)
300 A

480V, 400A
11.6435k SCA
65k SCAR

(1) #10 THWN; 250 ft

480V, 0.9151k SCA

(1) #1/0 THWN; 200 ft(1) #1/0 THWN; 155 ft

SQUARE D  (ED)
20 A

SQUARE D  (ED)
35 A

SQUARE D  (ED)
45 A

(1) #12 THWN; 140 ft

480V, 1.0080k SCA

(1) #6 THWN; 115 ft

480V, 3.6724k SCA

BUSSMANN  (FRS-R)
20 A

GOULD SHAWMUT  (TR)
35 A

GOULD SHAWMUT  (TR)
20 A

(2) #350 THWN; 220 ft

GE  (SEHA)
80 A

480V, 7.8188k SCA

BUSSMANN  (LPJ-150SP)
150 A

480V, 7.2941k SCA

SIEMENS  (HED4)
100 A

SIEMENS  (FXD6-A)
80 A

480V, 250A
8.1212k SCA
35k SCAR

480V, 6.9110k SCA

SQUARE D  (FA)
100 A

480V, 7.9673k SCA

SIEMENS  (FD6-A)
80 A

480V, 8.1212k SCA

CUTLER-HAMMER  (EHD)
70 A

480V, 10.7845k SCA

SQUARE D  (HD)
150 A

(1) #1/0 THWN; 20 ft

480V, 11.7947k SCA

ITE  (JL)
300 A

SWBD: 500_DP-NE1-R

CB: 500_Chest X-RayCB: 500_Auto Radiographic CB: 500_MRI PanelCB: 500_RAD & FLUOR 1D118 CB: 500_CT Scan 1D108 CB: 500_Chiller 1D108CB: 500_A/C 1D108 CB: 500_RAD & FLUOR 1D110CB: 500_IV PROC

F: 500_DISC Xray 1D139F: 500_Disc Xray 1D140 F: 500_Tap MRI MainF: 500_RAD & FLUOR 1D118 F: 500_CT Scan 1D108F: 500_MRI Sub Panel

CB: 500_MRI Sub Panel Main

PNL: 500_MRI Sub Panel

F: 500_Chiller 1D108

DISC: 500_Cond Unit 1D-108

F: 500_RAD & FLUOR 1D110F: 500_FUJI Xray

CB: 500_Cond Unit 1D-126ECB: 500_AC 1D-126E CB: 500_MRI MAG Cond Unit

F: 500_Cond Unit 1D-126E

DISC: 500_Cond Unit 1D-126E

F: 500_AC MRI Suite

DISC: 500_MRI MAG Cond Unit

FU: 500_Cond Unit 1D-108

FU: 500_MRI MAG Cond UnitFU: 500_Cond Unit 1D126E

F: 500_DP-NE1-R

CB: 500_R/F Main 1D118 Main

DISC: 500_R/F 1D118

FU: 500_R/F 1D118

DISC: 500_CT Scan

CB: 500_CT ScanCB: 500_FUJI Xray

DISC: 500_FUJI Xray DISC: 500_R/F 1D110

CB: 500_R/F 1D110

DISC: 500_Xray 1D139

CB: 500_Xray 1D139

DISC: 500_Xray 1D140

CB: 500_Xray 1D140

DISC: 500_MRI

CB: 500_MRI

F: 500_Disc MRI Main

TAP: 500_MRI Main

CB: 500_MRI Sub Panel

Open Open Open

480V, 13.1860k SCA

(2) #2/0 THWN; 5 ft

ITE  (JL)
225 A

480V, 225A
13.0477k SCA
100k SCAR

SIEMENS  (E4)
60 A

ITE  (HE)
50 A

SIEMENS  (E4)
20 A

SIEMENS  (E4)
20 A

SIEMENS  (E4)
60 A

SIEMENS  (E4)
20 A

SIEMENS  (E4)
20 A

SIEMENS  (E2)
20 A

(1) #6 THWN; 30 ft

480V, 100A
8.6453k SCA
100k SCAR

(1) #6 THWN; 120 ft

SIEMENS  (E4)
40 A

(1) #8 THWN; 5 ft

30kVA; 4.20%Z
Pri: 480V
Sec: 208V

(1) #3 THWN; 5 ft

208V, 1.7895k SCA

SIEMENS  (ED6)
80 A

(1) #3 THWN; 5 ft

208V, 100A
1.7684k SCA
100k SCAR

30kVA; 4.92%Z
Pri: 480V
Sec: 208V

(1) #2 THWN; 20 ft

CUTLER-HAMMER  (GHB)
100 A

208V, 100A
1.4299k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
15 A

(1) #6 THWN; 2 ft

480V, 225A
12.6013k SCA
100k SCAR

ITE  (JL)
225 A

ITE  (HE)
80 A

ITE  (HE)
30 A

SIEMENS  (E4)
50 A

SIEMENS  (E4)
30 A

SIEMENS  (E4)
60 A

SIEMENS  (ED4)
50 A

(2) #2/0 THWN; 10 ft

480V, 12.8614k SCA

(1) #4 THWN; 15 ft

480V, 100A
11.0226k SCA
100k SCAR

(1) #10 THWN; 5 ft

480V, 10.9412k SCA

(1) #6 THWN; 20 ft (1) #6 THWN; 40 ft

480V, 225A
7.4769k SCA
200k SCAR

(1) #4 THWN; 310 ft

480V, 100A
2.3994k SCA
100k SCAR

(1) #8 THWN; 55 ft

480V, 4.7137k SCA

(2) #500 THWN; 20 ft

(2) #4/0 THWN; 20 ft

480V, 12.4555k SCA

ITE  (HE)
50 A

(1) #8 THWN; 8 ft

SIEMENS  (E4)
90 A

(1) #3 THWN; 7 ft

(1) #10 THWN; 2 ft

480V, 10.2972k SCA

FERRAZ SHAWMUT  (TRS)
10 A

(1) #12 THWN; 95 ft

480V, 1.4063k SCA

FERRAZ SHAWMUT  (TRS)
10 A ITE  (EH)

30 A
ITE  (Unknown) ITE  (Unknown)

(1) #10 THWN; 25 ft

GOULD SHAWMUT  (TRS)
50 A

(1) #8 THWN; 25 ft

30kVA; 5.80%Z
Pri: 480V
Sec: 208V

(1) #2 THWN; 6 ft

SIEMENS  (BL)
100 A

208V, 250A
1.3423k SCA
200k SCAR

30kVA; 4.80%Z
Pri: 480V
Sec: 208V

208V, 1.3901k SCA

SIEMENS  (ED6)
100 A

(1) #2 THWN; 5 ft

(1) #3 THWN; 5 ft

208V, 225A
1.3751k SCA
100k SCAR

SIEMENS  (E4)
40 A

SIEMENS  (E4)
40 A

75kVA; 4.10%Z
Pri: 480V
Sec: 208V

208V, 225A
4.1027k SCA
100k SCAR

SIEMENS  (E4)
30 A

SIEMENS  (E4)
30 A

(1) #3/0 THWN; 4 ft

(1) #3/0 THWN; 6 ft

(1) #10 THWN; 75 ft

208V, 225A
4.0592k SCA
100k SCAR

SIEMENS  (CFD6)
200 A

208V, 4.1693k SCA

(1) #3/0 THWN; 5 ft

208V, 1.1442k SCA

BUSSMANN  (FRN-R)
30 A

(1) #12 THWN; 5 ft

SIEMENS  (E4)
40 A

SIEMENS  (E2)
30 A

(1) #8 THWN; 1 ft(1) #10 THWN; 1 ft

(2) #2/0 THWN; 5 ft

ITE  (JL)
225 A

480V, 225A
12.3316k SCA
100k SCAR

SIEMENS  (E4)
90 A

SIEMENS  (E4)
50 A

SIEMENS  (E4)
30 A

(1) #2 THWN; 25 ft

480V, 100A
10.5749k SCA
100k SCAR

(1) #4 THWN; 305 ft

480V, 100A
2.4233k SCA
100k SCAR

(1) #8 THWN; 50 ft

480V, 225A
5.0391k SCA
200k SCAR

ITE  (HE)
70 A

(1) #6 THWN; 7 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 8 ft

208V, 2.5221k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 5 ft

208V, 225A
2.4962k SCA
100k SCAR

(1) #1/0 THWN; 3 ft

208V, 225A
2.4808k SCA
100k SCAR

SIEMENS  (E4)
50 A

(1) #6 THWN; 7 ft

30kVA; 4.32%Z
Pri: 480V
Sec: 208V

(1) #2 THWN; 5 ft

208V, 225A
1.5163k SCA
100k SCAR

ITE  (Unknown)ITE  (Unknown)ITE  (Unknown)

(1) #10 THWN; 25 ft

(2) #500 THWN; 460 ft

15kVA; 5.10%Z
Pri: 480V
Sec: 208V

(1) #10 THWN; 2 ft

(1) #6 THWN; 80 ft

SQUARE D  (FH)
60 A

208V, 60A
0.6812k SCA
65k SCAR

SQUARE D  (QO)
30 A

208V, 100A
10k SCAR

208V, 100A
0.5403k SCA
10k SCAR

(1) #6 THWN; 20 ft

208V, 0.5613k SCA

(1) #8 THWN; 65 ft

208V, 100A
10k SCAR

1 @ 15 hp

480V, 3.5382k SCA

1 @ 10 hp

208V, 1.0535k SCA

  ()
0 A

  ()
0 A

  ()
0 A

(1) #10 THWN; 1 ft

208V, 100A
10k SCAR

TAP: 500_PB-NCB

F: 500_Pnl DP-NCB

CB: 500_DP-NCB Main

PNL: 500_DP-NCB

CB: 500_LP-NCBCB: 500_XF Backflow Prev B511 CB: 500_Disc #5, Rm 103CB: 500_CU-9CB: 500_MSP-NCB Xfer Sw (N) CB: 500_Disc #4, Rm 103 CB: 500_Disc #6, Rm 103 CB: 500_Disc #8, Rm 103

F: 500_LP-NCB

PNL: 500_LP-NCB

F: 500_XF Backflow Prev B511

CB: 500_RP-NCB

F: 500_XF RP-NCB

XF: 500_RP-NCB

F: 500_Disc RP-NCB Main

DISC: 500_RP-NCB Main

CB: 500_RP-NCB Main

F: 500_RP-NCB Main

PNL: 500_RP-NCB

XF: 500_Bldg 510

F: 510_Pnl Backflow Prev

CB: 510_Backflow Prev Main

PNL: 510_Backflow Prev

CB: 510_Heater

F: 500_MSP-NCB Xfer Sw (N)a

PNL: 500_DP-NC1

CB: 500_DP-NC1 Main

CB: 500_LP-NC1CB: 500_XF D-4 CB: 500_XF NC1A CB: 500_MSP-NC1CB: 500_LP-SC1A CB: 500_Cat Scan Air Handler

F: 500_Pnl DP-NC1

TAP: 500_PB-NC1

F: 500_LP-NC1

PNL: 500_LP-NC1

F: 500_XF D-4

TAP: 500_DP-NC1 CKT3

F: 500_XF NC1A F: 500_MSP-NC1

SWBD: 500_MSP-NC1

F: 500_LP-SC1A

PNL: 500_LP-SC1A

F: 500_Cat Scan Air Handler

DISC: 500_Cat Scan AHU

F: 500_PB-NC1

F: 500_PB-NC2

TAP: 500_PB-NC2

CB: 500_XF RP-SC1A

F: 500_XF RP-SC1A

CB: 500_XF RP-NC1

F: 500_XF RP-NC1

F: 500_Disc Cat Scan Cond

DISC: 500_Cat Scan Cond

FU: 500_Cat Scan Cond

F: 500_Cat Scan Cond 2

DISC: 500_Cat Scan Cond 2

FU: 500_Cat Scan Cond (2)

CB: 500_SF-8MCP: 500_EF-19 MCP: 500_RF-9

F: 500_SF-8

FU: 500_Cat Scan AHU

F: 500_Cat Scan AHU

XF: 500_RP-NC1A

F: 500_Pnl RP-NC1A

CB: 500_RP-NC1A Main

PNL: 500_RP-NC1A
XF: 500_RP-SC1A

DISC: 500_RP-SC1A Main

CB: 500_RP-SC1A Main

F: 500_Disc RP-SC1A Main

F: 500_RP-SC1A Main

PNL: 500_RP-SC1A

CB: 500_ER Air Curtain 1CB: 500_ER Air Curtain 2

XF: 500_RP-NC1

PNL: 500_RP-NC1 Sect 1

CB: 500_25, 27, 29CB: 500_Outdoor Liebert UnitF: 500_Pnl RP-NC1 Sect 2

F: 500_RP-NC1 Main

F: 500_Outdoor Liebert Unit

PNL: 500_RP-NC1 Sect 2

CB: 500_RP-NC1 Main

DISC: 500_RP-NC1 Main

F: 500_Disc RP-NC1 Main

DISC: 500_Outdoor Liebert Unit

FU: 500_Outdoor Liebert 208

F: 500_Outdoor Liebert 208

CB: 500_Infinia RM 1D-117CB: 500_PNL A1 1D-142

F: 500_Infinia RM 1D-117F: 500_PNL A1 1D-142

F: 500_Pnl DP-NC2

CB: 500_DP-NC2 Main

PNL: 500_DP-NC2

CB: 500_LP-NC2CB: 500_LP-SC2A CB: 500_MSP-NC2

F: 500_LP-NC2

PNL: 500_LP-NC2

F: 500_LP-SC2A

PNL: 500_LP-SC2A

F: 500_MSP-NC2

SWBD: 500_MSP-NC2

CB: 500_RP-NC2

F: 500_RP-NC2

XF: 500_RP-NC2

F: 500_Disc RP-NC2 Main

DISC: 500_RP-NC2 Main

CB: 500_RP-NC2 Main

F: 500_RP-NC2 Main

PNL: 500_RP-NC2 Sect 2

F: 500_Pnl RP-NC2 Sect 1

PNL: 500_RP-NC2 Sect 1

CB: 500_XF RP-SC2A

F: 500_XF RP-SC2A

XF: 500_RP-SC2A

F: 500_Pnl RP-SC2A

PNL: 500_RP-SC2A

MCP: 500_SF-15MCP: 500_RF-15MCP: 500_EF-32

F: 500_SF-15

F: 500_DP-NCB, NC1, NC2

XF: 500_D-4

F: XF D-4

F: 500_Pnl D-4

CB: 500_D-4 Main

PNL: 500_D-4

CB: 500_Cat Scan 1D111 AHU

PNL: 500_A-1

PNL: 500_Outside Panel

F: 500_Pnl Outside Panel

TAP: 500_Disc in RM 1D-122

F: 500_Tap Outside Panel

Pnl: 500_A3

MTR: 500_SF-15

EP: 500_Cat Scan AHU

MTR: 500_SF-8

EP: 500_Liebert

CB: 500_Pnl A4 RM 1D-142 CB: 500_Pnl A-1 RM 1D-126C CB: 500_Pnl A3 RM 1D-110

F: 500_PNL A4

PNL: 500_A4

BLDG 500 - DP-NE1-R - ONE LINE DIAGRAM

BLDG 500 - DP-NCB_NC1_NC2 - ONE LINE DIAGRAM

Start of Single-Phase

SEE "B500 - SWBD A - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DPA-EQ1 - ONE LINE
DIAGRAM" FOR CONTINUATION

Start of Single-Phase Start of Single-Phase

SEE "B500 - SWBD A - ONE LINE
DIAGRAM" FOR CONTINUATION
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SEE "B500 - SWBD A - ONE LINE
DIAGRAM" FOR CONTINUATION

NO SCALE
NO SCALE

NO SCALE

ELECTRICAL ROOM
GB100E

REPLACE
TR: XF: 500_Cook/Chill

REPLACE
TR: XF: 500_DP_SB

REPLACE
PANEL DP-SA

Open Open

(1) #350 THWN; 10 ft

150kVA; 5.15%Z
Pri: 480V
Sec: 208V

BUSSMANN  (FRS-R)
200 A

480V, 6.7968k SCA

(1) #250 THWN; 10 ft

208V, 5.2015k SCA

SIEMENS  (QJ2)
225 A

(1) #250 THWN; 60 ft

SIEMENS  (QJ2)
225 A

208V, 225A
4.4230k SCA
200k SCAR

SIEMENS  (BLH)
60 A

SIEMENS  (BLH)
80 A

SIEMENS  (BLH)
80 A

(1) #4 THWN; 1 ft (1) #4 THWN; 1 ft

120V,

(1) #6 THWN; 1 ft

(1) #350 THWN; 505 ft

120V,

F: 500_XF Tel Rm

XF: 500_Tel Rm

FU: 500_XF Tel Rm

DISC: 500_ESS-1

F: 500_Disc ESS-2

DISC: 500_ESS-2

CB: 500_ESS-2

F: 500_ESS-2

CB: 500_EDP-1-TR Main

PNL: 500_EDP-1-TR

CB: 500_Northern TechCB: 500_Rectifier #1 CB: 500_Rectifier #2

F: 500_Rectifier #1 F: 500_Rectifier #2

PNL: 500_EDP-2-TR

F: 500_Pnl EDP-2-TR

F: 500_ETT-1 Telephone

RECT: 500_Rectifier #1 RECT: 500_Rectifier #2

BUS-1229

(1) #250 THWN; 475 ft

GE  (SFHA)
200 A

480V, 225A
6.5146k SCA
18k SCAR

GE  (TEYF)
20 A

GE  (TEYF)
40 A

GE  (TEYF)
15 A

GE  (TEYF)
15 A

GE  (TEYF)
30 A

GE  (TEYF)
30 A

GE  (TEYF)
30 A

GE  (TEYF)
45 A

GE  (TEYF)
100 A

GE  (TEYF)
30 A

GE  (TEYF)
15 A

GE  (TEYF)
15 A

GE  (TEYF)
15 A

GE  (TEYF)
15 A

GE  (TEYF)
20 A

(1) #10 THWN; 105 ft

480V, 1.7640k SCA

(1) #10 THWN; 110 ft

480V, 1.7011k SCA

(1) #10 THWN; 110 ft

480V, 1.7011k SCA

(1) #6 THWN; 20 ft(1) #1 THWN; 60 ft

480V, 225A
5.3673k SCA
18k SCAR

(1) #10 THWN; 25 ft

480V, 4.1517k SCA

(1) #12 THWN; 15 ft

480V, 4.2583k SCA

(1) #12 THWN; 50 ft

480V, 2.1880k SCA

(1) #10 THWN; 30 ft (1) #10 THWN; 30 ft

GOULD SHAWMUT  (TRS)
25 A

LITTELFUSE  (FLSRID)
25 A

FERRAZ SHAWMUT  (TRS)
25 A

30kVA; 4.80%Z
Pri: 480V
Sec: 208V

GE  (TEYF)
70 A

(1) #4 THWN; 25 ft

FERRAZ SHAWMUT  (TRS)
30 A

FERRAZ SHAWMUT  (TRS)
6 A

(1) #12 THWN; 20 ft

FERRAZ SHAWMUT  (TRS)
3 A (1) #1 THWN; 20 ft

GE  (THQB)
100 A

208V, 125A
1.4993k SCA
65k SCAR

45kVA; 5.00%Z
Pri: 480V
Sec: 208V

(1) #2/0 THWN; 30 ft

GE  (TQD)
150 A

208V, 225A
1.9842k SCA
65k SCAR

GE  (THQB)
100 A

(1) #1 THWN; 10 ft

208V, 125A
1.9443k SCA
65k SCAR

1 @ 1.5 hp

1 @ 0.5 hp 1 @ 0.5 hp

F: 500_Pnl DP-SWW1

CB: 500_DP-SWW1 Main

PNL: 500_DP-SWW1

CB: 500_Pump CC-P1CB: 500_AHU-1 CB: 500_DOAS-1-SA-FanCB: 500_DOAS-1-RA-FanCB: 500_ACCU-1 CB: 500_ACCU-2 CB: 500_ACCU-3 CB: 500_XF PP-SWW1CB: 500_PNL LP-SWW1CB: 500_DHWG-Domestic HW CB: 500_Fan F-2 CB: 500_Fan F-3 CB: 500_Pump P-1 CB: 500_Pump P-2 CB: 500_Tube Blower

F: 500_ACCU-1

DISC: 500_DS-ACCU

F: 500_ACCU-2

DISC: 500_DS-ACCU-2

F: 500_ACCU-3

DISC: 500_DS-ACCU-3

F: 500_XF PP-SWW1F: 500_PNL LP-SWW1

PNL: 500_LP-SWW1

F: 500_DHWG-Domestic HW

DISC: 500_DWHG

F: 500_Fan F-2

DISC: 500_CMS-FAN-F-2

F: 500_Fan F-3

DISC: 500_CMS-FAN-F3

F: 500_Pump P-1 F: 500_Pump P-2

FU: 500_ACCU-1 FU: 500_ACCU-2 FU: 500_ACCU-3

XF: 500_PP-SWW1

CB: 500_XF RP-SWW1

F: 500_XF RP-SWW1

FU: 500_DWHG FU: 500_CMS-FAN-F-2

F: 500_CMS-FAN-F-2

FU: 500_CMS-FAN-F3

F: 500_Pnl PP-SWW1

CB: 500_PP-SWW1 Main

PNL: 500_PP-SWW1
XF: 500_RP-SWW1

F: 500_Pnl RP-SWW1

CB: 500_RP-SWW1 Main

PNL: 500_RP-SWW1

CB: 500_PNL RP-COFFEE

F: 500_PNL RP-COFFEE

PNL: 500_RP-COFFEE

MTR: 500_CMS-FAN-F-2

MTR: 500_Pump P-1 MTR: 500_Pump P-2

480V, 600A
23.9826k SCA
100k SCAR

SIEMENS  (E4)
70 A

ITE  (FJ)
100 A

SIEMENS  (E4)
100 A

ITE  (HE)
20 A

ITE  (JL)
175 A

ITE  (HE)
20 A

(1) #4 THWN; 250 ft (1) #2 THWN; 210 ft(1) #2 THWN; 60 ft (1) #2 THWN; 15 ft

113kVA; 5.50%Z
Pri: 480V
Sec: 208V

113kVA; 5.20%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 4.1126k SCA

(1) #500 THWN; 10 ft

208V, 400A
5.2158k SCA
100k SCAR

SQUARE D  (Q2)
150 A

(1) #1/0 THWN; 35 ft

SIEMENS  (E4)
50 A

ITE  (JL)
150 A

SIEMENS  (E4)
60 A

(1) #500 THWN; 5 ft

(1) #4/0 THWN; 10 ft

208V, 225A
5.0674k SCA
150k SCAR

208V, 400A
5.1560k SCA
100k SCAR

480V, 3.1653k SCA

LITTELFUSE  (FLSRID)
70 A

(1) #4 THWN; 12 ft

45kVA; 4.60%Z
Pri: 480V
Sec: 208V

(1) #2 THWN; 10 ft

SQUARE D  (QO-VH)
100 A

208V, 100A
2.0775k SCA
10k SCAR

(1) #500 THWN; 50 ft

208V, 3.6102k SCA

CUTLER-HAMMER  (ED)
150 A

480V, 13.1378k SCA

FERRAZ SHAWMUT  (TRS)
100 A

PNL: 500_DP-SA

CB: 500_Pnl Coffe Shop CB: 500_Cook/Chill XfmrCB: 500_Shredder by Dock CB: 500_Battery Charger CB: 500_DP-SB via T-7CB: 500_Xfmr Rm Ex Fans

F: 500_Pnl in 1D-148 F: 500_Cook/Chill XfmrF: 500_Shredder by Dock F: 500_DP-SB via T-7

XF: 500_Cook/ChillXF: 500_DP-SB

F: 500_Disc Cook/Chill 150A Ma

DISC: 500_Cook/Chill 150A Main

F: 500_Pnl DP-SB (Sect 1)

PNL: 500_DP-SB (Sect 1)

CB: 500_Cook/Chill 150A Main

F: 500_Cook/Chill 150A Main

CB: 500_Bus Duct S-3CB: 500_House Pnl 1 CB: 500_Pneumatic Tube SystemF: 500_Pnl DP-SB (Sect 2)

F: 500_House Pnl 1

PNL: 500_House Pnl 1

PNL: 500_DP-SB (Sect 2)

DISC: 500_XF RP-C1

FU: 500_XF RP-C1

F: 500_XF RP-C1

XF: 500_RP-C1

F: 500_Pnl RP-C1

CB: 500_RP-C1 Main

PNL: 500_RP-C1

F: 500_DP-SA

EP: 500_Cook/Chill 150A

CB: 500_Cook/Chill 150A

DISC: 500_Shredder

FU: 500_Shredder

BLDG 500 - DP-SWW1 - ONE LINE DIAGRAM

ELECTRICAL ROOM GA137H
BLDG 500 - EDP-1-TR - ONE LINE DIAGRAM

BLDG 500 - DP-SA - ONE LINE DIAGRAM

SEE "B500 - SWBD A - ONE LINE
DIAGRAM" FOR CONTINUATION

Start of Single-Phase

SEE "B500 - EMERGENCY - ONE LINE
DIAGRAM" FOR CONTINUATION (ATS-4)

Start of Single-Phase
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INCREASE PUMP, VFD, BREAKERS TO 15HP

PNL: 500_AC-P

CB: 500_AC-P Main

CB: 500_Tel-2 Pump CB: 500_Tel-1 Pump

F: 500_208V Pnl in GD-102B

CB: 500_208V Pnl in GD-102B

PNL: 500_EP-GD-102C

F: 500_EP-GD-102C

FU: 500_EP-GD-102C

DISC: 500_EP-GD-102C

F: 500_Disc EP-GD-102C

PNL: 500_Armory

CB: 500_Armory Main

F: 500_Pnl Armory

EP: 500_RF Filter

F: 500_RF Filter

FU: 500_RF Filter

DISC: 500_RF Filter

F: 500_Disc RF Filter

TAP: 500_PD Tap

F: 500_Disc R-70A Sect 1 Main

F: 500_INT/ERP-NEB-C

DISC: 500_R-70A Sect 1 Main

FU: 500_INT/ERP-NEB-C

DISC: 500_INT/ERP-NEB-C

FU: 500_R-70A Main

F: 500_R-70A Main

PNL: 500_R-70A Sect 1

F: 500_Pnl R-70A Sect 2

PNL: 500_R-70A Sect 2

F: 500_Disc INT/ERP-NEB-C

XF: 500_C-Site

F: 500_Xfmr C-Site

CB: 500_Xfmr C-Site

PNL: 500_ELP NEB-B

CB: 500_Comp #1CB: 500_Liebert #2 C SiteCB: 500_Bypass DiscCB: 500_ELP NEB-B2 CB: 500_Spare NEB (4) CB: 500_Comp #2CB: 500_Spare NEB (5)CB: 500_Liebert #1 C Site CB: 500_Liebert #2 Comp Rm F: 500_Disc UPS-NCB

F: 500_Comp #1F: 500_ELP NEB-B2

CB: 500_ELP-NEB-B2 Main

PNL: 500_ELP-NEB-B2

F: 500_Comp #2

DISC: 500_UPS-NCB

CB: 500_E-6 RFCB: 500_E-7 EF CB: 500_E-8 EFCB: 500_E-1 EF CB: 500_AC-3CB: 500_Pump #1 CB: 500_Pump #2

F: 500_E-6 RFF: 500_E-7 EF

DISC: 500_E-7 EF Starter

F: 500_E-8 EF

DISC: 500_EF-8 Starter

F: 500_E-1 EF

DISC: 500_EF-1 Starter

F: 500_AC-3

DISC: 500_AC-3 Starter

F: 500_Pump #1 F: 500_Pump #2

FU: 500_UPS NCB

F: 500_UPS NCB

DISC: 500_UPS

FU: 500_UPS

F: 500_UPS

FU: 500_E-7 EF FU: 500_EF-8

F: 500_EF-8

FU: 500_EF#1

F: 500_EF#1

PNL: 500_CCP Sect I

CB: 500_UPS Pnl 2nd Fl F: 500_Pnl CCP Sect II

F: 500_Pnl CCP Sect I

DISC: 500_CCP

F: 500_UPS Pnl 2nd Fl

PNL: 500_CCP Sect II

F: 500_Disc CCP

CB: 500_100A Panel (Tele Rm)

F: 500_100A Panel (Tele Rm)

PNL: 500_CCP Sect IIA

UPS: 500_NCB

TAP: 500_UPS

F: 500_UPS Bus

MTR: 500_AC-3MTR: 500_EF-8MTR: 500_EF#1

PNL: 500_UPS Pnl 2nd Fl

F: 500_ELP-NEB-B "Site C"

VFD: 500_Mtr AC-3

MTR: 500_Comp #1 MTR: 500_Comp #2

MTR: 500_Pump #2VFD: 500_E-6 RFVFD: Pump #1

MTR: 500_Pump #1 MTR: 500_E-6 RF

FU: 500_AC-3

CB: 500_CCP Sect I Main

INCREASE PUMP, VFD, BREAKERS TO 15HP
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NO SCALE

NO SCALE

REPLACE BREAKER

ALT PRI

(1) #6 THWN; 2 ft (1) #3 THWN; 5 ft

45kVA; 4.70%Z
Pri: 480V
Sec: 208V

SIEMENS  (HHED6)
70 A

480V, 250A
9.2670k SCA
200k SCAR

SIEMENS  (HFXD6)
200 A

(1) #3/0 THWN; 205 ft

SIEMENS  (HFXD6)
200 A

480V, 400A
22.6857k SCA
200k SCAR

(1) #2/0 THWN; 10 ft

SIEMENS  (QJH2)
150 A

208V, 250A
2.3346k SCA
200k SCAR

SIEMENS  (HJXD6-A)
400 A

SIEMENS  (HHED6)
100 A

SIEMENS  (HFXD6)
150 A

(1) #1 THWN; 50 ft

SIEMENS  (HHED6)
100 A

480V, 125A
14.9991k SCA
200k SCAR

(1) #2/0 THWN; 430 ft

SIEMENS  (HFXD6)
150 A

480V, 250A
4.8265k SCA
200k SCAR

SIEMENS  (HHED6)
50 A

SIEMENS  (HHED6)
60 A

SIEMENS  (HHED6)
125 A

(1) #4 THWN; 340 ft(1) #6 THWN; 20 ft (1) #1 THWN; 15 ft

75kVA; 5.80%Z
Pri: 480V
Sec: 208V

(1) #3/0 THWN; 10 ft

SQUARE D  (KD)
225 A

208V, 225A
2.7343k SCA
10k SCAR

SQUARE D  (QO)
100 A

(1) #1 THWN; 40 ft

SIEMENS  (HHED6)
70 A

(1) #4 THWN; 5 ft

45kVA; 4.70%Z
Pri: 480V
Sec: 208V

(1) #2/0 THWN; 10 ft

SIEMENS  (QJ2)
150 A

208V, 250A
2.4255k SCA
200k SCAR

SIEMENS  (BQD)
100 A

SIEMENS  (BQD)
80 A

(1) #1 THWN; 60 ft(1) #3 THWN; 40 ft

SIEMENS  (BQD)
80 A

(1) #3 THWN; 25 ft

480V, 225A
3.2657k SCA
200k SCAR

ITE  (EH)
30 A

ITE  (Unknown)ITE  (Unknown) ITE  (Unknown)

(1) #6 THWN; 40 ft

(1) #10 THWN; 30 ft(1) #12 THWN; 40 ft (1) #12 THWN; 15 ft(1) #12 THWN; 15 ft (1) #12 THWN; 30 ft

1 @ 15 hp

480V, 125A
1.6832k SCA
200k SCAR

SIEMENS  (E4)
50 A

SIEMENS  (HHED6)
40 A

(1) #4 THWN; 9 ft

30kVA; 4.20%Z
Pri: 480V
Sec: 208V

(1) #3 THWN; 10 ft

SIEMENS  (BL)
100 A

208V, 250A
1.3907k SCA
200k SCAR

208V, 100A
2.4470k SCA
200k SCAR

CUTLER-HAMMER  (ED)
100 A

SIEMENS  (BQD)
80 A

208V, 250A
2.1633k SCA
200k SCAR

SIEMENS  (BQD)
80 A

208V, 250A
2.1392k SCA
200k SCAR

SIEMENS  (FXD6-A)
100 A

208V, 250A
2.1166k SCA
200k SCAR

(1) #600 THWN; 40 ft

1 @ 0.5 hp 1 @ 0.8 hp 1 @ 3 hp1 @ 0.8 hp

60 A

ITE  (Unknown)

F: 500_MSP-NCB Xfer Sw (N) F: 500_XF EQP-NEB

XF: 500_EQP-NEB

CB: 500_XF EQP-NEB

PNL: 500_EQLP-NEB

CB: 500_EQLP-NEB Main

F: 500_EQLP-NEB

CB: 500_EQLP-NEB

PNL: 500_DPA-EQ1

F: 500_Pnl EQP-NEB

CB: 500_EQP-NEB Main

PNL: 500_EQP-NEB

CB: 500_DPA-EQ1 Main

CB: 500_EQLP-SEBCB: 500_EQLP-NCB

F: 500_EQLP-SEB

CB: 500_EQLP-SEB Main

PNL: 500_EQLP-SEB

F: 500_EQLP-NCB

CB: 500_EQLP-NCB Main

PNL: 500_EQLP-NCB

CB: 500_EQLP-SC2ACB: 500_MSP-NCB Xfer Sw CB: 500_XF EQP-NCB

F: 500_EQLP-SC2AF: 500_MSP-NCB Xfer Sw F: 500_XF EQP-NCB

XF: 500_EQP-NCB

F: 500_Pnl EQP-NCB

CB: 500_EQP-NCB Main

PNL: 500_EQP-NCB

CB: 500_EQP-NC1

F: 500_EQP-NC1

CB: 500_XF EQP-SEB

F: 500_XF EQP-SEB

XF: 500_EQP-SEB

F: 500_Pnl EQP-SEB

CB: 500_EQP-SEB Main

PNL: 500_EQP-SEB

CB: 500_EQP-SE2CB: 500_EQP-SE1

F: 500_EQP-SE2F: 500_EQP-SE1

CB: 500_EQP-NE1

F: 500_EQP-NE1

SWBD: 500_MSP-NCB

CB: 500_SF-21MCP: 500_P-6MCP: 500_P-5 MCP: 500_RF-3

F: 500_MSP-NCB

F: 500_SF-21F: 500_EF-5 F: 500_P-6F: 500_P-5 F: 500_RF-3

MTR: 500_SF-21

PNL: 500_EQLP-SC2A

CB: 500_EQLP-SC2A Main

CB: 500_XF EQP-SC2

F: 500_EQP-SC2

XF: 500_EQP-SC2

F: 500_Pnl EQP-SC2

CB: 500_EQP-SC2 Main

PNL: 500_EQP-SC2 PNL: 500_EQP-NC1

CB: 500_EQP-NC1 Main
CB: 500_EQP-NE1 Main

PNL: 500_EQP-NE1

CB: 500_EQP-SE1 Main

PNL: 500_EQP-SE1

CB: 500_EQP-SE2 Main

PNL: 500_EQP-SE2

F: 500_DPA-EQ1

MTR: 500_EF-5 MTR: 500_P-5 MTR: 500_RF-3MTR: 500_P-6

MTS: 500_MSP-NCB

MCP: 500_EF-5

(2) #500 THWN; 350 ft

480V, 800A
15.1812k SCA
100k SCAR

SIEMENS  (HHED6)
100 A

SIEMENS  (HHED6)
100 A

SIEMENS  (HHED6)
100 A

(1) #800 Class B; 20 ft

(1) #2 THWN; 125 ft

480V, 100A
6.9020k SCA
100k SCAR

(1) #2 THWN; 125 ft

480V, 100A
6.9020k SCA
100k SCAR

(1) #1/0 THWN; 10 ft

480V, 100A
14.3933k SCA
100k SCAR

480V, 800A
14.8872k SCA
100k SCAR

75kVA; 4.12%Z
Pri: 480V
Sec: 208V

(1) #3 THWN; 5 ft

ITE  (JL)
125 A

(1) #3/0 THWN; 5 ft

208V, 3.8980k SCA

SIEMENS  (E4)
90 A

(1) #2 THWN; 5 ft

75kVA; 4.10%Z
Pri: 480V
Sec: 208V

(1) #2/0 THWN; 3 ft

208V, 3.9324k SCA

SIEMENS  (E4)
50 A

(1) #6 THWN; 10 ft

30kVA; 4.32%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 1.7964k SCA

SIEMENS  (CFD6)
200 A

(1) #3/0 THWN; 3 ft

208V, 225A
3.8669k SCA
100k SCAR

SIEMENS  (CFD6)
175 A

(1) #2/0 THWN; 3 ft

208V, 225A
3.8966k SCA
100k SCAR

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 5 ft

208V, 225A
1.7834k SCA
100k SCAR

(1) #4/0 THWN; 5 ft

208V, 225A
3.8217k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 225A
3.8303k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 225A
1.7705k SCA
100k SCAR

SIEMENS  (HHED6)
100 A

SIEMENS  (HHED6)
100 A

SIEMENS  (HHED6)
100 A

(1) #800 Class B; 20 ft

(1) #2 THWN; 125 ft

480V, 100A
6.8306k SCA
100k SCAR

(1) #2 THWN; 125 ft

480V, 100A
6.8306k SCA
100k SCAR

(1) #1/0 THWN; 15 ft

480V, 225A
13.7556k SCA
100k SCAR

480V, 800A
14.6025k SCA
100k SCAR

SIEMENS  (HHED6)
100 A

SIEMENS  (HHED6)
100 A

SIEMENS  (HHED6)
100 A

(1) #800 Class B; 20 ft

(1) #1/0 THWN; 125 ft

480V, 225A
8.2283k SCA
200k SCAR

(1) #1/0 THWN; 125 ft

480V, 125A
8.2283k SCA
200k SCAR

(1) #1/0 THWN; 10 ft

480V, 100A
13.8581k SCA
100k SCAR

480V, 800A
14.3269k SCA
100k SCAR

SIEMENS  (E4)
50 A

(1) #8 THWN; 10 ft

30kVA; 4.32%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 1.7130k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 3 ft

208V, 225A
1.7055k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 225A
1.6930k SCA
100k SCAR

SIEMENS  (E4)
70 A

(1) #6 THWN; 10 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.4370k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 3 ft

208V, 225A
2.4216k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 225A
2.3963k SCA
100k SCAR

SIEMENS  (E4)
70 A

(1) #6 THWN; 10 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.5874k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 5 ft

208V, 225A
2.5606k SCA
100k SCAR

(1) #1/0 THWN; 3 ft

208V, 225A
2.5446k SCA
100k SCAR

SIEMENS  (E4)
40 A

SIEMENS  (E4)
70 A

(1) #6 THWN; 5 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.6017k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 3 ft

208V, 225A
2.5856k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 225A
2.5588k SCA
100k SCAR

CUTLER-HAMMER  (GHB)
70 A

(1) #6 THWN; 10 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

CUTLER-HAMMER  (EDB)
150 A

208V, 150A
2.4747k SCA
200k SCAR

(1) #1/0 THWN; 3 ft

208V, 150A
2.4593k SCA
200k SCAR

SIEMENS  (BQD)
70 A

(1) #6 THWN; 5 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

SIEMENS  (QJ2)
150 A

208V, 225A
2.4876k SCA
200k SCAR

(1) #1/0 THWN; 3 ft

208V, 250A
2.4721k SCA
200k SCAR

SIEMENS  (HHED6)
100 A

SIEMENS  (HHED6)
100 A (1) #800 Class B; 35 ft

(1) #1/0 THWN; 130 ft

480V, 100A
7.9784k SCA
100k SCAR

(1) #1/0 THWN; 130 ft

480V, 125A
7.9784k SCA
200k SCAR

480V, 800A
13.8651k SCA
100k SCAR

SIEMENS  (E4)
50 A

(1) #6 THWN; 10 ft

CUTLER-HAMMER  (GHB)
70 A

(1) #6 THWN; 10 ft

ITE  (EH)
50 A

(1) #6 THWN; 25 ft

480V, 100A
9.5661k SCA
100k SCAR

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.4664k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 3 ft

208V, 225A
2.4510k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 225A
2.4257k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 2.4664k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 3 ft

208V, 225A
2.4510k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 225A
2.4257k SCA
100k SCAR

F: 500_Bus Duct Run

BD: 500_BD-3 Fl 3

CB: 500_Buss Switch-LP-3A CB: 500_Buss Switch-LP-3B CB: 500_Buss Switch-LP-3C

F: 500_BD-3 Fl 4

F: 500_LP-3A

PNL: 500_LP-3A

F: 500_LP-3B

PNL: 500_LP-3B

F: 500_LP-3C

PNL: 500_LP-3C

BD: 500_BD-3 Fl 4

XF: 500_RP-3A Sect 1&2

F: 500_RP-3A Sect 1&2

CB: 500_RP-3A Sect 1&2

F: 500_Disc RP-3A Main

DISC: 500_RP-3A Main

CB: 500_RP-3B Sect 1&2

F: 500_RP-3B Sect 1&2

XF: 500_RP-3B Sect 1&2

F: 500_Disc RP-3B Main

DISC: 500_RP-3B Main

CB: 500_RP-3C Sect 1&2

F: 500_RP-3C Sect 1&2

XF: 500_R-3C Sect 1&2

F: 500_Disc RP-3C Main

DISC: 500_RP-3C Main

CB: 500_RP-3A Main

F: 500_RP-3A Main

PNL: 500_RP-3A Sect 1

CB: 500_RP-3B Main

F: 500_RP-3B Main

PNL: 500_RP-3B Sect 1

CB: 500_RP-3C Main

F: 500_RP-3C Main

PNL: 500_RP-3C Sect 1

F: 500_Pnl RP-3A Sect 2

PNL: 500_RP-3A Sect 2

F: 500_Pnl RP-3B Sect 2

PNL: 500_RP-3B Sect 2

F: 500_Pnl RP-3C Sect 2

PNL: 500_RP-3C Sect 2

CB: 500_Buss Switch LP-4A CB: 500_Buss Switch LP-4B CB: 500_Buss Switch LP-4C

F: 500_BD-3 Fl 5

F: 500_LP-4A

PNL: 500_LP-4A

F: 500_LP-4B

PNL: 500_LP-4B

F: 500_LP-4C

PNL: 500_LP-4C

BD: 500_BD-3 Fl 5

CB: 500_Bus Switch LP-5A CB: 500_Bus Switch LP-5B CB: 500_Bus Switch LP-5C

F: 500_BD-3 Fl 6

F: 500_LP-5A

PNL: 500_LP-5A

F: 500_LP-5B

PNL: 500_LP-5B

F: 500_LP-5C

PNL: 500_LP-5C

BD: 500_BD-3 Fl 6

CB: 500_RP-4B Sect 1&2

F: 500_RP-4B Sect 1&2

XF: 500_RP-4B Sect 1&2

F: 500_Disc RP-4B Main

DISC: 500_RP-4B Main

CB: 500_RP-4B Main

F: 500_RP-4B Main

PNL: 500_RP-4B Sect 1

F: 500_Pnl RP-4B Sect 2

PNL: 500_RP-4B Sect 2

CB: 500_RP-4A Sect 1&2

F: 500_RP-4A Sect 1&2

XF: 500_RP-4A Sect 1&2

F: 500_Disc RP-4A Main

DISC: 500_RP-4A Main

CB: 500_RP-4A Main

F: 500_RP-4A Main

PNL: 500_RP-4A Sect 1

F: 500_Pnl RP-4A Sect 2

PNL: 500_RP-4A Sect 2

CB: 500_RP-4C Sect 1&2

F: 500_RP-4C Sect 1&2

XF: 500_RP-4C Sect 1&2

F: 500_Disc RP-4C Main

DISC: 500_RP-4C Main

CB: 500_RP-4C Main

F: 500_RP-4C Main

PNL: 500_RP-4C Sect 1

F: 500_Pnl RP-4C Sect 2

PNL: 500_RP-4C Sect 2

CB: 500_4C-104

CB: 500_RP-5C Sect 1&2

F: 500_RP-5C Sect 1&2

XF: 500_RP-5C Sect 1&2

F: 500_Disc RP-5C Main

DISC: 500_RP-5C Main

CB: 500_RP-5C Main

F: 500_RP-5C Main

PNL: 500_RP-5C Sect 1

F: 500_Pnl RP-5C Sect 2

PNL: 500_RP-5C Sect 2

CB: 500_RP-5A Sect 1&2

F: 500_RP-5A Sect 1&2

XF: 500_RP-5A Sect 1&2

F: 500_Pnl RP-5A (sec 1)

CB: 500_RP-5A (sec 1) Main

PNL: 500_RP-5A (sec 1)

F: 500_Pnl RP-5A (sec 2)

PNL: 500_RP-5A (sec 2)

CB: 500_RP-5B Sect 1&2

F: 500_RP-5B Sect 1&2

XF: 500_RP-5B Sect 1&2

F: 500_Pnl RP-5B Sect 1

CB: 500_RP-5B Sect 1 Main

PNL: 500_RP-5B Sect 1

F: 500_Pnl RP-5B Sect 2

PNL: 500_RP-5B Sect 2

CB: 500_Buss Switch LP-6A CB: 500_Buss Switch LP-6B
F: 500_BD-3 PH

F: 500_LP-6A

PNL: 500_LP-6A

F: 500_LP-6B

PNL: 500_LP6B

BD: 500_BD-3 PH

CB: 500_RP-6A Sect 1&2

F: 500_RP-6A Sect 1&2

CB: 500_RP-6B Sect 1&2

F: 500_RP-6B Sect 1&2

CB: 500_Buss Switch LP-P

F: 500_Buss Switch LP-P

PNL: 500_LP-P

XF: 500_RP-6A Sect 1&2 XF: 500_RP-6B Sect 1&2

F: 500_Disc RP-6B Main

DISC: 500_RP-6B Main

CB: 500_RP-6B Main

F: 500_RP-6B Main

PNL: 500_RP-6B Sect 1

F: 500_Pnl RP-6B Sect 2

PNL: 500_RP-6B Sect 2

F: 500_Disc RP-6A Main

DISC: 500_RP-6A Main

CB: 500_RP-6A Main

F: 500_RP-6A Main

PNL: 500_RP-6A Sect 1

F: 500_Pnl RP-6A Sect 2

PNL: 500_RP-6A Sect 2

BLDG 500 - BD-3 - ONE LINE DIAGRAM

BLDG 500 - DPA-EQ1 - ONE LINE DIAGRAM

SEE "B500 - SWBD A - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-NCB, NC1, NC2 - ONE
LINE DIAGRAM" FOR CONTINUATION

SEE "B500 - EMERGENCY - ONE LINE
DIAGRAM" FOR CONTINUATION (ATS-6)

1 2 3 4 5 6 7 8 9 10

1 2 3 4 5 6 7 8 9 10

A

B

C

D

E

F
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B
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NO SCALE

REPLACE ELP-SWB

ELECTRICAL ROOM, GC105D

(1) #6 THWN; 5 ft

75kVA; 5.50%Z
Pri: 480V
Sec: 208V

SIEMENS  (E4)
70 A

480V, 100A
3.2363k SCA
100k SCAR

208V, 2.6626k SCA

ITE  (HE)
20 A

(1) #2 THWN; 5 ft

(1) #12 THWN; 95 ft

480V, 3.2755k SCA

(1) #3 THWN; 10 ft

208V, 100A
2.5549k SCA
100k SCAR

(1) #1/0 THWN; 65 ft

480V, 3.6640k SCA

SIEMENS  (E4)
30 A

(1) #1/0 THWN; 470 ft

(1) #2 THWN; 15 ft

ITE  (JL)
125 A

480V, 1200A
20.5653k SCA
30k SCAR

SIEMENS  (E4)
100 A

480V, 100A
3.5212k SCA
100k SCAR

SIEMENS  (SKM)
800 A, 600 A Plug

ITE  (JL)
125 A

ITE  (JL)
250 A

ITE  (JL)
125 A

ITE  (JL)
125 A

SIEMENS  (HED4)
125 A

(1) #10 TW; 5 ft

(1) #1/0 THWN; 635 ft

480V, 2.8156k SCA

(1) #500 THWN; 340 ft(1) #2/0 THWN; 290 ft (1) #2/0 THWN; 115 ft (1) #1/0 THWN; 135 ft
480V, 16.2515k SCA

SIEMENS  (E4)
70 A

(1) #6 THWN; 50 ft

480V, 2.6894k SCA

(1) #4 THWN; 45 ft

480V, 125A
2.3597k SCA
25k SCAR

GE  (THED)
20 A

GE  (THED)
20 A

GE  (THED)
20 A

GE  (THED)
20 A

GE  (THED)
20 A

BUSSMANN  (FRS-R)
30 A

(1) #1/0 THWN; 10 ft(1) #2 THWN; 10 ft

480V, 2.7766k SCA

SIEMENS  (E4)
100 A

480V, 100A
2.7580k SCA
100k SCAR

(1) #2 THWN; 10 ft (1) #1/0 THWN; 10 ft

ITE  (HE)
100 A

480V, 100A
2.7205k SCA
100k SCAR

ITE  (HE)
100 A

480V, 100A
2.7386k SCA
100k SCAR

SIEMENS  (E4)
20 A

SIEMENS  (E2)
30 A

SIEMENS  (E4)
20 A

SIEMENS  (E4)
50 A

(1) #6 THWN; 15 ft

SIEMENS  (ED6)
25 A

SIEMENS  (E4)
30 A

(1) #10 THWN; 10 ft

15kVA; 4.40%Z
Pri: 480V
Sec: 208V

(1) #6 THWN; 10 ft

208V, 0.8208k SCA

SIEMENS  (ED6)
50 A

(1) #6 THWN; 5 ft

208V, 100A
0.8122k SCA
100k SCAR

(1) #2 THWN; 10 ft

SIEMENS  (E4)
100 A

480V, 100A
2.2994k SCA
100k SCAR

SIEMENS  (E4)
20 A

(1) #12 THWN; 55 ft

480V, 1.2559k SCA

BUSSMANN  (FRS-R)
8 A

208V, 2.6081k SCA

BUSSMANN  (FRS-R)
100 A

(1) #3 THWN; 5 ft

(1) #3 THWN; 30 ft

SQUARE D  (QO)
100 A

208V, 100A
2.3080k SCA
10k SCAR

480V, 225A
9.2386k SCA
100k SCAR

GE  (SFLA)
125 A

GE  (TEY)
15 A

(1) #12 THWN; 55 ft

480V, 2.1664k SCA

GOULD SHAWMUT  (AJT)
10 A

30kVA; 5.10%Z
Pri: 480V
Sec: 208V

(1) #2 THWN; 10 ft

SQUARE D  (QD)
100 A

208V, 150A
1.3196k SCA
65k SCAR

(1) #1/0 THWN; 40 ft

SIEMENS  (E4)
100 A

480V, 100A
2.1626k SCA
100k SCAR

ITE  (HE)
20 A

(1) #12 THWN; 5 ft

480V, 100A
0.7359k SCA
100k SCAR

SIEMENS  (E4)
60 A

(1) #6 THWN; 8 ft

15kVA; 5.00%Z
Pri: 480V
Sec: 208V

208V, 0.7350k SCA

SIEMENS  (ED6)
50 A

(1) #6 THWN; 5 ft

(1) #6 THWN; 5 ft

208V, 225A
0.7280k SCA
100k SCAR

45kVA; 6.20%Z
Pri: 480V
Sec: 208V

(1) #3 THWN; 5 ft

208V, 1.0482k SCA

SIEMENS  (ED6)
80 A

(1) #3 THWN; 2 ft

208V, 225A
1.0439k SCA
100k SCAR

(1) #8 THWN; 5 ft

208V, 1.0133k SCA

480V, 3.2564k SCA

480V, 1.0763k SCA

WESTINGHOUSE  (EH)
15 A

FERRAZ SHAWMUT  (AJT)
25 A

BUSSMANN  (JKS)
20 A

FERRAZ SHAWMUT  (TRS)
10 A

208V, 50A
0.7205k SCA
65k SCAR

(1) #6 THWN; 70 ft

SQUARE D  (FA)
50 A

208V, 0.8372k SCA

(1) #6 THWN; 3 ft

15kVA; 4.60%Z
Pri: 480V
Sec: 208V

208V, 125A
1.3286k SCA
22k SCAR

GE  (THHQB)
100 A

(1) #2 THWN; 8 ft

30kVA; 5.80%Z
Pri: 480V
Sec: 208V

(1) #10 THWN; 45 ft

480V, 2.5325k SCA

(1) #12 THWN; 45 ft(1) #10 THWN; 50 ft

480V, 4.0839k SCA

(1) #10 THWN; 35 ft(1) #8 THWN; 10 ft

GE  (TEY)
25 A

GE  (TEY)
15 A

GE  (TEY)
25 A

GE  (TEY)
30 A

GE  (TEY)
50 A

(2) #4/0 THWN; 100 ft

(1) #1/0 THWN; 30 ft

ITE  (HE)
100 A

480V, 100A
3.1226k SCA
100k SCAR

SIEMENS  (HED4)
50 A

(1) #6 THWN; 15 ft

30kVA; 4.40%Z
Pri: 480V
Sec: 208V

(1) #2 THWN; 25 ft

SIEMENS  (BLH)
100 A

208V, 100A
1.4735k SCA
200k SCAR

(1) #1200 Class B; 5 ft

480V, 2.3401k SCA

(1) #2 THWN; 520 ft

ITE  (JL)
125 A

(1) #1/0 THWN; 30 ft

480V, 2.2606k SCA

480V, 100A
2.2490k SCA
100k SCAR

(1) #2 THWN; 3 ft

480V, 250A
0.4831k SCA
65k SCAR

(1) #2 THWN; 5 ft

30kVA; 3.60%Z
Pri: 480V
Sec: 480V

(1) #8 THWN; 315 ft

(1) #6 THWN; 7 ft

SIEMENS  (HED4)
40 A

ITE  (HE)
20 A

F: 500_XF EP-SW1

XF: 500_EP-SW1

CB: 500_XF EP-SW1

PNL: 500_ELP-SW1

TAP: 500_XF EP-SW1 Sec

CB: 500_CU-11

F: 500_Pnl ELP-SW1

F: 500_CU-11

TAP: 500_PB-EM7-SW1

F: 500_Pnl EP-SW1

PNL: 500_EP-SW1

F: 500_PB-EM7-SW1

TAP: 500_ELP-SWB

CB: 500_Canteen Fr Evap

F: 500_ELP-SWB-1-2

F: 500_Pnl ELP-SWB

CB: 500_ELP-SWB-1-2

SWBD: 500_Critical

CB: 500_ELP-SWB Main

PNL: 500_ELP-SWB

CB: 500_Critical Main

CB: 500_ELP-NWB-1-2CB: 500_EMDPCB: 500_ELP-NEB-1-2 CB: 500_ELP-SEB-1-2 CB: 500_ELP-SE1AF: 500_Disc Critical SPD

F: 500_ELP-NWB-1-2

TAP: 500_PB-EM8-NWB

F: 500_EMDPF: 500_ELP-NEB-1-2 F: 500_ELP-SEB-1-2 F: 500_ELP-SE1A
DISC: 500_Critical SPD

CB: 500_DP-EKR

F: 500_DP-EKR

TAP: 500_DP-EKR

F: 500_Pnl DP-EKRa

PNL: 500_DP-EKR

CB: 500_Cond Unit #7CB: 500_Cond Unit #6 CB: 500_Exh Fans #2 & #4CB: 500_Cond Unit #3 CB: 500_Cond Unit #4

FU: 500_Critical SPD

F: 500_PB-EM9-NW1F: 500_Pnl ELP-NWB

TAP: 500_PB-EM9-NW1

CB: 500_ELP-NWB Main

PNL: 500_ELP-NWB F: 500_Pnl ELP-NW1 F: 500_Pnl ELP-NW2

CB: 500_ELP-NW1 Main

PNL: 500_ELP-NW1

CB: 500_ELP-NW2 Main

PNL: 500_ELP-NW2

CB: 500_Spare NWBCB: 500_Spare NWB (2) CB: 500_Ethylene Oxide Starter

CB: 500_ERP-NW2

F: 500_XF ERP-NW2

CB: 500_XF EP-NW1CB: 500_Water Heater

F: 500_XF EP-NW1

XF: 500_EP-NW1

F: 500_Disc EP-NW1 Main

DISC: 500_EP-NW1 Main

CB: 500_EP-NW1 Main

F: 500_EP-NW1 Main

PNL: 500_EP-NW1

F: 500_Pnl ELP-NCB

CB: 500_ELP-NCB Main

PNL: 500_ELP-NCB

CB: 500_Jockey Pump

F: 500_Jockey Pump

DISC: 500_Jockey Pump Starter

FU: 500_Jockey Pump

DISC: 500_DP-EQ

FU: 500_DP-EQ

F: 500_Disc DP-EQ

F: 500_DP-EQ

CB: 500_DP-EQ Main

PNL: 500_DP-EQ

PNL: 500_ELP-SE1A

CB: 500_ELP-SE1A Main

CB: 500_RF1

F: 500_RF1

DISC: 500_RF-1

FU: 500_1D180_RF-1

XF: 500_ERP-NW2

F: 500_ERP-NW2

CB: 500_ERP-NW2 Main

PNL: 500_ERP-NW2

F: 500_Pnl ELP-NC2

CB: 500_ELP-NC2 Main

PNL: 500_ELP-NC2 CB: 500_EP-NC1

F: 500_EP-NC1

PNL: 500_ELP-SC1A

CB: 500_XF EP-SC1A

F: 500_EP-SC1A

XF: 500_EP-NC1

DISC: 500_EP-NC1 Main

CB: 500_EP-NC1 Main

F: 500_Disc EP-NC1 Main

F: 500_EP-NC1 Main

PNL: 500_EP-NC1

XF: 500_EP-SC1A

F: 500_Disc EP-SC1A Main

DISC: 500_EP-SC1A Main

CB: 500_EP-SC1A Main

F: 500_EP-SC1A Main

PNL: 500_EP-SC1A

F: 500_Disc Revolving Door

DISC: 500_Revolving Door

DISC: 500_1D180_SF1

DISC: 500_CU-11

CB: 500_Disc CU-11

FU: 500_1D180_SF-1 FU: 500_AHU-AH1 FU: 500_PRV-1

PNL: 500_EP-SE1B

F: 500_EP-SE1B

CB: 500_EP-SE1B Main

DISC: 500_EP-SE1B Main

F: 500_Disc EP-SE1B Main

XF: 500_EP-SE1B

PNL: 500_EP-SE1A

CB: 500_EP-SE1A Main

F: 500_Pnl EP-SE1A

XF: 500_EP-SE1A

F: 500_XF EP-SE1B

DISC: 500_PRV-1

F: 500_PRV1F: 500_SF1

DISC: 500_AHU-AH1

F: 500_AHU-AH1F: 500_XF EP-SE1A

CB: 500_XF EP-SE1B CB: 500_PRV1CB: 500_SF1 CB: 500_AHU-AH1CB: 500_XF EP-SE1A

F: 500_Critical Branch

F: 500_Pnl ELP-SW2

CB: 500_ELP-SW2 Main

PNL: 500_ELP-SW2

CB: 500_XFMR ERP-SW2

F: 500_XFMR ERP-SW2

XF: 500_ERP-SW2

F: 500_Pnl ERP-SW2

CB: 500_ERP-SW2 Main

PNL: 500_ERP-SW2

F: 500_Emerg Tie

TAP: 500_PB-EM4-NCB

F: 500_ELP-NCB-1-2

CB: 500_ELP-NCB-1-2

F: 500_PB-EM5-NC1

TAP: 500_PB-EM5-NC1

PNL: 500_ELP-NC1

F: 500_Pnl ELP-NC1

PNL: 500_EP-SC1A-LT

F: 500_Pnl EP-SC1A-LT

XF: 500_EP-SC1A-LT

F: 500_ELP-SC1A

F: 500_EP-SC1A-LT

CB: 500_XF EP-SC1A-LT

CB: 500_ELP-SC1A

BLDG 500 - CRITICAL - ONE LINE DIAGRAM

SEE "B500 - SWBD EQUIPMENT- ONE
LINE DIAGRAM" FOR CONTINUATION

SEE "B500 - SWBD EMDP - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - ELP-SE - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - ELP-NE - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - EMERGENCY - ONE LINE
DIAGRAM" FOR CONTINUATION (ATS-8)
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NO SCALE

NO SCALE

REPLACE PANEL
PN 500_EQP-SWB

RESET BREAKER

REPLACE PANEL
PN 500_ELS-SWB

REPLACE BREAKER

REPLACE BREAKER

480V, 400A
23.1254k SCA
200k SCAR

SIEMENS  (HJXD6-A)
400 A

SIEMENS  (HEB)
100 A

SIEMENS  (HEB)
100 A

SIEMENS  (HEB)
100 A

SIEMENS  (HEB)
100 A

SIEMENS  (HEB)
100 A

SIEMENS  (HJXD6-A)
300 A

(1) #2 THWN; 30 ft

480V, 17.0971k SCA

(1) #2 THWN; 210 ft

480V, 5.3842k SCA

(1) #2 THWN; 425 ft

480V, 2.8806k SCA

(1) #2 THWN; 390 ft

480V, 3.1176k SCA

(1) #2 THWN; 570 ft

480V, 2.1895k SCA

(1) #600 THWN; 400 ft

(1) #2 THWN; 15 ft

CUTLER-HAMMER  (GHB)
60 A

480V, 100A
2.1365k SCA
200k SCAR

(1) #2 THWN; 5 ft

CUTLER-HAMMER  (GHB)
60 A

480V, 60A
2.8496k SCA
200k SCAR

(1) #2 THWN; 5 ft

CUTLER-HAMMER  (GHB)
60 A

480V, 100A
16.2643k SCA
200k SCAR

(1) #2 THWN; 15 ft

CUTLER-HAMMER  (GHB)
100 A

480V, 60A
5.0787k SCA
200k SCAR

(1) #2 THWN; 30 ft(1) #2 THWN; 15 ft

480V, 2.9122k SCA

CUTLER-HAMMER  (GHB)
60 A

480V, 60A
3.0114k SCA
200k SCAR

(1) #2 THWN; 5 ft

CUTLER-HAMMER  (GHB)
60 A

480V, 60A
2.8806k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
40 A

(1) #6 THWN; 290 ft

480V, 1.6342k SCA

(1) #2 THWN; 10 ft

(1) #2 THWN; 205 ft

CUTLER-HAMMER  (GHB)
60 A

480V, 60A
1.6143k SCA
200k SCAR

480V, 2.7605k SCA

(1) #2 THWN; 5 ft(1) #2 THWN; 25 ft

(1) #2 THWN; 20 ft

CUTLER-HAMMER  (GHB)
60 A

480V, 60A
2.7321k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
60 A

480V, 60A
2.6238k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 8 ft

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

(1) #8 THWN; 9 ft

CUTLER-HAMMER  (BAB)
40 A

208V, 40A
0.4469k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
40 A

(1) #8 THWN; 295 ft

480V, 100A
0.8082k SCA
100k SCAR

480V, 4.9844k SCA

(1) #2 THWN; 20 ft

(1) #2 THWN; 3 ft(1) #2 THWN; 20 ft

CUTLER-HAMMER  (GHB)
60 A

480V, 60A
4.9294k SCA
200k SCAR

480V, 100A
4.6390k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 7 ft

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

(1) #8 THWN; 8 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 40A
0.4579k SCA
200k SCAR

480V, 14.0986k SCA

(1) #2 THWN; 20 ft

(1) #2 THWN; 5 ft (1) #2 THWN; 20 ft

CUTLER-HAMMER  (GHB)
60 A

480V, 60A
13.4774k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
60 A

480V, 60A
11.8665k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 7 ft

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

(1) #8 THWN; 7 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 40A
0.4670k SCA
200k SCAR

480V, 100A
1.1579k SCA
200k SCAR

480V, 60A
1.5948k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
60 A

(1) #2 THWN; 20 ft

(1) #600 THWN; 35 ft

(1) #2 THWN; 55 ft

CUTLER-HAMMER  (GHB)
60 A

480V, 60A
2.5980k SCA
200k SCAR

480V, 400A
8.4101k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
60 A

CUTLER-HAMMER  (GHB)
60 A

CUTLER-HAMMER  (GHB)
60 A

CUTLER-HAMMER  (GHB)
60 A

CUTLER-HAMMER  (GHB)
60 A

CUTLER-HAMMER  (GHB)
60 A

CUTLER-HAMMER  (GHB)
60 A

CUTLER-HAMMER  (GHB)
60 A

CUTLER-HAMMER  (GHB)
60 A

CUTLER-HAMMER  (GHB)
60 A

CUTLER-HAMMER  (GHB)
60 A

CUTLER-HAMMER  (GHB)
20 A

CUTLER-HAMMER  (GHB)
20 A

(1) #2 THWN; 195 ft

480V, 100A
4.1241k SCA
200k SCAR

(1) #2 THWN; 195 ft

480V, 100A
4.1241k SCA
200k SCAR

(1) #2 THWN; 200 ft

480V, 100A
4.0650k SCA
200k SCAR

(1) #2 THWN; 200 ft

480V, 100A
4.0650k SCA
200k SCAR

(1) #2 THWN; 175 ft

480V, 100A
4.3769k SCA
200k SCAR

(1) #2 THWN; 175 ft

480V, 100A
4.3769k SCA
200k SCAR

(1) #2 THWN; 165 ft

480V, 100A
4.5141k SCA
200k SCAR

(1) #2 THWN; 155 ft

480V, 100A
4.6592k SCA
200k SCAR

(1) #2 THWN; 95 ft

480V, 100A
5.7331k SCA
200k SCAR

(1) #2 THWN; 80 ft

480V, 100A
6.0677k SCA
200k SCAR

(1) #2 THWN; 60 ft

480V, 100A
6.5633k SCA
200k SCAR

(1) #10 THWN; 20 ft(1) #10 THWN; 35 ft

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 10 ft

15kVA; 5.10%Z
Pri: 480V
Sec: 208V

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

(1) #6 THWN; 5 ft

208V, 100A
0.7666k SCA
100k SCAR

(1) #8 THWN; 5 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 40A
0.4596k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 10 ft

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 10 ft

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

(1) #8 THWN; 10 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 100A
0.4516k SCA
200k SCAR

(1) #8 THWN; 10 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 40A
0.4525k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 10 ft

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

(1) #8 THWN; 10 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 40A
0.4507k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 10 ft

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 10 ft

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

(1) #8 THWN; 10 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 40A
0.4507k SCA
200k SCAR

(1) #8 THWN; 5 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 40A
0.4541k SCA
200k SCAR

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 10 ft

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 10 ft

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 10 ft

CUTLER-HAMMER  (GHB)
20 A

(1) #10 THWN; 10 ft

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

9kVA; 5.20%Z
Pri: 480V
Sec: 208V

(1) #8 THWN; 10 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 40A
0.4516k SCA
200k SCAR

(1) #8 THWN; 5 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 60A
0.4557k SCA
200k SCAR

(1) #8 THWN; 5 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 40A
0.4589k SCA
200k SCAR

(1) #8 THWN; 10 ft

CUTLER-HAMMER  (QBHW)
40 A

208V, 40A
0.4569k SCA
200k SCAR

9kVA; 3.42%Z
Pri: 480V
Sec: 208V

(1) #6 THWN; 3 ft

208V, 100A
0.6855k SCA
100k SCAR

SIEMENS  (E2)
20 A

SIEMENS  (E4)
20 A

(1) #10 THWN; 5 ft

208V, 50A
0.6738k SCA
65k SCAR

PNL: 500_DPA-LS

CB: 500_DPA-LS Main

CB: 500_ELS-SEB,1,2 CB: 500_ELS-NEB,1,2CB: 500_ELS-NCB,1,2 CB: 500_ELS-SWB,1,2 CB: 500_ELS-NWB,1,2CB: 500_DP-LS

F: 500_ELS-SEB,1,2

TAP: 500_ELS-SEB

F: 500_ELS-NEB,1,2

TAP: 500_ELS-NEB

F: 500_ELS-NCB,1,2

TAP: 500_ELS-NCB

F: 500_ELS-SWB,1,2

TAP: 500_ELS-SWB

F: 500_ELS-NWB,1,2

TAP: 500_ELS-NWB

F: 500_DP-LS

F: 500_Pnl ELS-NWB

CB: 500_ELS-NWB Main

PNL: 500_ELS-NWB

F: 500_Pnl ELS-NCB

CB: 500_ELS-NCB Main

PNL: 500_ELS-NCB

F: 500_Pnl ELS-SEB

CB: 500_ELS-SEB Main

PNL: 500_ELS-SEB

F: 500_Pnl ELS-NEB

CB: 500_ELS-NEB Main

PNL: 500_ELS-NEB

F: 500_ELS-SW1F: 500_Pnl ELS-SWB

TAP: 500_ELS-SW1

CB: 500_ELS-SWB Main

PNL: 500_ELS-SWB F: 500_Pnl ELS-SW1

CB: 500_ELS-SW1 Main

PNL: 500_ELS-SW1

CB: 500_ELS-SC1A

F: 500_ELS-SC1A

TAP: 500_ELS-NW1

F: 500_Pnl ELS-NW1

F: 500_Tap ELS-NW1

CB: 500_ELS-NW1 Main

PNL: 500_ELS-NW1

TAP: 500_ELS-NC1

F: 500_Pnl ELS-NC1F: 500_Pnl ELS-NC2

F: 500_TAP ELS-NC1

CB: 500_ELS-NC1 Main

PNL: 500_ELS-NC1

CB: 500_ELS-NC2 Main

PNL: 500_ELS-NC2

CB: 500_XF ELLS-NC1

F: 500_XF ELLS-NC1

XF: 500_ELLS-NC1

F: 500_Pnl ELLS-NC1

CB: 500_ELLS-NC1 Main

PNL: 500_ELLS-NC1

CB: 500_ELP-SC2A

F: 500_ELP-SC2A

PNL: 500_ELP-SC2A

TAP: 500_ELS-NE1

F: 500_ELS-NE1

F: 500_Pnl ELS-NE1F: 500_Pnl ELS-NE2

CB: 500_ELS-NE1 Main

PNL: 500_ELS-NE1

PNL: 500_ELS-NE2

CB: 500_XF ELLS-NE1

F: 500_XF ELLS-NE1

XF: 500_ELLS-NE1

F: 500_ELLS-NE1

CB: 500_ELLS-NE1 Main

PNL: 500_ELLS-NE1

TAP: 500_ELS-SE1

F: 500_ELS-SE1

F: 500_Pnl ELS-SE1 F: 500_Pnl ELS-SE2

CB: 500_ELS-SE1 Main

PNL: 500_ELS-SE1

CB: 500_ELS-SE2 Main

PNL: 500_ELS-SE2

CB: 500_XF ELLS-SE1

F: 500_XF ELLS-SE1

XF: 500_ELLS-SE1

F: 500_ELLS-SE1

CB: 500_ELLS-SE1 Main

PNL: 500_ELLS-SE1

PNL: 500_ELS-SC1A

PNL: 500_ELS-NW2

CB: 500_ELS-NW2 Main

F: 500_Pnl ELS-NW2

F: 500_DPA-LS

F: 500_Pnl ELS-SW2

CB: 500_ELS-SW2 Main

PNL: 500_ELS-SW2

PNL: 500_DP-LS

CB: 500_ELS-3A CB: 500_ELS-3B CB: 500_ELS-4ACB: 500_ELS-4B CB: 500_ELS-5A CB: 500_ELS-5B CB: 500_ELS-6A CB: 500_ELS-6BCB: 500_ELS-3C CB: 500_ELS-4C CB: 500_ELS-5CCB: 500_XF T2 ECLCB: 500_XF T2 EP-P

F: 500_ELS-3A

PNL: 500_ELS-3A

F: 500_ELS-3B

PNL: 500_ELS-3B

F: 500_ELS-4A

PNL: 500_ELS-4A

F: 500_ELS-4B

PNL: 500_ELS-4B

F: 500_ELS-5A

PNL: 500_ELS-5A

F: 500_ELS-5B

PNL: 500_ELS-5B

F: 500_ELS-6A

PNL: 500_ELS-6A

F: 500_ELS-6B

PNL: 500_ELS-6B

F: 500_ELS-3C

PNL: 500_ELS-3C

F: 500_ELS-4C

PNL: 500_ELS-4C

F: 500_ELS-5C

PNL: 500_ELS-5C

F: 500_XF T2 ECLF: 500_XF T2 EP-P

CB: 500_XF ELLS-4C

F: 500_XF ELLS-4C

XF: 500_ECL

XF: 500_ELLS-4C

F: 500_Pnl ECL

PNL: 500_ECL

F: 500_Pnl ELLS-4C

CB: 500_ELLS-4C Main

PNL: 500_ELLS-4C

CB: 500_XF ELLS-5B

F: 500_XF ELLS-5B

CB: 500_XF ELLS-6B

F: 500_XF ELLS-6B

XF: 500_ELLS-5B XF: 500_ELLS-6B

F: 500_Pnl ELLS-5B

CB: 500_ELLS-5B Main

PNL: 500_ELLS-5B

F: 500_Pnl ELLS-6B

CB: 500_ELLS-6B Main

PNL: 500_ELLS-6B

CB: 500_XF ELLS-3B

F: 500_XF ELLS-3B

XF: 500_ELLS-3B

F: 500_Pnl ELLS-3B

CB: 500_ELLS-3B Main

PNL: 500_ELLS-3B

CB: 500_XF ELLS-3A

F: 500_XF ELLS-3A

CB: 500_XF ELLS-4A

F: 500_XF ELLS-4A

XF: 500_ELLS-3A XF: 500_ELLS-4A

F: 500_Pnl ELLS-3A

CB: 500_ELLS-3A Main

PNL: 500_ELLS-3A

F: 500_Pnl ELLS-4A

CB: 500_ELLS-4A Main

PNL: 500_ELLS-4A

CB: 500_XF ELLS-5A

F: 500_XF ELLS-5A

CB: 500_XF ELLS-6A

F: 500_XF ELLS-6A

CB: 500_XF ELLS-3C

F: 500_XF ELLS-3C

CB: 500_XF ELLS-5C

F: 500_XF ELLS-5C

XF: 500_ELLS-5A XF: 500_ELLS-6AXF: 500_ELLS-3C XF: 500_ELLS-5C

F: 500_Pnl ELLS-5A

CB: 500_ELLS-5A Main

PNL: 500_ELLS-5A

F: 500_Pnl ELLS-6A

CB: 500_ELLS-6A Main

PNL: 500_ELLS-6A

F: 500_Pnl ELLS-3C

CB: 500_ELLS-3C Main

PNL: 500_ELLS-3C

F: 500_Pnl ELLS-5C

CB: 500_ELLS-5C Main

PNL: 500_ELLS-5C

XF: 500_EP-P

F: 500_Pnl EP-P

PNL: 500_EP-P

CB: 500_EF46BCB: 500_EF46A F: 500_Pnl EP-P Sub

PNL: 500_EP-P Sub

(1) #1 THWN; 15 ft

75kVA; 4.20%Z
Pri: 480V
Sec: 208V

SIEMENS  (HHED6)
110 A

480V, 250A
6.2518k SCA
200k SCAR

SIEMENS  (HFXD6)
200 A

SIEMENS  (HHED6)
50 A

SIEMENS  (HHED6)
20 A

(1) #3/0 THWN; 370 ft

SIEMENS  (HFXD6)
200 A

480V, 400A
22.7021k SCA
200k SCAR

(1) #6 THWN; 100 ft(1) #12 THWN; 100 ft

480V, 1.2650k SCA

(1) #3/0 THWN; 20 ft

SIEMENS  (QJH2)
200 A

208V, 250A
3.5544k SCA
200k SCAR

SIEMENS  (HJXD6-A)
400 A

SIEMENS  (HHED6)
100 A

SIEMENS  (HFXD6)
200 A

(1) #1 THWN; 550 ft

SIEMENS  (HHED6)
100 A

480V, 125A
2.7447k SCA
200k SCAR

(1) #300 THWN; 280 ft

FERRAZ SHAWMUT  (TRS)
20 A

(1) #12 THWN; 5 ft

480V, 1.2148k SCA

SIEMENS  (BLH)
70 A

SIEMENS  (ED4)
125 A

(1) #4 THWN; 210 ft(1) #1 THWN; 20 ft

SIEMENS  (ED4)
125 A

208V, 250A
3.3055k SCA
200k SCAR

SIEMENS  (BLH)
30 A

SIEMENS  (HHED6)
70 A

(1) #3 THWN; 5 ft

45kVA; 4.50%Z
Pri: 480V
Sec: 208V

(1) #3 THWN; 15 ft

SIEMENS  (BQD)
100 A

208V, 250A
1.9633k SCA
200k SCAR

SIEMENS  (BLH)
20 A

SIEMENS  (BQD)
30 A

SIEMENS  (HBL)
60 A

(1) #3 THWN; 30 ft

SIEMENS  (HBL)
60 A

208V, 250A
1.7860k SCA
200k SCAR

1 @ 5 hp 1 @ 5 hp

SIEMENS  (HFXD6)
200 A

480V, 250A
9.1431k SCA
200k SCAR

SIEMENS  (HHED6)
70 A

SIEMENS  (HED4)
100 A

SIEMENS  (HHED6)
100 A

(1) #4 THWN; 8 ft (1) #2 THWN; 30 ft(1) #2 THWN; 185 ft

75kVA; 5.04%Z
Pri: 480V
Sec: 208V

(1) #300 THWN; 12 ft

SIEMENS  (FXD6)
225 A

208V, 250A
3.3292k SCA
200k SCAR

45kVA; 4.70%Z
Pri: 480V
Sec: 208V

(1) #2/0 THWN; 8 ft

SIEMENS  (QJH2)
150 A

208V, 250A
2.3232k SCA
200k SCAR

(1) #600 THWN; 40 ft

SIEMENS  (HHED6)
100 A

480V, 125A
4.2743k SCA
200k SCAR

480V, 3.0816k SCA

2 @ 7.5 hp2 @ 1 hp

208V, 100A
1.1496k SCA
10k SCAR

208V, 1.2853k SCA

SQUARE D  (QO)
70 A

(1) #4 THWN; 35 ft

F: 500_XF EQP-SWB

XF: 500_EQP-SWB

CB: 500_XF EQP-SWB

PNL: 500_EQLP-SWB

CB: 500_EQLP-SWB Main

CB: 500_SW IT ChillerCB: 500_SW IT Chiller Pumps

F: 500_EQLP-SWB

CB: 500_EQLP-SWB

PNL: 500_DPA-EQ2

F: 500_SW IT ChillerF: 500_SW IT Chiller Pumps

DISC: 500_SW IT Chiller Pumps

F: 500_Pnl EQP-SWB

CB: 500_EQP-SWB Main

PNL: 500_EQP-SWB

CB: 500_DPA-EQ2 Main

CB: 500_EQLP-NWBCB: 500_EQLP-C2

F: 500_EQLP-NWB

CB: 500_EQLP-NWB Main

PNL: 500_EQLP-NWB

F: 500_EQLP-C2

FU: 500_SW IT Chiller Pump Cab

F: 500_SW IT Chiller Pump Cab

EP: 500_SW IT Chiller Pump Cab

CB: 500_70A Cook/Chill PnlCB: 500_EQP-SW1

F: 500_70A Cook/Chill PnlF: 500_EQP-SW1

CB: 500_EQP-SW1 Main

PNL: 500_EQP-SW1

CB: 500_Unknown SW1

CB: 500_XF T-6 EQP-NWB

F: 500_XF T-6 EQP-NWB

XF: 500_EQP-NWB

F: 500_Pnl EQP-NWB

CB: 500_EQP-NWB Main

PNL: 500_EQP-NWB

CB: 500_Construction AreaCB: 500_Sterad #9 CB: 500_EQP-NW1

F: 500_EQP-NW1

CB: 500_EQP-NW1 Main

PNL: 500_EQP-NW1

MTR: 500_Chiller Pump-1 MTR: 500_Chiller Pump-2

CB: 500_EQLP-C2 Main

PNL: 500_EQLP-C2

CB: 500_XF EQP-C2 CB: 500_XF EQP-C2BCB: 500_EQLP-PH

F: 500_XF EQP-C2 F: 500_XF EQP-C2BF: 500_EQLP-PH

XF: 500_EQP-C2B

F: 500_Pnl EQP-C2B

CB: 500_EQP-C2B Main

PNL: 500_EQP-C2B

XF: 500_EQP-C2

F: 500_Pnl EQP-C2

CB: 500_EQP-C2 Main

PNL: 500_EQP-C2

F: 500_DPA-EQ2

CB: 500_EQLP-PH Main

PNL: 500_EQLP-PH

EP: 500_SW IT Chiller

MTR: 500_SW IT Chiller-1MTR: 500_SW IT Chiller

EP: 500_70A Cook/Ch

DISC: 500_70A Cook/Ch

CB: 500_70A Cook/Ch Main

F: 500_70A Cook/Chill

BLDG 500 - DPA-EQ2 - ONE LINE DIAGRAM

BLDG 500 - DPA-LS - ONE LINE DIAGRAM

SEE "B500 - EMERGENCY - ONE LINE
DIAGRAM" FOR CONTINUATION (ATS-5)

SEE "B500 - EMERGENCY - ONE LINE
DIAGRAM" FOR CONTINUATION (ATS-7)
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NO SCALE

NO SCALE

REPLACE BREAKER

480V, 225A
24.0575k SCA
100k SCAR

ITE  (JL)
125 A

ITE  (HE)
100 A

(1) #1/0 THWN; 15 ft

480V, 225A
21.0604k SCA
100k SCAR

(1) #2 THWN; 45 ft

480V, 225A
14.5452k SCA
100k SCAR

ITE  (Unknown) ITE  (Unknown)ITE  (Unknown) ITE  (Unknown)

(1) #6 THWN; 65 ft (1) #10 THWN; 25 ft(1) #12 THWN; 10 ft

ITE  (HE)
70 A

(1) #6 THWN; 7 ft

75kVA; 6.56%Z
Pri: 480V
Sec: 208V

(1) #3/0 THWN; 6 ft

208V, 2.9292k SCA

SIEMENS  (CFD6)
225 A

(1) #3/0 THWN; 4 ft

208V, 225A
2.9075k SCA
100k SCAR

(1) #3/0 THWN; 5 ft

208V, 225A
2.8808k SCA
100k SCAR

SIEMENS  (E4)
30 A

SIEMENS  (E4)
30 A

(1) #3/0 THWN; 4 ft

208V, 225A
2.8597k SCA
150k SCAR

1 @ 2 hp 1 @ 10 hp1 @ 25 hp

(1) #2/0 THWN; 35 ft

PNL: 500_DP-SE1

CB: 500_LP-SE1 CB: 500_MSP-SE1

F: 500_LP-SE1

PNL: 500_LP-SE1

F: 500_MSP-SE1

SWBD: 500_MSP-SE1

MCP: 500_SF-10 MCP: 500_SF-11MCP: 500_RF-11 MCP: 500_RF-12

F: 500_SF-10 F: 500_SF-11F: 500_RF-12

CB: 500_RP-SE1

F: 500_RP-SE1

XF: 500_RP-SE1

F: 500_Disc RP-SE1

DISC: 500_RP-SE1

CB: 500_RP-SE1 Sec1

F: 500_RP-SE1 Sec1

PNL: 500_RP-SE1 Sec1

F: 500_Pnl RP-SE1 Sec2

PNL: 500_RP-SE1 Sec2

CB: 500_NF (Air Curtain-2)CB: 500_NF (Air Curtain-1) F: 500_Pnl RP-SE1 Sec3

PNL: 500_RP-SE1 Sec3

MTR: 500_RF-12 MTR: 500_SF-11MTR: 500_SF-10

F: 500_DP-SE1

PRI ALT

ALT PRI

ALT PRI

PRI ALT

ALT PRI

480V, 400A
9.3933k SCA
100k SCAR

SIEMENS  (E4)
90 A

ITE  (JL)
225 A

ITE  (JL)
225 A

SIEMENS  (ED4)
100 A

SIEMENS  (E4)
60 A

ITE  (JL)
175 A

ITE  (JL)
200 A

SIEMENS  (E4)
30 A

(1) #500 THWN; 5 ft

(1) #3 THWN; 340 ft(2) #1/0 THWN; 25 ft

480V, 225A
8.9982k SCA
100k SCAR

(1) #4/0 THWN; 40 ft (1) #3 THWN; 50 ft (1) #6 THWN; 70 ft(1) #4/0 THWN; 30 ft(1) #6 THWN; 35 ft

ITE  (EH)
110 A

ITE  (JL)
125 A

(1) #2 THWN; 35 ft (1) #2 THWN; 40 ft

400 A

(1) #500 THWN; 35 ft

480V, 9.4898k SCA

(1) #500 THWN; 2 ft

75kVA; 4.12%Z
Pri: 480V
Sec: 208V

(1) #4/0 THWN; 35 ft

208V, 400A
3.6485k SCA
100k SCAR

208V, 225A
3.6627k SCA
100k SCAR

(1) #4/0 THWN; 35 ft

(1) #4/0 THWN; 4 ft

208V, 225A
3.6311k SCA
100k SCAR

SIEMENS  (E4)
20 A

SIEMENS  (FXD6-A)
200 A

480V, 250A
8.7501k SCA
200k SCAR

SIEMENS  (BQD)
40 A

SIEMENS  (BQD)
30 A

(1) #8 THWN; 75 ft

480V, 3.3696k SCA

BUSSMANN  (LPJ-30SP)
30 A

480V, 60A
5.7360k SCA
65k SCAR

SQUARE D  (ED)
60 A

SQUARE D  (ED)
25 A

SQUARE D  (ED)
15 A

SQUARE D  (ED)
15 A

(1) #6 THWN; 15 ft

(1) #10 THWN; 40 ft (1) #12 THWN; 50 ft

480V, 2.0433k SCA

(1) #12 THWN; 40 ft

60 A

480V, 7.1297k SCA

BUSSMANN  (LPJ-90SP)
90 A

(1) #6 THWN; 3 ft

(1) #12 THWN; 40 ft

1 @ 2 hp

(1) #10 THWN; 20 ft

1 @ 10 hp

75kVA; 4.12%Z
Pri: 480V
Sec: 208V

1 @ 40 hp

(1) #6 THWN; 3 ft

FERRAZ SHAWMUT  (TRS)
15 A

100 A

480V, 100A
2.4473k SCA
100k SCAR

SIEMENS  (ED4)
70 A

(1) #3 THWN; 15 ft

(1) #4 THWN; 15 ft

45kVA; 4.70%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 20 ft

SIEMENS  (QJH2)
150 A

208V, 250A
1.8503k SCA
200k SCAR

480V, 225A
4.8306k SCA
200k SCAR

ITE  (Unknown)ITE  (Unknown) ITE  (Unknown)ITE  (Unknown)

(1) #10 THWN; 80 ft(1) #10 THWN; 85 ft

1 @ 10 hp

(1) #10 THWN; 15 ft

1 @ 10 hp

(1) #10 THWN; 20 ft

200 A

400 A

325 kVA
X"d 0.2 pu

(1) #500 THWN; 35 ft

Generic  (260kW)
0 A

CUTLER-HAMMER  (CHKD)
400 A, 400 A Plug

(1) #500 THWN; 60 ft

480V, 20.1793k SCA

(2) #500 THWN; 675 ft

(1) #4/0 THWN; 85 ft

480V, 7.5420k SCA

2 @ 75 hp

(1) #12 THWN; 10 ft

1 @ 0.3 hp

10 @ 1 hp

(1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft (1) # 0 ft

208V, 208V, 208V, 208V, 208V, 208V, 208V, 208V, 208V,

(1) #500 THWN; 70 ft

(1) #6 THWN; 10 ft

(1) #4/0 THWN; 5 ft

480V, 400A
2.5607k SCA
65k SCAR

(1) #500 THWN; 55 ft

(1) #3 THWN; 90 ft

SWBD: 500_DP-OR

CB: 500_ELP-4C ATSCB: 500_ELP-OR CB: 500_OR Chiller CB: 500_AC-13 CB: 500_MSP-OR-NWBCB: 500_Cysto OR CB: 500_MCC NW2CB: 500_EQP-NW2 MTS (2)

F: 500_DP-OR_2

F: 500_ELP-4C ATSF: 500_ELP-OR

PNL: 500_ELP-OR

F: 500_OR Chiller F: 500_AC-13 F: 500_MSP-EOR-NWBF: 500_MCC NW2F: 500_EQP-NW2 MTS (2)

CB: 500_EP-OR CB: 500_EP-OR-B

F: 500_EP-OR F: 500_EP-OR-B

MTS: 500_OR

F: 500_ATS-OR (N)

Splice: 500_ATS_OR

F: 500_ATS OR (N)

XF: 500_EP-OR-B

F: 500_Pnl EP-OR-B

PNL: 500_EP-OR-B

PNL: 500_EP-OR Sect 1

F: 500_Pnl EP-OR Sect 1

F: 500_Pnl EP-OR Sect 2

PNL: 500_EP-OR Sect 2

CB: 500_X-Ray Phillips 2C-117

CB: 500_MCC-NW2 Main

PNL: 500_MCC-NW2

CB: 500_RF-21 CB: 500_WAGD Pumps

F: 500_RF-21

DISC: 500_RF-21

FU: 500_RF-21 MTR

PNL: 500_EQP-NW2

CB: 500_EQP-NW2 Main

CB: 500_SF-14 CB: 500_EF-29CB: 500_RF-14

F: 500_EQP-NW2

F: 500_SF-14 F: 500_EF-29

DISC: 500_EF-29

F: 500_RF-14

MTS: 500_EQP-NW2TS

DISC: 500_AC-13

FU: 500_AC-13 SF

F: 500_AC-13 SF

VFD: 500_RF-14

F: 500_Mtr RF-14

MTR: 500_RF-14

VFD: 500_SF-14

F: 500_Mtr SF-14

MTR: 500_SF-14

XF: 500_EP-OR

MTR: 500_AC-13 SF

VFD: 500_AC-13 SF

F: 500_Mtr AC-13 SF

FU: 500_EF-29 MTR

ATS: 500_ELP-4C

PNL: 500_ELP-4C

CB: 500_EP-4C

F: 500_Pnl ELP-4C

F: 500_EP-4C

XF: 500_EP-4C

F: 500_Pnl EP-4C

CB: 500_EP-4C Main

PNL: 500_EP-4C

SWBD: 500_MSP-EOR-NWB

MCP: 500_Pump 1/P19MCP: 500_Pump 2/P20 MCP: 500_P18MCP: 500_P17

F: 500_Pump 1/P19F: 500_Pump 2/P20

MTR: 500_Pump 1

VFD: 500_Pump 1

F: 500_Mtr Pump 1

MTR: 500_Pump 2

VFD: 500_Pump 2

F: 500_Mtr Pump 2

MTS: 500_OR Chiller

ATS: 500_OR

GEN: 500_OR Gen

F: 500_OR CB

GEN: 500_OL OR Gen

CB: 500_OR Gen

F: 500_ATS OR(E)

Splice: 500_SWDB B

F: 500_Tap ATS-OR (N)

F: 500_Disc OR Chiller

EP: 500_OR Chiller

MTR: 500_OR Chiller

F: 500_EF-29 MTR

MTR: 500_EF-29

MTR: 500_Chiller Fans

F: 500_IPU-2 (2C-113D) F: 500_IPU-3 (2C-133) F: 500_IPU-4 (2C-133) F: 500_IPU-5 (2C-131) F: 500_IPU-6 (2C-131) F: 500_IPU-7 (2C-117A) F: 500_IPU-8 (2C-117A) F: 500_IPU-9 (2C-125) F: 500_IPU-10 (2C-125)

PNL: 500_IPU-2 PNL: 500_IPU-3 PNL: 500_IPU-4 PNL: 500_IPU-5 PNL: 500_IPU-6 PNL: 500_IPU-7 PNL: 500_IPU-8 PNL: 500_IPU-9 PNL: 500_IPU-10

F: 500_OR MTS(N)

F: 500_EQP-NW2 MTS

F: 500_OR Chiller MTS

DISC: 500_OR Gen

F: 500_OR MTS (EM)

F: 500_ELP-4C ATS E

BLDG 500 - DP-OR - ONE LINE DIAGRAM

BLDG 500 - DP-SE1 - ONE LINE DIAGRAM

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - DP-NW1 - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - SWBD EMDP - ONE
LINE DIAGRAM" FOR CONTINUATION

Start of single phase

SEE "B500 - DP-NW2 - ONE LINE
DIAGRAM" FOR CONTINUATION

Start of single phase Start of single phase Start of single phaseStart of single phaseStart of single phase Start of single phaseStart of single phase Start of single phase

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION

1 2 3 4 5 6 7 8 9 10

1 2 3 4 5 6 7 8 9 10

A

B

C

D

E

F

A

B

C

D

E

F

CONSULTANT ARCHITECT/ENGINEER OF RECORD STAMP Office of
Construction 
and Facilities
Management

Drawing Title

Approved: Project Director

Phase Project Title Project Number

Building Number

Drawing NumberLocation

Issue Date Checked Drawn

VA FORM 08-6231

FULLY SPRINKLERED

VA CONTRACT NO:  36C24519C0171
ELECTRICAL - SINGLE LINE BLDG 500-SE1 & DP-OR

RENOVATE/UPGRADE NFS KITCHEN
- BUILDING 500 BASEMENT

510 BUTLER AVENUE, MARTINSBURG, WV 25405

07/23/21 WG BX

613-19-103

ED500-113

500

100% CONSTRUCTION
DOCUMENTS

Revisions: Date:
30% SCHEMATIC DESIGN SUBMISSION 05/24/2020
60% DESIGN DEVELOPMENT SUBMISSION 09/11/2020
95% CONSTRUCTION DOCUMENTS SUBMISSION 02/12/2021
100% CONSTRUCTION DOCUMENTS SUBMISSION 07/23/2021
100% CONSTRUCTION DOCUMENTS - FOR BID 11/24/2021



NO SCALE

NO SCALE NO SCALE

RESET BREAKER

RESET BREAKER

480V, 400A
8.3812k SCA
100k SCAR

SIEMENS  (ED4)
30 A

SIEMENS  (E4)
100 A

SIEMENS  (ED4)
20 A

SIEMENS  (E4)
20 A

ITE  (JL)
125 A

(1) #500 THWN; 25 ft

(1) #10 THWN; 95 ft(1) #2 THWN; 35 ft

480V, 100A
7.2165k SCA
100k SCAR

(1) #10 THWN; 100 ft(1) #12 THWN; 100 ft(1) #1/0 THWN; 50 ft

480V, 400A
8.0478k SCA
100k SCAR

SIEMENS  (E4)
40 A

SIEMENS  (E4)
50 A

SIEMENS  (E4)
30 A

SIEMENS  (ED4)
40 A

ITE  (JL)
175 A

SIEMENS  (E4)
60 A

(1) #6 THWN; 10 ft (1) #8 THWN; 50 ft(1) #2/0 THWN; 20 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

113kVA; 5.20%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.4465k SCA

(1) #500 THWN; 20 ft

208V, 4.3227k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 30 ft

208V, 225A
2.3053k SCA
65k SCAR

SIEMENS  (CJD6)
350 A

(1) #500 THWN; 25 ft

208V, 400A
4.1227k SCA
100k SCAR

ITE  (JL)
175 A

SIEMENS  (ED4)
60 A

ITE  (JL)
250 A

SIEMENS  (E4)
100 A

(1) #4/0 THWN; 95 ft (1) #500 THWN; 95 ft

SIEMENS  (E4)
70 A

(1) #4 THWN; 10 ft

45kVA; 4.70%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.2659k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 5 ft

208V, 225A
2.2449k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 225A
2.2242k SCA
100k SCAR

480V, 225A
7.2349k SCA
200k SCAR

SIEMENS  (F6)
90 A

ITE  (Unknown)ITE  (Unknown) ITE  (Unknown)

(1) #6 THWN; 20 ft

1 @ 40 hp

480V, 1.3503k SCA

CUTLER-HAMMER  (Unknown)
15 A

(1) #500 THWN; 470 ft

208V, 400A
3.5041k SCA
100k SCAR

208V, 200A
3.3440k SCA
100k SCAR

480V, 4.2184k SCA

208V, 100A
1.9712k SCA
65k SCAR

SQUARE D  (QO)
40 A

(1) #3 THWN; 50 ft

(1) #10 THWN; 15 ft

1 @ 10 hp

(1) #10 THWN; 15 ft

1 @ 3 hp

208V, 2.4238k SCA

(1) #1 THWN; 150 ft

WESTINGHOUSE  (EH)
20 A

SWBD: 500_DP-SW1

CB: 500_AC-6 SFCB: 500_LP-SW1 CB: 500_AC-6 RFCB: 500_CU-10CB: 500_MSP-SW1F: 500_Pnl DP-SW1-CA

F: 500_VFD AHU-6 SFF: 500_LP-SW1

PNL: 500_LP-SW1

F: 500_VFD AHU-6 RFF: 500_CU-10F: 500_MSP-SW1

SWBD: 500_DP-SW1-CA

CB: 500_Dish MachineCB: 500_PP-SW1-B-T-4 CB: 500_DisposalCB: 500_Pulper (Spare)CB: 500_PP-SW1-A-T-7 CB: 500_Canteen Oven (CKT 8)

F: 500_PP-SW1-B-T-4 F: 500_Pulper (Spare)F: 500_PP-SW1-A-T-7

XF: 500_PP-SW1-B XF: 500_PP-SW1-A

F: 500_Disc PP-SW1-B Main

DISC: 500_PP-SW1-B Main

F: 500_Disc PP-SW1A Main

DISC: 500_PP-SW1A Main

CB: 500_PP-SW1-B-Main

F: 500_PP-SW1-B-Main

PNL: 500_PP-SW1-B

CB: 500_PP-SW1A Main

F: 500_PP-SW1A Main

SWBD: 500_PP-SW1A

CB: 500_Utility Dist System 1CB: 500_FC1 Bistro CB: 500_Utility Dist System 2CB: 500_Canteen Vending Pnl

F: 500_Utility Dist System 1 F: 500_Utility Dist System 2

CB: 500_XF T-4 RP-SW1

F: 500_XF T-4 RP-SW1

XF: 500_RP-SW1

F: 500_Disc RP-SW1 Sect 1 Main

DISC: 500_RP-SW1 Sect 1 Main

CB: 500_RP-SW1 Sect 1 Main

F: 500_RP-SW1 Sect 1 Main

PNL: 500_RP-SW1 Sect 1

F: 500_Pnl RP-SW1 Sect 2

PNL: 500_RP-SW1 Sect 2

SWBD: 500_MSP-SW1

CB: 500_SF-5MCP: 500_RF-6MCP: 500_EF-13 MCP: 500_SF-25

F: 500_SF-5

MTR: 500_SF-5

DISC: 500_CU-10

CB: 500_CU-10 (2)

F: 500_DP-SW1, SW1-CA

EP: 500_Utility Dist SYS 2EP: 500_Utility Dist SYS 1

DISC: 500_Pulper

PNL: 500_Vending

CB: 500_Front Ent. Air Curtain

F: 500_Canteen Vending Pnl

VFD: 500_AHU-6 SF VFD: 500_AHU-6 RF

F: 500_AHU-6 SF

MTR: 500_AHU-6 SF

F: 500_AHU-6 RF

MTR: 500_AHU-6 RF

TAP: Canteen Vending Pnl

F: 500_Tap Canteen Vending

CB: 500_Pulper

480V, 400A
23.1503k SCA
100k SCAR

SIEMENS  (E4)
100 A

ITE  (HE)
100 A

ITE  (HE)
20 A

ITE  (HE)
20 A

ITE  (HE)
20 A

ITE  (HE)
20 A

ITE  (HE)
20 A

ITE  (HE)
20 A

ITE  (HE)
50 A

SIEMENS  (ED4)
30 A

(1) #2 THWN; 50 ft

480V, 225A
14.0887k SCA
200k SCAR

(1) #2 THWN; 20 ft

480V, 100A
18.7831k SCA
100k SCAR

(1) #12 THWN; 160 ft

480V, 0.9323k SCA

(1) #8 THWN; 5 ft

ITE  (HE)
50 A

SIEMENS  (E4)
20 A

(1) #6 THWN; 10 ft (1) #12 THWN; 110 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.6469k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 5 ft

208V, 225A
2.6187k SCA
100k SCAR

(1) #1/0 THWN; 5 ft

208V, 225A
2.5908k SCA
100k SCAR

SIEMENS  (F6)
90 A

ITE  (Unknown)ITE  (Unknown) ITE  (Unknown) (1) #2 THWN; 5 ft

(1) #6 THWN; 70 ft(1) #12 THWN; 30 ft (1) #12 THWN; 25 ft

480V, 225A
13.4692k SCA
200k SCAR

ITE  (Unknown) ITE  (Unknown)ITE  (Unknown) ITE  (Unknown) ITE  (Unknown)ITE  (Unknown)

(1) #10 THWN; 35 ft (1) #12 THWN; 30 ft(1) #10 THWN; 35 ft (1) #12 THWN; 20 ft

BUSSMANN  (FRS-R)
30 A

(1) #10 THWN; 15 ft

480V, 0.8818k SCA

30kVA; 4.20%Z
Pri: 480V
Sec: 208V

(1) #3 THWN; 5 ft

208V, 1.8797k SCA

SIEMENS  (ED6)
100 A

(1) #3 THWN; 30 ft

208V, 225A
1.7486k SCA
150k SCAR

1 @ 30 hp

1 @ 12.5 hp

480V, 1.2911k SCA

BUSSMANN  (FRS-R)
20 A

(1) #350 THWN; 60 ft

1 @ 5 hp

1 @ 5 hp 1 @ 3 hp1 @ 3 hp 1 @ 2 hp

1 @ 0.8 hp

PNL: 500_DP-SEB

CB: 500_MSB-SEB CB: 500_LP-SEBCB: 500_Overhead Door CB: 500_Overhead Door (2) CB: 500_Lift in PharmacyCB: 500_Lift in Med Records CB: 500_ATS SEB-B CB: 500_Paper Shredder CB: 500_XF RP-SEB Sect 3CB: 500_Trash Compactor Comp

F: 500_MSB-SEB

SWBD: 500_MSP-SEB Sect 1

F: 500_LP-SEB

PNL: 500_LP-SEB

F: 500_Lift in Pharmacy

DISC: 500_DW13 Lift

F: 500_XF RP-SEB Sect 3

CB: 500_XF T-4 RP-SEB CB: 500_Compactor - Dock

F: 500_XF T-4 RP-SEB F: 500_Disc Compactor

XF: 500_RP-SEB

F: 500_Disc RP-SEB Sect 1 Main

DISC: 500_RP-SEB Sect 1 Main

CB: 500_RP-SEB Main

F: 500_RP-SEB Main

PNL: 500_RP-SEB Sect 2

F: 500_Pnl RP-SEB Sect 1

PNL: 500_RP-SEB Sect 1

CB: 500_SF-4MCP: 500_RF-5MCP: 500_EF-12 MCP: 500_P1 F: 500_SWBD MSP-SEB Sect 2

F: 500_SF-4F: 500_EF-12 F: 500_P1

SWBD: 500_MSP-SEB Sect 2

MCP: 500_P3 MCP: 500_SF-27MCP: 500_EF-10 MCP: 500_EF-P4 MCP: 500_RF-20MCP: 500_ P2

F: 500_P3 F: 500_SF-27F: 500_EF-P4 F: 500_ P2

FU: 500_DW13 Lift

F: 500_DW13 Lift

EP: 500_DW13 Lift

XF: 500_RP-SEB Sect 3

F: 500_Disc RP-SEB Sect 3 Main

DISC: 500_RP-SEB Sect 3 Main

CB: 500_RP-SEB Sect 3 Main

F: 500_RP-SEB Sect 3 Main

PNL: 500_RP-SEB Sect 3

MTR: 500_SF-4

MTR: 500_DW13 Lift

DISC: 500_Compactor Dock

FU: 500_Compactor Dock

F: 500_DP-SEB

MTR: 500_P1

MTR: 500_ P2 MTR: 500_ P3MTR: 500_EF-P4 MTR: 500_SF-27

MTR: 500_EF-12

480V, 225A
15.3253k SCA
100k SCAR

ITE  (JL)
175 A

ITE  (JL)
125 A

ITE  (HE)
70 A

ITE  (HE)
50 A

(1) #2/0 THWN; 15 ft

480V, 225A
14.1336k SCA
100k SCAR

(1) #2 THWN; 40 ft

480V, 225A
11.1297k SCA
200k SCAR

(1) #6 THWN; 10 ft (1) #6 THWN; 20 ft

ITE  (HE)
70 A

(1) #6 THWN; 6 ft

45kVA; 4.34%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 5 ft

208V, 2.6092k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 5 ft

208V, 225A
2.5817k SCA
100k SCAR

(1) #1/0 THWN; 4 ft

208V, 225A
2.5600k SCA
100k SCAR

SIEMENS  (E2)
20 A

45kVA; 5.80%Z
Pri: 480V
Sec: 208V

(1) #1/0 THWN; 11 ft

208V, 1.9825k SCA

SIEMENS  (CFD6)
150 A

(1) #1/0 THWN; 4 ft

208V, 225A
1.9698k SCA
100k SCAR

(1) #1/0 THWN; 4 ft

208V, 225A
1.9571k SCA
150k SCAR

SIEMENS  (F6)
90 A

ITE  (Unknown)ITE  (Unknown)

(1) #2 THWN; 40 ft

1 @ 40 hp

(1) #4/0 THWN; 135 ft

SWBD: 500_DP-SE2

CB: 500_LP-SE2 CB: 500_MSP-SE2CB: 500_RP-SE2B CB: 500_MTS XF EP-SE2 N

F: 500_LP-SE2

PNL: 500_LP-SE2

F: 500_MSP-SE2

SWBD: 500_MSP-SE2

F: 500_RP-SE2B F: 500_MTS XF EP-SE2(N)

CB: 500_RP-SE2

F: 500_RP-SE2

XF: 500_RP-SE2

F: 500_Disc RP-SE2 Main

DISC: 500_RP-SE2 Main

CB: 500_RP-SE2 Main

F: 500_RP-SE2 Main

PNL: 500_RP-SE2 Sect 1

F: 500_Pnl RP-SE2 Sect 2

PNL: 500_RP-SE2 Sect 2

CB: 500_Auto Clave SYS 2A-147

XF: 500_RP-SE2B

F: 500_Disc RP-SE2B Main

DISC: 500_RP-SE2B Main

CB: 500_RP-SE2B Main

F: 500_RP-SE2B Main

PNL: 500_RP-SE2 Sect 3

F: 500_Pnl RP-SE2 Sect 4

PNL: 500_RP-SE2 Sect 4

CB: 500_SF-17MCP: 500_RF-16MCP: 500_EF-36

F: 500_SF-17

MTR: 500_SF-17

F: 500_DP-SE2

BLDG 500 - DP-SW1 - ONE LINE DIAGRAMBLDG 500 - DP-SE2 - ONE LINE DIAGRAM

BLDG 500 - DP-SEB - ONE LINE DIAGRAM

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION
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NO SCALE

NO SCALE

NO SCALE

REPLACE
PNL 500 DP_KB SEC4

REPLACE
PNL 500 DP_KB SEC3

REPLACE TR
XF 500 DP-KB SEC3, 4

REPLACE TR
XF 500 DP-KB SEC1, 2

REPLACE
PNL 500 DP_KB SEC1

REPLACE BREAKER REPLACE BREAKER REPLACE BREAKER

REPLACE BREAKER REPLACE BREAKER REPLACE BREAKER REPLACE BREAKER REPLACE BREAKER

DEMO
PNL DP-KR

DP-KB SEC2

480V, 600A
13.2529k SCA
100k SCAR

ITE  (HE)
100 A

ITE  (HE)
90 A

ITE  (HE)
100 A

(1) #2 THWN; 60 ft

480V, 225A
9.1250k SCA
200k SCAR

(1) #1/0 THWN; 180 ft

480V, 6.6951k SCA

(1) #2 THWN; 25 ft

480V, 100A
11.2796k SCA
100k SCAR

SIEMENS  (E4)
90 A

(1) #3 THWN; 5 ft

75kVA; 4.10%Z
Pri: 480V
Sec: 208V

(1) #3/0 THWN; 5 ft

208V, 4.1910k SCA

SIEMENS  (CFD6)
200 A

(1) #3/0 THWN; 10 ft

208V, 225A
4.0802k SCA
100k SCAR

SIEMENS  (E4)
50 A

SIEMENS  (E4)
40 A

(1) #3/0 THWN; 5 ft

208V, 225A
4.0264k SCA
100k SCAR

ITE  (Unknown)ITE  (Unknown) (1) #2 THWN; 5 ft

(1) #12 THWN; 100 ft(1) #12 THWN; 115 ft

480V, 225A
8.8649k SCA
200k SCAR

ITE  (Unknown)ITE  (Unknown) ITE  (Unknown)

BUSSMANN  (NOS)
100 A

(1) #1/0 THWN; 10 ft

1 @ 50 hp 1 @ 5 hp 1 @ 7.5 hp

(1) #500 THWN; 240 ft

(1) #12 THWN; 80 ft(1) #12 THWN; 85 ft

1 @ 0.5 hp 1 @ 0.8 hp

(1) #10 THWN; 1 ft(1) #10 THWN; 1 ft

SWBD: 500_DP-NEB

CB: 500_MSP-NEBCB: 500_Morgue S-9 ElevCB: 500_LP-NEB

F: 500_MSP-NEB

SWBD: 500_MSP-NEB

F: 500_Morgue S-9 Elev

DISC: 500_Elev S-9

F: 500_LP-NEB

PNL: 500_LP-NEB

CB: 500_RP-NEB

F: 500_XF RP-NEB

XF: 500_RP-NEB

F: 500_Disc RP-NEB Sect 1 Main

DISC: 500_RP-NEB Sect 1 Main

CB: 500_RP-NEB Sect 1 Main

F: 500_RP-NEB Sect 1 Main

PNL: 500_RP-NEB Sect 1

CB: 500_Platform #1 N-Side CB: 500_Platform #2 S Side F: 500_Pnl RP-NEB Sect 2

PNL: 500_RP-NEB Sect 2

MCP: 500_SF-23 (HV 3)MCP: 500_SF-22 (HV 2) F: 500_SWBD MSP-NEB Sect 2

F: 500_SF-23 (HV 3)F: 500_SF-22 (HV 2)

SWBD: 500_MSP-NEB Sect 2

MCP: 500_EF-9MCP: 500_EF-8 MCP: 500_RF-4 (HV 2)

FU: 500_Elev S-9

F: 500_Elev S-9

MTR: 500_Elev S-9 MTR: 500_SF-22 (HV2) MTR: 500_SF 23 (HV3)

F: 500_DP-NEB

F: 500_RF-4 (HV 2)F: 500_EF-9

MTR: 500_EF-9 MTR: 500_RF-4

F: 500_Dock Platform S SideF: 500_Dock Platform N Side

480V, 400A
10.5429k SCA
100k SCAR

ITE  (JL)
200 A

SIEMENS  (E4)
20 A

SIEMENS  (E4)
60 A

SIEMENS  (E4)
100 A

(1) #3/0 THWN; 18 ft

480V, 250A
9.9652k SCA
200k SCAR

(1) #6 THWN; 20 ft (1) #2 THWN; 35 ft

480V, 225A
8.7444k SCA
200k SCAR

SIEMENS  (HHED6)
90 A

(1) #3 THWN; 5 ft

75kVA; 4.12%Z
Pri: 480V
Sec: 208V

(1) #4/0 THWN; 6 ft

208V, 4.0799k SCA

SIEMENS  (CFD6)
225 A

(1) #4/0 THWN; 3 ft

208V, 225A
4.0513k SCA
100k SCAR

(1) #4/0 THWN; 3 ft

208V, 225A
4.0231k SCA
100k SCAR

SIEMENS  (E2)
20 A

(1) #4/0 THWN; 3 ft

208V, 225A
3.9951k SCA
100k SCAR

SIEMENS  (E4)
100 A

(1) #2 THWN; 22 ft

208V, 100A
3.6296k SCA
65k SCAR

ITE  (Unknown)ITE  (Unknown) SIEMENS  (F6)
90 A

ITE  (Unknown) ITE  (Unknown)

(1) #2 THWN; 40 ft

1 @ 40 hp

(1) #350 THWN; 305 ft

PNL: 500_DP-NE2

CB: 500_LP-NE2CB: 500_Abandoned in JB 2D-146CB: 500_MTS EP-NE2 N CB: 500_MSP-NE2

F: 500_LP-NE2

PNL: 500_LP-NE2

F: 500_MTS EP-NE2 N F: 500_MSP-NE2

SWBD: 500_MSP-NE2

CB: 500_RP-NE2

F: 500_RP-NE2

XF: 500_RP-NE2

F: 500_Disc RP-NE2 Main

DISC: 500_RP-NE2 Main

CB: 500_RP-NE2 Main

F: 500_RP-NE2 Main

PNL: 500_RP-NE2 Sect 1

F: 500_Pnl RP-NE2 Sect 2

PNL: 500_RP-NE2 Sect 2

CB: 500_Waste Disp 2D138/140 F: 500_Pnl RP-NE2 Sect 3

PNL: 500_RP-NE2 Sect 3

CB: 500_RP-NE2 Sect 4

F: 500_RP-NE2 Sect 4

PNL: 500_RP-NE2 Sect 4

MCP: 500_EF-61MCP: 500_EF-35 CB: 500_SF-16MCP: 500_EF-33 MCP: 500_EF-34

F: 500_SF-16

MTR: 500_SF-16

F: 500_DP-NE2

480V, 400A
19.5947k SCA
100k SCAR

SIEMENS  (E4)
80 A

ITE  (HE)
20 A

SIEMENS  (E4)
80 A

ITE  (HE)
30 A

ITE  (HE)
30 A

ITE  (HE)
50 A

SIEMENS  (E4)
30 A

SIEMENS  (E4)
50 A

ITE  (HE)
30 A

(2) #350 THWN; 5 ft

(1) #4 THWN; 140 ft (1) #4 THWN; 145 ft (1) #10 THWN; 50 ft

480V, 400A
19.3908k SCA
100k SCAR

SIEMENS  (E4)
70 A

ITE  (HE)
20 A

ITE  (JL)
125 A

SIEMENS  (ED4)
40 A

ITE  (HE)
30 A

ITE  (HE)
60 A

ITE  (HE)
20 A

ITE  (JL)
125 A

SIEMENS  (E4)
50 A

(1) #12 THWN; 5 ft (1) #2/0 THWN; 35 ft(1) #6 THWN; 255 ft

480V, 1.9977k SCA

(1) #12 THWN; 50 ft (1) #2/0 THWN; 35 ft

75kVA; 4.12%Z
Pri: 480V
Sec: 208V

(1) #4 THWN; 30 ft

480V, 125A
1.8657k SCA
25k SCAR

75kVA; 4.12%Z
Pri: 480V
Sec: 208V

(1) #500 THWN; 10 ft

208V, 225A
4.3626k SCA
100k SCAR

(1) #500 THWN; 5 ft

208V, 225A
4.3205k SCA
100k SCAR

SIEMENS  (E4)
60 A

SIEMENS  (E4)
20 A

SIEMENS  (E4)
20 A

SIEMENS  (E4)
30 A

SIEMENS  (E4)
40 A

SIEMENS  (E4)
20 A

SIEMENS  (E4)
30 A

SIEMENS  (E4)
70 A

(1) #6 THWN; 115 ft(1) #6 THWN; 55 ft (1) #8 THWN; 125 ft (1) #6 THWN; 85 ft

GE  (THED)
20 A

GE  (THED)
20 A

GE  (THED)
20 A

GE  (THED)
20 A

GE  (THED)
20 A

(1) #500 THWN; 10 ft

208V, 225A
4.3626k SCA
100k SCAR

SIEMENS  (ED4)
100 A

(1) #500 THWN; 5 ft

(1) #3/0 THWN; 45 ft

SIEMENS  (E4)
30 A

SIEMENS  (E4)
20 A

SIEMENS  (E2)
20 A

480V, 2.7624k SCA

SIEMENS  (ED4)
20 A

480V, 5.0664k SCA

SQUARE D  (QO)
70 A

480V, 4.9227k SCA

SQUARE D  (QO)
70 A

208V, 1.5803k SCA208V, 2.5089k SCA 208V, 1.0331k SCA 208V, 1.9495k SCA

208V, 3.8684k SCA

208V, 225A
4.3205k SCA
100k SCAR

(2) #350 THWN; 190 ft

480V, 4.1699k SCA

480V, 13.8283k SCA

SIEMENS  (E2)
100 A

SWBD: 500_DP-KA Sect 1

CB: 500_#1 OvenCB: 500_Slurry Pump CB: 500_#2 OvenCB: 500_Fryer K6061 CB: 500_Oven K6261CB: 500_Oven CB: 500_FryerCB: 500_Braising Pan CB: 500_DishwasherF: 500_SWBD DP-KA Sect 2

F: 500_#1 Oven F: 500_#2 Oven F: 500_Dishwasher

SWBD: 500_DP-KA Sect 2

CB: 500_Maint Brkr GA-102 CB: 500_Turbo Wash CB: 500_DP-KB Sect 1,2CB: 500_Steamer #2CB: 500_Oven K6261 (2)CB: 500_DP-KR CB: 500_New SKIMMER CB: 500_DP-KB Sect 3,4CB: 500_Steamer #1

F: 500_Turbo Wash F: 500_DP-KB Sect 1,2F: 500_DP-KR

TAP: 500_DP-KR

F: 500_New SKIMMER F: 500_DP-KB Sect 3,4

XF: 500_DP-KB Sect 1,2

F: 500_Pnl DP-KR

PNL: 500_DP-KR

XF: 500_DP-KB Sect 3,4

F: 500_Pnl DP-KB Sect 1

PNL: 500_DP-KB Sect 1

F: 500_Pnl DP-KB Sect 1

PNL: 500_DP-KB Sect 1

CB: 500_Kitchen Eqpt (CKT 61)CB: 500_Kitchen Eqpt (CKT 63) CB: 500_Kitchen Eqpt (CKT 65)CB: 500_Kitchen Eqpt (CKT 67) CB: 500_Kitchen Eqpt (CKT 62)CB: 500_Kitchen Eqpt (CKT 64) CB: 500_Kitchen Eqpt (CKT 66)CB: 500_Kitchen Eqpt (CKT 68)

F: 500_Kitchen Eqpt (CKT 61)F: 500_Kitchen Eqpt (CKT 67) F: 500_Kitchen Eqpt (CKT 62) F: 500_Kitchen Eqpt (CKT 66)

CB: 500_Cond Unit #8CB: 500_Cond Unit #2 CB: 500_EF #1 & #3CB: 500_Cond Unit #1 CB: 500_Cond Unit #5

F: 500_Pnl DP-KB Sect 3

PNL: 500_DP-KB Sect 3

CB: 500_Tray Line F: 500_Pnl DP-KB Sect 4

F: 500_Tray Line

CB: 500_Kitchen Eqpt (9) CB: 500_Kitchen Eqpt (10)CB: 500_Kitchen Eqpt (11)

DISC: 500_SKIMMER Waterpress

CB: 500_SKIMMER Waterpress

DISC: 500_Oven#1

CB: 500_Oven#1

DISC: 500_OVEN#2

CB: 500_Oven#2

EP: 500_Kitchen Eqpt (CKT 61)EP: 500_Kitchen Eqpt (CKT 67) EP: 500_Kitchen Eqpt (CKT 62) EP: 500_Kitchen Eqpt (CKT 66)

EP: 500_Tray Line

PNL: 500_DP-KB Sect 4

F: 500_DP-KA

EP: 500_Dishwasher

EP: 500_Turbo Wash

CB: 500_Cook/Chill

ELECTRICAL ROOM GB100E

BLDG 500 - DP-NE2 - ONE LINE DIAGRAM

BLDG 500 - DP-NEB - ONE LINE DIAGRAM

BLDG 500 - DP-KA - ONE LINE DIAGRAM

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION
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DIAGRAM" FOR CONTINUATION
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REPLACE PANEL
PNL 500 DP-SWB5

REPLACE PANEL
PNL 500 DP-SWB

REPLACE TR
XF 500 DP SWBD-5

RESET BREAKER

REPLACE CONTROL PANEL
WITH DISTRIBUTION PANEL

480V, 400A
9.1612k SCA
100k SCAR

SIEMENS  (E4)
30 A

SIEMENS  (HE4)
20 A

ITE  (JL)
150 A

SIEMENS  (E4)
30 A

SIEMENS  (E4)
30 A

SIEMENS  (E4)
30 A

ITE  (JL)
175 A

SIEMENS  (E4)
80 A

(1) #10 THWN; 190 ft

480V, 1.1829k SCA

(1) #10 THWN; 160 ft

480V, 1.3466k SCA

(1) #2/0 THWN; 50 ft

480V, 225A
7.9951k SCA
100k SCAR

(1) #10 THWN; 180 ft

480V, 1.2357k SCA

(1) #2/0 THWN; 15 ft

480V, 225A
8.7583k SCA
100k SCAR

(1) #3 THWN; 10 ft

BUSSMANN  (FRS-R)
30 A

(1) #10 THWN; 5 ft

480V, 1.3093k SCA

113kVA; 6.10%Z
Pri: 480V
Sec: 208V

(1) #3/0 THWN; 10 ft

208V, 225A
3.9894k SCA
65k SCAR

SQUARE D  (QO)
30 A

SQUARE D  (QO)
30 A

SQUARE D  (QO)
30 A

SQUARE D  (QO)
30 A

SQUARE D  (QO)
30 A

(1) #10 THWN; 45 ft

208V, 1.6891k SCA

(1) #10 THWN; 60 ft

208V, 1.3688k SCA

(1) #10 THWN; 65 ft

208V, 1.2861k SCA

(1) #10 THWN; 45 ft

208V, 1.6891k SCA

(1) #10 THWN; 55 ft

208V, 1.4620k SCA

BUSSMANN  (FRN-R)
30 A

BUSSMANN  (FRN-R)
20 A

EDISON  (ECNR)
30 A

BUSSMANN  (FRN-R)
30 A

BUSSMANN  (FRN-R)
20 A

BUSSMANN  (FRS-R)
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480V, 1.1288k SCA

SIEMENS  (F6)
150 A

ITE  (Unknown) ITE  (Unknown)ITE  (Unknown)
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BUSSMANN  (FRS-R)
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(1) #10 THWN; 5 ft

480V, 1.2053k SCA

SIEMENS  (E4)
20 A

SIEMENS  (E4)
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75kVA; 4.10%Z
Pri: 480V
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225 A
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100k SCAR

SIEMENS  (ED4)
30 A
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1 @ 15 hp

1 @ 5 hp 1 @ 50 hp1 @ 5 hp

SIEMENS  (E4)
50 A

(1) #500 THWN; 435 ft

PNL: 500_DP-SWB

CB: 500_Lift T-16 CB: 500_Lift T-14CB: 500_MSP-SWBCB: 500_VS-211 Sterilizer CB: 500_Lift-DW15 CB: 500_VS-211 Sterilizer (2)CB: 500_LP-SWB CB: 500_XF DP-SWB-5

F: 500_Lift T-16

DISC: 500_T-16 Lift

F: 500_Lift T-14

DISC: 500_T-14 Lift

F: 500_MSP-SWB

SWBD: 500_MSP-SWB

F: 500_Lift-DW15

DISC: 500_DW15 Lift

F: 500_LP-SWB

PNL: 500_LP-SWB

F: 500_XF DP-SWB-5

FU: 500_Lift T-14

F: 500_Lift T-14_a

EP: 500_T-14 Lift

XF: 500_DP-SWB-5

F: 500_Pnl DP-SWB-5

PNL: 500_DP-SWB-5

CB: 500_Blast Chill #3CB: 500_Cook/Chill #3 Retherm CB: 500_Cook/Chill #4 RethermCB: 500_Blast Chill #2 CB: 500_Blast Chill #1

F: 500_Blast Chill #3

DISC: 500_Blast Chill #3

F: 500_Cook/Chill #3 Retherm

DISC: 500_Retherm Cook/Chill#3

F: 500_Cook/Chill #4 Retherm

DISC: 500_Retherm Cook/Chill#4

F: 500_Blast Chill #2

DISC: 500_Blast Chill #2

F: 500_Blast Chill #1

DISC: 500_Blast Chill #1

FU: 500_Blast Chill #2 FU: 500_Retherm Cook/Chill#3 FU: 500_Blast Chill #3 FU: 500_Retherm  Cook/Chill#4 FU: 500_Blast Chill #1

FU: 500_T-16 Lift

F: 500_T-16 Lift

EP: 500_T-16 Lift

CB: 500_SF-1MCP: 500_SF-24 MCP: 500_EF-1MCP: 500_RF-1

F: 500_SF-1F: 500_SF-24F: 500_RF-1

FU: 500_DW15 Lift

F: 500_DW15 Lift

EP: 500_DW15 Lift

CB: 500_Cart WashCB: 500_XF T-5 RP-SWB

F: 500_XF T-5 RP-SWB

XF: 500_RP-SWB

F: 500_Disc RP-SWB Sect 1 Main

DISC: 500_RP-SWB Sect 1 Main

CB: 500_RP-SWB Sect 1 Main

F: 500_RP-SWB Sect 1 Main

PNL: 500_RP-SWB Sect 1

F: 500_Pnl RP-SWB Sect 2

PNL: 500_RP-SWB Sect 2

CB: 500_Unknown SWBCB: 500_Unknown SWB (2)

MTR: 500_Lift DW-15

MTR: 500_Lift-14

MTR: 500_Lift-16

MTR: 500_RF-1 MTR: 500_SF-1MTR: 500_SF-24

VFD: 500_T-14 Lift

CB: 500_Unknown SWB (3)

F: 500_DP-SWB

BLDG 500 - DP-SWB - ONE LINE DIAGRAM
ELECTRICAL ROOM GC105D

SEE "B500 - SWBD-B - ONE LINE
DIAGRAM" FOR CONTINUATION
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A.  ALL FIRE ALARM/FIRE DETECTION WORK SHALL BE PERFORMED BY A CERTIFIED CONTRACTOR.

B.  CONTRACTOR SHALL COORDINATE WITH VA's FIRE PROTECTION TEAM.

C.  WHEN SYSTEM IS TAKEN "OFFLINE" A FIRE WATCH WILL BE IMPLEMENTED PER VA REQUIREMENTS.

D.  SIGNAL CLOSET WITH FIRE ALARM PANEL SHOWN WITH HEAVY BORDERS.

E.  RECONNECT THE FLOW SWITCHES AND TAMPER SWITCHS TO NEW SYSTEM. SEE KEY NOTES
     FOR LOCATIONS.

F.  DESIGN FOR NOTIFICATION APPLIANCES IS BASED ON NFPA TABLE A.184.3 "AMBIENT SOUND 
     LEVELS", OF 55 dBA FOR A BUSINESS OCCUPANCY. CONTRACTOR TO SET LEVELS OF NOTIFICATION 
     COMPONENTS;  HORNS, SPEAKERS ABOVE 55 dBA.

G.  CONTRACTOR TO PURCHASE FOUR (4) I/0 MODULES FOR THE FOUR FIRE ZONES.

H.  SEE SCHEDULE ON EF100.3 FOR FIRE ALARM EQUIPMENTS.

I.  ALL FIRE ALARM CIRCUITS PASSING THROUGH THE PROJECT BOUNDARIES SHALL BE MAINTAINED
    AND PROTECTED TO ENSURE CONTINUED OPERABILITY OF DEVICES OUTSIDE THE PROJECT AREAS. 

NEW 2 HOUR FIRE & SMOKE SEPARATION

NEW 1 HOUR FIRE & SMOKE SEPARATION

EXISTING 2 HOUR FIRE & SMOKE SEPARATION

EXISTING 1 HOUR FIRE & SMOKE SEPARATION
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A. ALL FIRE ALARM/FIRE DETECTION WORK SHALL BE PERFORMED BY A CERTIFIED CONTRACTOR.

B. CONTRACTOR SHALL COORDINATE WITH VA's FIRE PROTECTION TEAM.

C. WHEN SYSTEM IS TAKEN "OFFLINE" A FIRE WATCH WILL BE IMPLEMENTED PER VA REQUIREMENTS.

D. SIGNAL CLOSET WITH FIRE ALARM PANEL SHOWN WITH HEAVY BORDERS.

E. RECONNECT THE FLOW SWITCHES AND TAMPER SWITCHES TO NEW SYSTEM. SEE KEY NOTES FOR LOCATION.

F. INSTALL STROBE/HORN UNITS IN CORRIDOR ON CEILING EVERY 40 FT.

G. CONTRACTOR TO PROVID PROPER SIZED BACK BOXES FOR ALL COMPONENTS.

H. DESIGN FOR NOTIFICATION APPLIANCES IS BASED ON NFPA TABLE A.184.3 "AMBIENT SOUND LEVELS", OF
     55 dBA FOR A BUSINESS OCCUPANCY. CONTRACTOR TO SET LEVELS OF NOTIFICATION COMPONENTS; 
     HORNS, SPEAKERS ABOVE 55 dBA.

NEW 2 HOUR FIRE & SMOKE SEPARATION

NEW 1 HOUR FIRE & SMOKE SEPARATION

EXISTING 2 HOUR FIRE & SMOKE SEPARATION

EXISTING 1 HOUR FIRE & SMOKE SEPARATION
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CONTINUATION SEE
DRAWING NO. EF100.1

CONTINUATION SEE
DRAWING NO. EF100.3

ANSUL ANSUL

TO FACP ROOM GA104
@ COLUMNS 8-E4

PNL 30 - MARVEL SEE PANELS CONNECTION DETAILS

A. ALL FIRE ALARM/FIRE DETECTION WORK SHALL BE PERFORMED BY A CERTIFIED CONTRACTOR.

B. CONTRACTOR SHALL COORDINATE WITH VA's FIRE PROTECTION TEAM.

C. WHEN SYSTEM IS TAKEN "OFFLINE" A FIRE WATCH WILL BE IMPLEMENTED PER VA REQUIREMENTS.

D. SIGNAL CLOSET WITH FIRE ALARM PANEL SHOWN WITH HEAVY BORDERS.

E. INSTALL STROBE/HORN UNITS IN EAST-WEST CORRIDOR, COLUMN "K", ON CEILING EVERY 40 FT.

F. CONTRACTOR TO PROVID PROPER SIZED BACK BOXES FOR ALL COMPONENTS.

G. FOLLOW REFRIGERATION MANUFACTURER'S GUIDELINES FOR PENETRATIONS THROUGH
     INSULATED WALLS.

H. DESIGN FOR NOTIFICATION APPLIANCES IS BASED ON NFPA TABLE A.184.3 "AMBIENT SOUND LEVELS", OF
     55 dBA FOR A BUSINESS OCCUPANCY. CONTRACTOR TO SET LEVELS OF NOTIFICATION COMPONENTS; 
     HORNS, SPEAKERS ABOVE 55 dBA.

CONDUIT

NEW 2 HOUR FIRE & SMOKE SEPARATION

NEW 1 HOUR FIRE & SMOKE SEPARATION

EXISTING 2 HOUR FIRE & SMOKE SEPARATION

EXISTING 1 HOUR FIRE & SMOKE SEPARATION

1 2 3 4 5 6 7 8 9 10

1 2 3 4 5 6 7 8 9 10

A

B

C

D

E

F

A

B

C

D

E

F

CONSULTANT ARCHITECT/ENGINEER OF RECORD STAMP Office of
Construction 
and Facilities
Management

Drawing Title

Approved: Project Director

Phase Project Title Project Number

Building Number

Drawing NumberLocation

Issue Date Checked Drawn

VA FORM 08-6231

FULLY SPRINKLERED

VA CONTRACT NO:  36C24519C0171
ELECTRICAL - FIRE DETECTION AND ALARM PLAN,
BASEMENT FLOOR - AREA 2 RENOVATE/UPGRADE NFS KITCHEN

- BUILDING 500 BASEMENT

510 BUTLER AVENUE, MARTINSBURG, WV 25405

07/23/21 WG BX

613-19-103

EF100.2

500

100% CONSTRUCTION
DOCUMENTS

1. MAKE THE KITCHEN HOOD AREA BETWEEN COLUMNS 8.4 AND 11 A DEDICATED "KITCHEN HOOD FIRE ZONE".

2. TERMINATE FIRE ALARM SIGNALS TO "NORMALLY OPEN" CONTACTS ON MARVEL CONTROL PANEL.
    SEE DRAWINGS QF-1 AND QF-1.1 FOR WIRING FROM ANSUL PANELS TO MARVEL AND MARVEL TO 
    FIRE ALARM.

3. UTILIZE "OUTDOOR" RATED HORNS AND STROBES INSIDE THE REFRIGERATORS.
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CONTINUATION SEE
DRAWING NO. EF100.2

A. ALL FIRE ALARM/FIRE DETECTION WORK SHALL BE PERFORMED BY A CERTIFIED CONTRACTOR.

B. CONTRACTOR SHALL COORDINATE WITH VA's FIRE PROTECTION TEAM.

C. KEEP FIRE ALARM / FIRE DETECTION ACTIVE DURING CONSTRUCTION IN ELECTRICAL SHOPS,
     CLOSETS AND SWITCHGEAR ROOM: GA-137G, GA-137H, GA-137A, GE-102 AND GE-104.

D. WHEN SYSTEM IS TAKEN "OFFLINE" A FIRE WATCH WILL BE IMPLEMENTED PER VA REQUIREMENTS.

E. SIGNAL CLOSET WITH FIRE ALARM PANEL SHOWN WITH HEAVY BORDERS.

F. INSTALL STROBE/HORN UNITS IN EAST-WEST CORRIDOR, COLUMN "K", ON CEILING EVERY 40 FT.

G. CONTRACTOR TO PROVID PROPER SIZED BACK BOXES FOR ALL COMPONENTS.

H.  FOLLOW REFRIGERATION MANUFACTURER'S GUIDELINES FOR PENETRATIONS THROUGH
     INSULATED WALLS.

I.   DESIGN FOR NOTIFICATION APPLIANCES IS BASED ON NFPA TABLE A.184.3 "AMBIENT SOUND 
     LEVELS", OF 55 dBA FOR A BUSINESS OCCUPANCY. CONTRACTOR TO SET LEVELS OF NOTIFICATION 
     COMPONENTS; HORNS, SPEAKERS ABOVE 55 dBA.
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1. UTILIZE "OUTDOOR" RATED HORNS AND STROBES INSIDE THE REFRIGERATORS.

2.  LEAVE EXISTING SMOKE DETECTORS FUNCTIONAL IN ELECTRIC ROOMS GA137A,
     GA137H, GA139A, GE102.
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TO FIRE ALARM CONTROL ROOM

A. ALL FIRE ALARM/FIRE DETECTION WORK SHALL BE PERFORMED BY A CERTIFIED CONTRACTOR.

B. CONTRACTOR SHALL COORDINATE WITH VA's FIRE PROTECTION TEAM.

C. MAINTAIN ACTIVE FIRE ALARM / FIRE DETECTION SYSTEM IN ALL AREAS EXCEPT CONSTRUCTION
     AREA. 

D. WHEN SYSTEM IS TAKEN "OFFLINE" A FIRE WATCH WILL BE IMPLEMENTED PER VA REQUIREMENTS.

E. SIGNAL CLOSET WITH FIRE ALARM PANEL SHOWN WITH HEAVY BORDERS.

F. DO NOT DISTURB EXISTING FIRE ALARM / FIRE DETECTION EQUIPMENT IN CORRIDORS LEADING
     FROM CONSTRUCTION AREA TO THE FIRE.

G. CONTRACTOR TO PROVID PROPER SIZED BACK BOXES FOR ALL COMPONENTS.

H. DESIGN FOR NOTIFICATION APPLIANCES IS BASED ON NFPA TABLE A.184.3 "AMBIENT SOUND
     LEVELS", OF 55 dBA FOR A BUSINESS OCCUPANCY. CONTRACTOR TO SET LEVELS OF NOTIFICATION 
     COMPONENTS;  HORNS, SPEAKERS ABOVE 55 dBA.
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A.  CONTRACTOR SHALL COORDINATE FIRE ALARM AND DETECTION WORK WITH FIRE PROTECTION
     CONTRACTOR PRIOR TO SCHEDULING AND PERFORMING ANY WORK.

B.  CONTRACTOR TO TEST FIRE ALARM / DETECTION SYSTEM PRIOR TO PERFORMING ANY WORK .

C.  CONTRACTOR TO MAINTAIN ACTIVE FIRE ALARM / DETECTION SYSTEM OUTSIDE OF PROJECT AREAS.

D.  FIRE ZONE RISER DIAGRAMS ARE PARTIALS THAT ONLY COVER THE NEW CONSTRUCTION AREAS.
      CONTRACTOR TO INCORPORATE THIS INFORMATION INTO THE LARGER EXISTING RISERS FOR
      EACH FIRE ZONE.
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A. ALL FIRE ALARM/FIRE DETECTION WORK SHALL BE PERFORMED BY A CERTIFIED CONTRACTOR.

B. CONTRACTOR SHALL COORDINATE WITH VA's FIRE PROTECTION TEAM.

C. WHEN SYSTEM IS TAKEN "OFFLINE" A FIRE WATCH WILL BE IMPLEMENTED PER VA REQUIREMENTS.

D. SIGNAL CLOSET WITH FIRE ALARM PANEL SHOWN WITH HEAVY BORDERS.

E. KEEP FLOW AND TAMPER SWITCHES FOR THE FIRE PROTECTION PIPING ACTIVE DURING CONSTRUCTION.
    INSTALL TEMPORARY WIRING DURING CONSTRUCTION. SEE KEY NOTES FOR LOCATIONS.

F. KEEP FIRE ALARM / DETECTION EQUIPMENT ACTIVE ON NORTH WALL OF COLUMN "K" EAST-WEST 
    CORRIDOR.  INSTALL TEMPORARY WIRING DURING CONSTRUCTION.

G. DEACTIVATE AND REMOVE ALL FIRE ALARM / DETECTION COMPONENTS AND WIRING THAT IS 
    IN "K" COLUMN CORRIDOR AND SOUTH OF THE CORRIDOR.

H. TURN OVER COMPONENTS TO VA COR FOR DISPOSITION.
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FIRE PANEL 
ROOM GA-104

1. KEEP FLOW AND TAMPER SWITCH 3-B8 ACTIVE IN STAIRWAY #3.

2. KEEP FLOW AND TAMPER SWITCH ACTIVE IN ELECTRICAL ROOM GC105D.

3. KEEP FLOW AND TAMPER SWITCH ACTIVE IN MECHANICAL AREA GC-105.
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